United States Environmental Protection Agency
Region 10
1200 Sixth Avenue
Seattle, Washington 98101

AUTHORIZATION TO DISCHARGE UNDER THE
NATIONAL POLLUTANT DISCHARGE ELIMINATION SYSTEM

In compliance with the provisions of the Clean Water Act, 33 U.S.C. 81251 et seq|., asamended by the
Clean Water Act of 1987, P.L. 100-4, the “Act”

BP Exploration, Alaska (BPXA)
900 E. Benson Boulevard
Anchorage, AK 99508

is authorized to discharge from the Northstar Development Unit located on Seal Idland, Stafansson Sound,
Beaufort Sea, Alaska, in accordance with discharge points, effluent limitations, monitoring requirements, and

other conditions set forth herein.

This permit (AK-0052779) shall become effective on June 23", 1999.

This permit (AK-0052779) and the authorization to discharge shall expire at midnight, June 23, 2004.

Signed this_21% day of _May 1999

/s/ Roger Mochnick for

Randall F. Smith

Director, Office of Water

Region 10

U.S. Environmental Protection Agency
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|. EFFLUENT LIMITATIONS AND MONITORING REQUIREMENTS

During the effective period of this National Pollutant Discharge Elimination System (NPDES) Permit, the
Permitteeisauthorized to discharge from Outfalls 001, 002, and 005, subject to therestrictions set forth herein.
This Permit does not authorize the discharge of any waste streams, including spills and other unintentional or
non-routine discharges of pollutants, that are not consistent with the operation of thefacility asdisclosed in the
Final NPDES Permit Application (BPXA, 1997), or any pollutants that are not identified in the application.

A. Primary Discharge (Outfall 001)

During the effective period of this Permit, the Permittee is authorized to discharge uncontaminated flushwater
(Stream 001a), vapor compression distillate (Stream 001b), and treated domestic and sanitary wastewater
(Stream 001c) through Outfall 001. All discharges are subject to the following conditions.

Waste streamsfrom the sourceslisted above are permitted for discharge by the Northstar Devel opment through
Ouitfall 001 in accordance with the requirements of this Permit. Any waste stream not listed in this Permit or
in quantities greater than the listed limit amountsin Part 1.A.1 of this Permit, shall not be discharged unless
specifically authorized by the U.S. Environmental Protection Agency (EPA), in consultation with the Alaska
Department of Environmental Conservation (ADEC), prior to discharge.

The discharge end of Outfall 001 islocated at latitude 70° 29" 25.98" N and longitude 148° 41' 35.47" W, on
the south end of Seal Idand.

1.  Effluent Limitations. Dischargesfrom Outfall 001 shall be limited by the Permittee as specified
in Table 1 below.

Tablel Primary Discharge (Outfall 001) Effluent Limitations*

Parameter Daily Maximum | Weekly Average Monthly Average Units
(24 hour) (7 day) (30 day)

BOD;? 60.0 45.0 30.0 mg/L

TSS? 60.0 45.0 30.0 mg/L

TRC? 0.018 NA 0.009 mg/L

Fecal coliform?* 230 NA 115 FC#/100 ml

Temperature No more than 7°C above or below ambient °C

Flow® 49,020 NA 27,930 gpd
NPDES PERMIT PerRMIT NO. AK-0052779
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Notes:

2.

Table1 (Cont.)) Primary Discharge (Outfall 001) Effluent Limitations®

1 TRC, feca coliform, temperature, and flow discharge limits apply to Outfall 001 end-of-pipe values.
BOD; and TSSdischargelimits apply to the Outfall 001c discharge pipe prior to commingling of the 001c
effluent with 001a and/or 001b.

2 BOD;, TSS, and fecal coliform limits are applicable only during discharge of the domestic and sanitary
waste stream 001c.

3 Theeffluent limit for chlorine is not quantifiable using EPA-approved analytical methods, as published
in Standard Methods for the Examination of Water and Wastewater, 18th edition, 1992, edited by
Greenberg et al. Therefore, the EPA will usetheinterim minimum level of 0.020 mg/L asthe compliance
evaluation level for this parameter.

4  Fecal coliform is to be measured using an EPA-approved analytical method, as published in Standard
Methods for the Examination of Water and Wastewater, 18th edition, 1992, edited by Greenberg et al.
The count per 100 ml is to be the most probable number (MPN) derived using the approved analytical
method. The method of analysis shall be either 9221E, Fecal Coliform Procedure, or 9222D, Feca
Coliform Membrane Filter Procedure.

5 Flow shall be measured using a continuous flow meter or other methods of similar accuracy (accurate to
within + 5% of actua flow), as approved in advance by the EPA, in consultation with ADEC.

BOD =  Biochemical oxygen demand NA = Not applicable

°C =  Degrees Celsius % = Percent

FC#100ml =  Fecal coliform count per 100 milliliters TRC = Total residual chlorine

opd =  Gadlons per day TSS = Total suspended solids

mg/L =  Milligrams per liter

Effluent Monitoring Requirements. The Permittee shall monitor the effluent from the primary

discharge as specified in Table 2 below, subject to the other monitoring and reporting requirements set
forth in this Permit.

Table2 Primary Discharge (Outfall 001) M onitoring Requirements

Parameter M easur ement Sample Type Reported Valueg(s)*
Regquirements
BOD;? Weekly Grab Daily maximum, weekly average, and monthly
average (mg/L)
TSS? Weekly Grab Daily maximum, weekly average, and monthly
average (mg/L)
TRC? Weekly Grab Daily maximum, monthly average (mg/L)
Fecal Coliform? | Weekly Grab Daily maximum, monthly average (FC#/100
ml)
Temperature, Continuous Recording Maximum difference between corresponding
effluent and daily effluent and ambient for the month.
ambient* Report al exceedances (°C)
Fow Continuous Recording Maximum daily and monthly average (gpd)
WET® 1 per summer, Grab TUc®
1 per winter
Salinity® Weekly Grab Daily maximum, monthly average (ppt)
pH’ Weekly Grab Daily maximum and minimum (Standard Units)
PerRMIT NO. AK-0052779 NPDES PERMIT
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Table2 (Cont.) Primary Discharge (Outfall 001) Monitoring Requirements

Notes. 1

DMR

ppt
TU

3. Other

If an analytical value is “less than the method detection limit”, the permittee shall report
“<[numerical method detection limit]” on the Discharge Monitoring Report (DMR). For
example, if the laboratory reports “not detected” for a sample, and states that the method
detection limitis“5 pg/L” then the permittee shall report “<5 pg/L” on the DMR (ug/L means
micrograms per liter).

BOD;, TSS, and fecal coliform shall be monitored during discharge of domestic and sanitary
wastewater, waste stream 001c. The Permittee is not required to monitor these parameters at
Outfall 001 at other times. BODg and TSS shall be monitored at Outfall 001c, prior to
commingling with 001a and /or 001b.

At a minimum, analytical methods shall achieve a method detection limit of 0.010 mg/L for
TRC.

Permittee shall continuously monitor ambient water temperatures in addition to effluent water
temperatures. Ambient water temperatureshall be obtained using acalibrated thermistor installed
along the outside of theisland’ s sheet piling. Thisthermistor shall be approximately 15 feet (ft)
west of the seawater intake and at a depth of —14 to -16 ft MLLW.

See Part 111.A of this Permit for specifics regarding the Whole Effluent Toxicity (WET)
monitoring requirement. WET monitoring shall be conducted for 1 year. Effluent samplesfor
these WET tests shall include discharges from Outfall 001b.

Salinity shall be monitored during discharge of vapor compression distillate, waste stream 001b.
The Permittee is not required to monitor this parameter at Outfall 001 at other times.

pH shall be monitored during discharge of vapor compression distillate, waste stream 001b, and
domestic and sanitary wastewater, waste stream 001c. The Permitteeis not required to monitor
this parameter at Outfall 001 at other times.

Discharge Monitoring Reporting
Parts per thousand
c Chronic toxic unit

Limitations and Requirements:

Surface and Shoreline - The discharge shall not, alone or in combination with other
substances, cause a film, sheen or discoloration on the surface of the receiving water or
adjoining shorelines.

Clean Water - Introduction of water, including "clean" water to the treatment system
effluent for the purpose of achieving the effluent limitations in Part I.A.1 of this Permit is
prohibited. "Clean" water is segregated waters which meet the effluent limitations without
treatment.

There shall be no discharge of floating solids, garbage, grease, free ail, or foam.

Sludge Handling - Sludge removed from the treatment systems during cleaning of the
treatment units shall not be reintroduced into the treatment system or discharged to waters
of the United States.

NPDES PERMIT
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The Permittee shall provide the EPA and ADEC upon request with information on the Permittee's
processing of sludge and disposal of solids. The Permittee will dispose of sewage dudge either
through injection into the Class | waste disposal injection well (waste disposal well), if permitted
and available, or by transportation to an approved North Slopefacility for treatment and disposal.

B. FireSuppresson System Test Water (Outfall 002)

1.

Effluent Limitations

The Permittee shall limit test discharges (Outfall 002) from the fire suppression system to one test
discharge per year for a 30 minute duration at the maximum estimated flow rate of 3,000 gallons
per minute (gpm) (11,356 liters per minute). The Permittee shall comply with the flow limit at all
times, regardless of the frequency of monitoring or reporting required by other provisions of this
Permit. The discharge shall be untreated, unheated, and unstored seawater.

Outfall 002 shall be from fire monitors and/or soft hoses connected to standpipes on Seal Island,
itself centered at |atitude 70°29'29.69" N and longitude 148°41'36.66" W. The Ouitfall shal be
discharged into the surface of marinewater. Prior to thetest the system pack water shall beflushed
and replaced with untreated seawater. The volume of flush water used to flush pack water shall
be at least two times the volume of the pack water. The flush and pack water shall be disposed of
through the idand’ s waste disposal well or at other approved disposal location(s).

Effluent Monitoring Requirements

Uponthefirst test, the Permittee shall record the test duration and estimate the discharge rate. The
method for estimating discharge rate shall be specified in the Best Management Practices Plan
developed for Outfall 002 (Part I1.E.5).

Other Limitations and Requirements:

a The discharge shall not, alone or in combination with other substances, cause afilm, sheen,
or discoloration on the surface of the recelving water or adjoining shorelines.

b.  There shall be no discharge of floating solids, garbage, grease, free ail, or foam.

PerMIT NO. AK-0052779 NPDES PERMIT
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Outfall 002 does not include the weekly tests of the fire control pumps which will circulate
seawater from the seawater intake sump through the pumps and thereafter directly back into the
seawater intake sump. This seawater is untreated and will have nothing added.

C. Consgtruction Dewatering (Outfall 005)

The Permittee shall limit discharges from the construction dewatering discharge as specified in Table 3 below;
all values represent maximum effluent limits. The Permittee shall comply with the following effluent limits at
all times, regardless of the frequency of monitoring or reporting required by other provisions of this Permit.

The dewatering streams shall be through one or more hoses discharging dewatering effluent within 200 ft (61
m) of Seal Idand’s outer perimeter sheet pile wall, the idand itself centered at latitude 70°29'29.69" N and
longitude 148°41'36.66" W. These hoses shdl discharge through diffusers submerged in either naturaly
occurring open water or below dots cut through the surfaceice. These diffuser nozzles shall be placed at |east
5 ft (1.5 m) below the ice-water surface interface and at least 10 ft (3 m) above sea bottom. The total number
of discharge diffusers shall not exceed six.

1.  Effluent Limitations. Dischargesfrom Outfall 005 shall be limited by the Permittee as specified
in Table 3:

Table3  Construction Dewatering Discharge (Outfall 005) Effluent Limitations

[ Parameter Daily Maximum | 28 day Average Units Duration (I
Flow rate 2,000,000 1,000,000 opd During Activity; Not to
exceed 28 contiguous days

2. Effluent Monitoring Requirements. The Permittee shall monitor the effluent from the
congtruction dewatering discharge as specified in Table 4 below, subject to the other monitoring
and reporting requirements set forth in this Permit.

Table4 Construction Dewatering Dischar ge (Outfall 005) Monitoring Requirements

Parameter M easur ement Sample Type Reported Value(s) Duration
Requirements
Fowrate Continuous During | Temporal log of Daily max., min., and avg. | During Activity; Not
Discharges number and type of | (gpd). Estimate based on to exceed 28
pumpsin number of pumpsin contiguous days
operation. operation and estimated
pump rate per pump.

Notes: avg. = Average

NPDES PERMIT PerMIT NO. AK-0052779
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max. = Maximum
min. = Minimum
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3. Other Limitations and Requirements:

a The discharge shall not, aone or in combination with other substances, cause afilm, sheen
or discoloration on the surface of the recelving water or adjoining shorelines.

b.  There shall be no discharge of floating solids, garbage, grease, free ail, or foam.

c. The Permittee shall comply with the Construction Dewatering Discharge Pollution
Prevention Plan and the Best Management Practices Plan specific to this discharge as
provided in Appendix A of this Permit.

II. BEST MANAGEMENT PRACTICESPLANSAND
POLLUTION PREVENTION REQUIREMENTS

A. Purpose

Throughimplementation of the Best Management Practices(BM P) Plansand pollution prevention requirements,
the Permittee shall prevent or minimize the generation and the potentia for release of pollutantsfrom thefacility
to thewaters of the United States. Actionstaken to reduce or eliminate the generation and rel ease of pollutants
to waters of the United States shall avoid, to the extent practicable, the transfer of pollutantsto theair and land.

B. Objectives

. The Permittee shall ensure that the BMP Plans are consistent with the following objectivesfor the
control of pollutants:

. The number and quantity of pollutants generated and potentially discharged from the facility to
waters of the United States shall be minimized by the Permittee to the extent technically and
economically feasible;

. Under theBM P Plans, the Permittee shall ensure proper operation and maintenance of thetreatment
facility;

. The Permittee shall establish specific objectives for the control of pollutants by addressing the
pollution prevention requirements in Part I1.C below; and

. The Permittee’ sBMP Plan for Outfall 005 is offered in Appendix A of this Permit. BMP Plans
for other activitieswill be developed per Part I1.D.

NPDES PERMIT PerMIT NO. AK-0052779
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C. Poallution Prevention Requirements

The Permittee shall establish specific performance objectivesfor preventing or reducing pollutants by ensuring
that the following pollution prevention (P2) planning activities and evaluations are conducted.

Construction Dewater ing Dischar ge Pollution Prevention Plan for Outfall 005: Because of its
short duration as a construction related discharge, Outfall 005's P2 Plan is submitted separately
from P2 Plans associated with Outfalls 001 and 002. The Permittee’s P2 Plan for Outfall 005 is
presented in Appendix A.

Pollution Prevention Plan Framework for Snow Removal/Disposal and for Outfalls 001 and
002: No later than 180 days after the effective date of the Permit, the Permittee shall submit a P2
Plan document to the EPA and ADEC for incorporating pollution prevention into Northstar
Devel opment activitiesthat discharge operation streams (or havethe potential for such discharges)
into waters of the United States through Outfalls001 or 002. Similarly, the Permittee shall submit
a P2 Plan document to the EPA and ADEC for incorporating pollution prevention into all snow
removal/disposal activities on the Northstar Development Seal Idland, itself centered at latitude
70°29'29.69" N and longitude 148°41'36.66" W. TheEPA, in consultationwith ADEC, shall have
theright to disapprove any P2 Plan within 60 days of receipt by the EPA and ADEC, after which
time the Plan shall be deemed approved, if neither Agency/Department disapproves them. The
framework document shall include:

a. A written policy of management support and commitment for planning and implementation
of pollution prevention goals developed during the planning process.

b.  Themethodology for considering thetechnical and economicfeasibility of proposed pollution
prevention options.

c. A satement of specific and measurable pollution prevention objectives, goals, and priorities
for the Northstar Development. Standards of measure may be quantitative or qualitative
depending on the type or objective, priority, or goal.

d.  Anidentification of any significant toxic and/or hazardous products and waste streams, the
processes which use these products or generate these waste streams, and opportunities for
eliminating or reducing the use of these products and the generation of these waste streams.

e. A summary of any current pollution prevention efforts at the facility and results of these
efforts. Evaluate and prioritize pollution prevention and reduction opportunities. Establish
a schedule for implementing technically and economically feasible pollution prevention
opportunities.

PerMIT NO. AK-0052779 NPDES PERMIT
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3. Annual P2Reports: ThePermitteeshall prepareannual P2 reports on the status of effortsto meet
stated pollution prevention objectives, goals, and priorities, and submit these reports to the EPA
and ADEC. The first progress report shall be due two (2) years after the effective date of the
Permit. Subsequent reports shall be due annually on the anniversary of the effective date of this
Permit. The P2 reports shall:

a.  ldentify progresstowardsmeeting P2 objectives, goas, and priorities. Problemsencountered
and/or highlights of efforts to prevent pollution shall also be identified.

b.  Describe pollution prevention projects implemented and for each project, to the extent
possible (considering technical and economic feasibility) identify:

(1) Thetypeand quantity of any toxic and/or hazardous products reduced or eliminated.
(2) Thetype and quantity of waste streams reduced or eliminated.
D. BMP Plan Development

Asnoted in Part 11.B, the Permittee’ sBM P Plan associated with Outfall 005 is provided in Appendix A of this
Permit. BMP Plans associated with other activities shall be developed as described below.

The Permittee shall develop BMP Plans which achieve the objectives noted in Part 11.B and the specific
requirements listed below in Part [1.E. The Permittee shall, if necessary, modify these Plans to incorporate
practices to achieve these abjectives and specific requirements. In completing this task, the Permittee can
incorporate or cross-reference existing pollution prevention, BMP, Safe Operating Procedures or other plans
prepared by the facility in accordance with other state and federal requirements and/or directivesinternal to the
facility.

A copy of each BMP Plan shall be submitted to the EPA and ADEC for approval no later than 180 days from
the effective date of the Permit. The EPA, in consultation with ADEC, shall have the right to disapprove any
BMP Plan within 60 days of receipt by the EPA, after which time the Plans shall be deemed approved, if neither
Agency/Department disapproves them.

E. BMP Plan Requirements

All BMP Plans shall be consistent with the objectivesin Part 11.B above and the general guidance contained in
the publication entitled Guidance Manual for Developing Best Management Practices (USEPA, 1993a) or any
subsequent revisionsto guidancedocumentation. BMP Plansshall continueto addressthe standard components
of BMP Plans and shall also:

1.  Bedocumented in narrative form, and shall include any necessary plot plans, drawings or maps,
and shall be developed in accordance with good engineering practices.

NPDES PERMIT PerMIT NO. AK-0052779
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2. Ensure that the requirements of a BMP Plan are considered as part of planned facility
modifications, and that construction and supervisory personne are aware of and take into account
possible spills or releases of pollutants during construction.

3.  Requireanannua BMP Plan review by the responsible manager and aBMP Committee. The Plan
shall aso require an annual statement that the above reviews have been completed and that the
BMP Plan fulfills the requirements set forth in this Permit. The statement shall be certified by the
dated signatures of each BMP Committee member. This statement shall be submitted to the EPA
and ADEC on or before July 1st of each year of operation under this Permit after the initial BMP
Plan submittal asrequired by Part 11.D above.

4.  Establish specific BMPsto meet the abjectivesidentified in Part 11.B addressing each component
or system capable of generating or causing a release of significant amounts of pollutants, and
identifying specific preventative or remedial measuresto beimplemented. In particular, the control
of scale inhibitor and foamer chemicals in Outfall 001b and the minimization of discharge
pollutants from Outfall 001c will be addressed in BMPs specific to these outfalls.

5. Includethefollowing BM P requirements specificto Fire Suppression System Testing (Outfall 002).
The Permittee shall develop BMPsto limit, manage, and control the dischargesfrom the firewater
pump testing and maintenance. The BMPs shall:

a.  Directonly uncontaminated seawater dischargestothe 002 Outfall; in particular, chlorinated
pack water will be flushed from the fire suppression system and disposed of viathe waste
disposal well prior to flooding the system with seawater for subsequent testing.

b.  Testing will take place only during open water conditions, to the extent possible.

c.  Specify the method for estimating discharge rate. No fire suppression test water will be
directed toward the facility’ s deck drainage collection system.

6. The BMPs developed for Outfall 001 shall provide the method employed to determine when
domestic and sanitary wastewater will be discharged through waste stream 001c and when said
wastewater will be discharged into the waste disposal well.

7.  The Permittee shall develop a BMP for snow removal including visua checks of the snow for
contaminants, or suspected contaminants, prior to disposal of snow over the idand's edge (sea
wall). ThisBMP shall define the method(s) to be employed for said visual inspections, specify the
means by which contaminated, or suspected contaminated, snow shall be melted, and describe the
disposal method(s) (disposal through the waste disposal well and/or transportation to an approved
mainland disposal facility). This BMP shall also state the method(s) to be employed for the
disposal of gravel and other debris collected with contaminated, or suspected contaminated, snow.

F. Documentation

PerMIT NO. AK-0052779 NPDES PErRMIT
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The Permittee shall maintain copies of the most current BMP Plans, along with a copy of the NPDES Permit
AK-0052779, for use by personnel on the Northstar Development Facility. The Permittee shall makethe BMP
Plans available to the EPA or ADEC upon request.

G. BMP Plan Modification

The Permittee shall modify the BMP Plans whenever there are physical or operational changes in the facility
which materially increasethe potential for adischarge of pollutants. The Permittee shall modify the BMP Plans
whenever the plans do not effectively address the BMP Plan and P2 requirements stated above in Part 11 of this
Permit. Any such changes to the BMP Plans shall be consistent with the purpose, objectives, and specific
requirements listed above. All changesin BMP Plans shall be reviewed by the responsible manager and shall
be reported to the EPA and ADEC in writing. The EPA, in consultation with ADEC, shall have the right to
disapprove any such changes within 60 days of receipt, after which time such changes shall be deemed
approved.

H. Outfall 005 (Construction Dewatering) Pollution Prevention Plan and Best M anagement Practices
Plan

The long-term, well understood, operational natures of snow removal/disposal and of Outfalls 001 and 002
allow the generation of P2 and BMP Plans for snow removal/disposal and for these outfalls over a 180-day
period following the issuance of this Permit. However, because of the short-term, temporary and less
understood nature of Outfall 005 (Construction Dewatering), the P2 and BMP Plans for this outfall are
approved with the issuance of this Permit. The Permittee shall implement the P2 and BMP Plans for Outfall
005 (Construction Dewatering), dated October 15, 1998, as provided in Appendix A of this Permit.

[11. MONITORING, RECORDING, AND REPORTING REQUIREMENTS
A. Whole Effluent Toxicity Monitoring Requirements

The Permittee shall conduct Whole Effluent Toxicity (WET) tests on samples of the dischargefrom Outfall 001
asindicated below.

ChronicToxicity Testing. The Permitteeshall perform chronictoxicity testsof the effluent in accordancewith
1through 8 below. Beginningwith or following thefirst calendar quarter after theinitial dischargefrom Outfall
001, the Permittee shall conduct semi-annual chronic toxicity tests. One such test shall be conducted during the
winter, under ice period, and the other shall be conducted during the summer, open water period. This test
schedule shall be maintained for 1 year. Effluent samplesfor these tests shall include discharges from Ouitfall
001b.

1. Test Speciesand Methods: The Permitteeshall conduct chronictoxicity testingwith thefollowing
organisms:

NPDES PERMIT PermIT NO. AK-0052779
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a  Top Smelt (Atherinops affinis).

b.  PurpleSeaUrchin(Strongylocentrotuspurpuratus) or Sand Dollar (Dendraster excentricus),
depending on availability.

C. Pacific Oyster (Crassostrea gigas) or mussel (Mytilus sp.), depending on availability.

The presence of chronic toxicity shall be estimated using tests as specified in Section 16 of Short-Term
Methods for Estimating the Chronic Toxicity of Effluents and Receiving Waters to West Coast Marine

and Estuarine Organisms (USEPA, 1995). If possible, fertilization testswill be completed for the purple

sea urchin or sand dollar.

Dilution Series: The Permittee shall conduct testing on aseries of six dilutionsranging from zero
percent effluent (control) to 100 percent effluent, with a minimum of four replicates per
concentration. Based on available data, dilutions shall be selected that will bracket the IWC (see
glossary). Salinity adjustmentsshall beusedif appropriate. Concurrent testing asappropriatewith
referencetoxicants (see U.S. EPA Regions9 and 10 Guidance Manual for Whole Effluent Toxicity
Tests for reference toxicants) shall also be conducted (see Part 111.A.6.b below).

Reporting Units: Thechronictoxicity test resultsshall bereportedin TUc, where TUc = 100/ICy
(in percent effluent).

Sample Callection: Testing shall be conducted on grab samples of primary discharge effluent
collected at the NPDES sampling location. Each sample shall be large enough to provide enough
effluent to conduct toxicity tests, as well as chemical tests required in Paragraph 5 below.

Chemical Analyses: Chemical testing for the parametersfor which effluent limitations exist shall
be performed on a split of each sample collected for WET testing. To the extent that the timing of
sample collection coincides with that of the sampling required in Part |, chemical analysis of the
split samples will fulfill the requirements of Part | as applicable.

Quality Assurance (QA) Requirements:

a.  Reference toxicant tests shall be conducted using the same test conditions as the effluent
toxicity test (i.e., sametest duration).

b. If thetest organisms are not cultured in-house, concurrent testing with reference toxicants
shall be conducted.

C. If either the reference toxicant tests or the effluent tests do not meet all test acceptability
criteria as specified in the test methods manuals, then the Permittee must resample and
commence aretest within fourteen (14) days.
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d. Control and dilution water should be lab water, as described in the U.S. EPA Regions 9 and
10 Guidancefor Whole Effluent Toxicity Tests(Dentonand Narvaez, 1996). The Permittee
may request using uncontaminated receiving water as control and/or dilution water. If the
dilution water used is different from the culture water, a second control using culture water
shall also be used.

7.  Reporting Requirements:

a. Thefull toxicity testing report shall be submitted to the EPA (two copies) and ADEC (two
copies) within 45 days after completion of the test. At a minimum, the full report shall
consist of:

(1) Thetoxicity test results.

(2) Thedates of sample collection and initiation of each toxicity test.

(3) Theflow rate at the time of sample collection.

(4) Theresultsof the analysesfor chemical/physical parameters on split effluent samples
asrequired in Part 111.A.5 above.

(5) All raw dataand statistical analyses from the tests, including reference toxicant tests.

(6) Demongration of compliance with Quality Assurance Requirements (Part I111.A.6
above).

b.  WET test results shall be prepared in accordance with the Report Preparation chapter in the
relevant toxicity testing manual. |1f the Permittee uses the TOXIS database, the data shall
also be submitted on an eectronic diskette (3.5 inch).

8. Reopener: ThisPermit may be modified in accordance with the requirements set forth at 40 CFR

Parts 122 and 124, to include appropriate conditions or limits to address demonstrated effluent

toxicity based on newly available information.

B. Environmental Monitoring Requirements

1.  Objectives: The Permittee shall develop and implement an environmental monitoring program
which addresses the following objectives:

a.  Early detection/warning of any significant adverse effects due to the Northstar Devel opment
Project discharges.

b.  Ensure compliance with state water quality standards.

c.  Collect datathat will allow the EPA to determine statistically and ecologically significant
changes in water quality and the biota nearshore of the island.

d. Determine whether changes to the monitoring program are warranted.
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e.  Gather information for Permit renewal or future regulatory decisions (e.g., trends,
exceedances of benchmarks or criteria, etc.).

Monitoring Stations: Locationsand approximate depths of stationsfor environmental monitoring
sampling collection are identified in Figures 1 and 2 and Table 5. The latitude and longitude
coordinates are the intended sampling locations. The depth values reflect the reported ranges.

Recelving Water Monitoring: The receiving water monitoring shall address the question of
whether the Northstar Devel opment Project discharges are adversely impacting survival, growth,
or reproduction of marine species in the water column by performing the following monitoring.
Receiving water monitoring under this section shall be conducted in July or August beginning with
the first July or August following initial discharges from Outfall 001. A second and final
monitoring shall be performed two (2) years thereafter. Monitoring shall be conducted at the
following established stations (see Part 111.B.2 above for station locations): D3, D4, D5, D6, D7,
and D8. Monitoring shall aso be conducted at the most upcurrent of stations D1 or D2.

The following items shall be monitored in the receiving water using samples obtained from the
locations listed in Table 5:

Temperature(°C) Biochemical Oxygen Demand, 5day (mg/L)
Total Suspended Solids (mg/L) Fecal Coliform Bacteria (#/100 ml)

Total Residual Chlorine (Fg/L) pH (Standard Units)

Dissolved Oxygen (mg/L) Salinity (ppt)
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Table5 Location of Environmental Monitoring Stations

Station Depth Range Location Narrative
Number (meters)
Water Column
D1 4-6 Due east of island center; 100 m from island MLLW mark
D2 4-6 Due west of island center; 100 m from island MLLW mark
D3 4-5 5 m along 247° radial from 001 port
D4 4-7 5malong 177°radial from 001 port
D5 4-5 5 m along 107° radial from 001 port
D6 4-6 10 m along 247° radial from 001 port
D7 4-8 10 maong 177° radial from 001 port
D8 4-6 10 m along 107° radial from 001 port
Sediment
S1 bottom 100 m along 114° radial from 001 port
S2 bottom 100 m along 240° radial from 001 port

Note: All radials are relative to true north. MLLW is “mean lower low water”.

4.  Sediment Monitoring: The sediment monitoring program shall address the question of whether
the contaminants discharged by the Northstar Devel opment Facility bioaccumulate, concentrate,
or persist above natural levelsin sediments to significantly adverse levels.

Sediment monitoring for Sediment Chemistry (Subparagraph @) and Benthic Abundance and
Community Structure (Subparagraph b) shall be conducted: the first July or August following
initial discharge from Outfall 001 and during the last July or August of the effective period of this
permit. Sediment monitoring for sediment chemistry (Subparagraph a) shall also be conducted
prior to island reconstruction. Sediment monitoring shall be at the following established stations
(see Part 111.B.2 above for station locations): S1 and S2.

The description of the gross characteristics of the sediment shall also address the presence or
absence of ail, oil globules, tar balls, and visible sheen in the agueous or solid phase of the sediment
samples. These written descriptions shall be included in the monitoring report. Sediment samples
shall be archived for one year after submission of the annual monitoring report unlessthe EPA or
ADEC request that samples be held for alonger period.

a  Sediment Chemistry. The Permittee shal collect sediment samples at the stationsidentified
in Part 111.B.2. Concentrations of the following shall be determined from the collected
sediment samples:
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Ammonia Nicke

Cadmium Polynuclear Aromatic Hydrocarbons (PAH)
Manganese Sulfides
Mercury Vanadium

PAH and their alkylated homologues shall be analyzed using a gas chromatographic/mass
spectrometer (GC/MS) techniquein the selected ion monitoring (SIM) mode as described by
the Geochemical and Environmental Research Group (GERG) Laboratory, Texas A&M
University, College Station, Texas, in GERG SOP-8905. Alternative methods may be used
with prior approval by the EPA and ADEC. Sediment chemistry data shall be normalized
to dry weight, total organic carbon, and sediment grain size.

Results of sediment hydrocarbon analyses shall be compared to historic Prudhoe Bay and
other Beaufort Seavaluesand to EPA, NOAA, and State of Washington accepted published
PAH and TAH levelsinmarine sediments. Sediment quality guidelinesor benchmarkswhich
may be used for comparison include the EPA's draft Sediment Quality Criteria (USEPA,
1993b,c,d), State of Washington marine sediment quality standards - chemical criteria
(WDE, 1995), and NOAA's Effects Range-L ow and Effects Range-Medium Criteria (Long
and Morgan, 1990; Long, 1992). If the above guidelines are revised or new guidelines are
published, the most recent guidelines should be used for comparison.

b.  Benthic Abundance and Community Structure. Sampling methods and analyses conducted
shall be those used by Woodward-Clyde Consultants (WCC) in the 1995 Northstar Unit
Sampling Program (WCC, 1996), or the equivalent, as determined by the EPA in
consultation with ADEC prior to sampling. The sampling stations are those identified in
Table 5.

5. Annual Data Report:

a.  Beginningwithor followingthefirst calendar quarter after theinitial dischargesfrom Outfall
001, the Permittee shall submit an annual data report to the EPA (two copies), the National
Marine Fisheries Services (Juneau, Alaska office) (two copies), and ADEC (two copies) by
February 15. This report will be required for the life of this Permit, both during years of
environmental monitoring activities (per Part 111.A and Part 111.B.1-4) and during years
without said activities. Effluent monitoring data (Parts 1.A.2, 1.B.2, and 1.C.2) will be
addressed annually. Reporting related to sediment monitoring required prior to island
reconstruction (Part 111.B.4) shall be included in the first annual data report. The report
shall:

(1) Describe sampling and analytical methodologies used and quality assurance/quality
control procedures.
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(2) Discuss how the monitoring addresses the environmental monitoring program
objectives(seePart 111.B.1) by using appropriatedescriptive, analytical, and statistical
methods to test for and describe impacts of the effluent on the receiving water,
sediment, and benthic community.

(3) Provide an interpretative summary of the results of Parts 111.B.3 and 111.B.4 of the
Permit which address the magnitude and environmental significance of observed
changes in parameters over time and, for water quality, distance from Outfall 001.

(4) Demongrate compliance with Quality Assurance Requirements.

(5) The Permittee shall use the effluent chemistry data collected under Part 1.A.2 of this
Permit to quantitatively assess whether applicable water quality standards are being
met at the edge of the mixing zonefor Outfall 001. Thisassessment may be performed
using computed dilutions expected to occur at thismixing zone boundary. Intheyears
that WET testsare performed, the Permittee shall also use WET testing data collected
under Part I1I.A of this Permit to quantitatively assess whether applicable water
quality standards are being met at the edge of the mixing zone for Outfall 001.

b. At the written request of ADEC, the Permittee shall discuss specific ADEC or public
comments on the annual data reports in writing.

6. Digtal Data Coding and Submission Requirements:. The Permittee shall submit the
environmental monitoring data to the EPA in electronic format using a commercialy available
software package by February 15 of the year following each sampling period.

7. Continuation of Monitoring: Theenvironmental monitoring program shall be continued until the
Permit is reissued or adjusted per Part 111.B.8 (Adjusted Monitoring) below.

8.  Adjusted Monitoring: Based ontheresultsof the Annual Data Report required under Part 111.B.5
of this Permit, the Permittee may be required to adjust sampling frequency, modify sampling
locations, and/or adjust the sampling design. The EPA shall not reduce the requirements without
theconcurrence of ADEC. Increasesin the sampling frequency, the number of monitoring stations,
and additional monitoring requirements shall be made as part of a Permit modification in
accordance with 40 CFR 122 and 124.

C. Quality Assurance Requirements

1.  Implementation: The Permittee, or the Permittee’'s designated water quality anayss
laboratory(ies) and/or designated sampling contractor, shall follow the procedures given in the
Quality Assurance Plan, Water and Wastewater Sampling and Anaysis (QA Plan) or in
accordance with subsequent amendments. The Permittee shall amend this Plan to incorporate
practices to achieve the objectives and specific requirements listed below (see Part 11.C.8 below).

NPDES PERMIT PermIT NO. AK-0052779
17298-026-220/PERMIT5.DOC 19 APRIL 1999



A copy of the QA Plan shall be submitted to the EPA for approval, in consultation with ADEC,
no later than 60 daysfrom the effective date of thisNPDES Permit. The EPA, in consultation with
ADEC, shall havetheright to disapprovethe QA Plan. If neither Agency/Department disapproves
of the QA Plan within 60 days of receipt by the EPA, it shall be deemed approved. The QA Plan
shall beimplemented: 1) no later than 150 days from the effective date of thisNPDES Permit; and
2) prior to the commencement of sample collection and analysis (including effluent monitoring
requirements set forth in Part I).

Objectives: The objectives of the QA Plan shall be to assist in planning for the collection and
analysis of samplesin support of the effluent monitoring requirementsin Part | of this Permit and
in explaining data anomalies when they occur.

Monitoring Equipment: All monitoring equipment shall be maintained in good working order and
routinely calibrated. Calibration records shall be kept on al laboratory and effluent monitoring
equipment, including but not limited to effluent flow meters, temperature meters, and weighing
balances.

QA Plan Requirements: Throughout all sample collection and analysis activities, the Permittee,
or the Permittee’s designate, shall use the EPA’s Interim Guidelines and Specifications For
Preparing Quality Assurance Project Plans (USEPA, 1980), EPA Reguirements for Quality
Assurance Project Plans for Environmental Data Operations (USEPA, 1994), or any subsequent
revisionsto the guidance documentation. The Permittee’'s QA Plan shall be prepared in the format
whichisspecifiedin listed references. Thefollowing reference may be helpful in preparing the QA
Plan for this Permit, Y ou and Quality Assurance in Region 10 (USEPA, 1988).

At aminimum, the QA Plan shall include the following information:

a.  Name(s), address(es) and telephone number(s) of the laboratories used by or proposed to be
used by the Permittee.

b.  Samplecollectiontechniquesand quality samples(fieldblanks, replicates, duplicates, control
samples, types of containers, holding times, etc).

c.  Sample preservation methods.
d.  Sample shipping regquirements.

e Instrument calibration proceduresand preventative maintenance (frequency, standard, spare
parts) to be used by the Permittee’ s |aboratory.

f. Analytical methods (including quality control checks, quantification/detection levels,
precision and accuracy requirements) to be used by the Permittee’ s laboratory.
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g. Qualification and training of personnel to conduct sampling and analysis.
5.  DischargeMonitoring Report (DM R) Certification: The Permittee shall requiretheresponsible
laboratory manager of each |aboratory providing measurement resultsin support of this Permit to

sign and submit to the Permittee following the statement of the analytica results:

| certify that this dataisin compliance with requirements under 40 CFR 136 and other analytical
requirements specified in NPDES Permit No. AK-0052779.

Signature: Date:

Title:

6. Verification: Annualy, no later than February 15, the Permittee shall verify to the EPA and
ADEC that all laboratories used in the previous year for the purpose of measuring Permit samples
have facilities, equipment, staff, quality assurance programs, and quality control procedures
necessary to perform sample measurements in support of this Permit.

7.  Documentation: The Permittee shall maintain acopy of themost current QA Plan at the Northstar
Development Facility and provide the QA Plan to all laboratorieswhich conduct analysis pursuant
to requirements of this NPDES Permit.

8. QA Plan Modification: The Permittee shall amend the QA Plan when conditions or requirements
of the quality assurance practices related to the NPDES Permit change. Any such changesto the
QA Plan shall be reported in writing to the EPA and ADEC and shall be consistent with the
objectives and specific requirements listed in the Permit. The EPA, in consultation with ADEC,
shall have the right to disapprove of changesto QA Plan within 60 days of receipt by the EPA,
after which time such changes shall be deemed approved.

D. Representative Sampling (Routine and Non-Routine Dischar ges)

The Permittee shall collect al effluent samples from the effluent stream prior to discharge into the recelving
waters. Samplesand measurements shall berepresentative of the volumeand nature of the monitored discharge.

In order to ensurethat the effluent limits set forth in this Permit are not viol ated at times other than when routine
samples are taken, the Permittee shall collect additional samples at the appropriate outfall(s) whenever any
discharge occurs that may reasonably be expected to cause or contribute to a violation that is unlikely to be
detected by aroutine sample. The Permittee shall analyze the additional samplesfor those parameterslistedin
Part | of this Permit that are likely to be affected by the discharge.

The Permittee shall collect such additional samples as soon as possible after the discharge. The samples shall
be analyzed in accordance with Part 111.F below. In the event of an anticipated bypass as defined in Part V1 of
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this Permit, the Permittee shall collect and analyze additional samples as soon as the bypassed effluent reaches
the Outfall. The Permittee shall report al additional monitoring in accordance with Part 111.G below.

E. Reporting of Monitoring Results

The Permittee shall summarize monitoring results each month on the Discharge Monitoring Report (DMR)
Form (EPA No. 3320-1). The Permittee shall submit reports monthly, postmarked by the 15th day of the
following month. The Permittee shall sign and certify all DMRs, and all other reports, in accordance with the
requirements of Part V.E of this Permit (Signatory Requirements). The Permittee shall submit the originals of
these documents to the Director, Office of Water, with copiesto ADEC, at the following addresses:

Origina to: United States Environmental Protection Agency
Region 10
1200 Sixth Avenue, OW-133
Seattle, Washington 98101

Copy to:  Alaska Department of Environmental Conservation
Attn: Watershed Management
610 University Avenue
Fairbanks, Alaska 99709

F.  Monitoring Procedures

Monitoring must be conducted according to test procedures approved under 40 CFR 136, unless other test
procedures have been specified in this Permit or are approved in advance by the EPA.

G. Additional Monitoring by Permittee

If the Permittee monitors any pollutant more frequently than required by this Permit, using test procedures
approved under 40 CFR 136 or as specified in this Permit, the Permittee shall include the results of this
monitoring in the calculation and reporting of the data submitted in the DMR. The Permittee shall indicate on

the DM R whenever it has performed additional monitoring, and shal explain why it performed such monitoring.

Upon request by the Director, the Permittee shall submit results of any other sampling, regardless of the test
method used.

H. Records Contents

All effluent monitoring records shall bear the hand-written signature of the person who prepared them. In
addition, al records of monitoring information shall include:

1. Thedate, exact place, and time of sampling or measurements.
2. Thenames of the individual(s) who performed the sampling or measurements.
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The date(s) analyses were performed.

The names of the individual (s) who performed the analyses.
The analytical techniques or methods used.

The results of such analyses.

l. Retention of Records

The Permittee shall retain recordsof al monitoring information, including, but not limited to, al calibrationand
maintenance records and all original strip chart recordings for continuous monitoring instrumentation, copies
of all reports required by this Permit, copies of DMRs, a copy of this NPDES Permit, and records of all data
used to complete the application for this Permit, for a period of at least five (5) years from the date of any
sample, measurement, report or application, or for theterm of this Permit, whichever islonger. Thisperiod may
be extended by request of the Director or ADEC at any time.

J.  Twenty-four Hour Notice of Noncompliance Reporting

1.  The Permittee shall report the following occurrences of noncompliance by telephone, (206) 553-
1213, within 24 hours from the time the Permittee becomes aware of the circumstances;

a

Any noncompliance that may endanger health or the environment;

Any unanticipated bypass that results in or contributes to an exceedance of any effluent
limitation in the Permit (See Part 1V.G, Bypass of Treatment Facilities);

Any upset that results in or contributes to an exceedance of any effluent limitation in the
Permit (See Part 1VV.H, Upset Conditions); or

Any violation of amaximum daily dischargelimitation for any of the pollutantslisted in this
Permit.

2. The Permittee shall also provide a written submission within five (5) days of the time that the
Permittee becomesaware of any event required to bereported under Part 111.J.1 above. Thewritten
submission shall contain:

® oo oo

A description of the noncompliance and its cause.

The period of noncompliance, including exact dates and times.

The estimated time noncompliance is expected to continue if it has not been corrected.
Stepstaken or planned to reduce, eliminate, and prevent reoccurrence of the noncompliance.
The results of any required monitoring data.

3. TheDirector may, at hisor her sole discretion, waive the written report on a case-by-case basis if
the oral report has been received within 24 hours by the Water Compliance Section in Sedttle,
Washington, by telephone, (206) 553-1213.
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4. Written reports shall be submitted to the addresses listed in Part 111.E (Reporting of Monitoring
Results).

K. Other Noncompliance Reporting

The Permittee shall report all instances of noncompliance, not required to be reported within 24 hours, at the
time that monitoring reports for Part 111.E (Reporting of Monitoring Results) are submitted. The reports shall
contain the information listed in Part [11.J.2 (Twenty-four Hour Notice of Noncompliance Reporting).

L. Reporting Requirementsfor Construction/Maintenance Activities

The Permittee shall notify the EPA and ADEC, inwriting, of all expected dates and times of projectsdisturbing
theseabed at |east 15 days prior to project startup (e.g., construction dewatering Outfall 005). Thisnotification
may be done for the entire project prior to initia startup.

The Permittee shal record: 1) the construction/maintenance activity performed, 2) the days during which these
were conducted, and 3) the type and amount of material used. Thisinformation shall be made availableto the
EPA or ADEC upon request.

V. COMPLIANCE RESPONSIBILITIES
A. Duty to Comply

The Permitteeshall comply with all conditions of this Permit. Any Permit noncompliance constitutesaviolation
of the Clean Water Act (the Act) and isgrounds for enforcement action, for Permit termination, revocation and
reissuance, or modification, or for denia of a Permit renewal application. The Permittee shall give reasonable
advance notice to the Director and ADEC of any planned changesin the Permitted facility or activity that may
result in noncompliance with Permit requirements.
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B. Penaltiesfor Violations of Permit Conditions

1.  Civil and Adminigtrative Penalties. Any person who violates a permit condition implementing
Sections 301, 302, 306, 307, 308, 318, or 405 of the Act shall be subject to a civil or
administrative penalty, not to exceed the maximum amounts authorized by Sections 309(d) and
309(g) of the Act and the Federal Civil PenaltiesInflation Adjustment Act (28 U.S.C. § 2461 note)
as amended by the Debt Collection Improvement Act (31 U.S.C. ' 3701 note).

2. Criminal Penalties

a.  Negligent Violations. Any personwho negligently violates apermit condition implementing
Sections 301, 302, 306, 307, 308, 318, or 405 of the Act shall, upon conviction, be punished
by afine and/or imprisonment as specified in Section 309(c)(1) of the Act.

b.  Knowing Violations. Any person who knowingly violates a permit condition implementing
Sections 301, 302, 306, 307, 308, 318, or 405 of the Act shall, upon conviction, be punished
by afine and/or imprisonment as specified in Section 309(c)(2) of the Act.

C. Knowing Endangerment. Any person who knowingly violates a permit condition
implementing Sections 301, 302, 303, 306, 307, 308, 318, or 405 of the Act, and who knows
at that time that he thereby places another person in imminent danger of death or serious
bodily injury, shall, upon conviction, be subjected to afine and/or imprisonment as specified
in Section 309(c)(3) of the Act.

d. Fase Statements. Any person who knowingly makes any fase materia statement,
representation, or certification in any application, record, report, plan, or other document
filed or required to be maintained under this Act or who knowingly falsifies, tampers with,
or renders inaccurate any monitoring device or method required to be maintained under this
Act, snall, upon conviction, be punished by a fine and/or imprisonment as specified in
Section 309(c)(4) of the Act.

Except as provided in Permit conditionsin Part 1V.G, (Bypass of Treatment Facilities) and Part 1VV.H, (Upset
Conditions), nothing in this Permit shall be construed to relieve the Permittee of the civil or crimina penalties
for noncompliance.

C. Need toHalt or Reduce Activity not a Defense

It shall not be a defense for the Permittee in an enforcement action that it would have been necessary to halt or
reduce the Permitted activity in order to maintain compliance with this Permit.
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D. DutytoMitigate

The Permittee shall take all reasonable steps to minimize or prevent any discharge in violation of this Permit
that has a reasonable likelihood of adversely affecting human health or the environment.

E. Proper Operation and Maintenance

The Permittee shall at all times properly operate and maintain all facilities and systems of treatment and control
(and related appurtenances) that areinstalled or used by the Permittee to achieve compliance with the conditions
of this Permit. Proper operation and maintenance a so includes adequate |aboratory controls and appropriate
quality assurance procedures. This provision requiresthe operation of back-up or auxiliary facilitiesor similar
systems only when the operation is necessary to achieve compliance with the conditions of the Permit.

F.  Removed Substances

Solids, dudges, or other pollutants removed in the course of treatment or control of water and wastewater shall
be disposed of in a manner such as to prevent any pollutant from such materials from entering waters of the
United States, except as specifically authorized in Part I.

G. Bypassof Treatment Facilities

1. BypassNot Exceeding Limitations. The Permittee may allow any bypassto occur that does not
cause effluent limitations to be exceeded, but only if it also isfor essential maintenance to assure
efficient operation. These bypasses are not subject to the provisions of Paragraphs 2 and 3 of this
Subpart.

2. Notice:

a.  Anticipated bypass - If the Permittee knows in advance of the need for a bypass, it shall
submit prior notice to the EPA, if possible at least 10 days before the date of the bypass.

b.  Unanticipated bypass - The Permittee shall submit notice of an unanticipated bypass as
required under Part I11.J (Twenty-four Hour Natice of Noncompliance Reporting).

3. Prohibition of Bypass:

a.  Bypassis prohibited, and the Director or ADEC may take enforcement action against the
Permittee for a bypass, unless:

(1) Thebypasswasunavoidableto prevent lossof life, personal injury, or severe property
damage.
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(2) There were no feasible aternatives to the bypass, such as the use of auxiliary
treatment facilities, retention of untreated wastes, or maintenance during normal
periods of equipment downtime. This condition is not satisfied if adequate back-up
equipment should have been ingtalled in the exercise of reasonable engineering
judgment to prevent a bypass that occurred during normal periods of equipment
downtime or preventive maintenance.

(3) The Permittee submitted notices as required under Paragraph 2 of this Subpart.

b.  The Director and ADEC may approve an anticipated bypass, after considering its adverse
effects, if the Director and ADEC determinethat it will meet thethree conditionslisted above
in Paragraph 3.a of this Subpart.

H. Upset Conditions

1. Effect of an Upset: An upset congtitutes an affirmative defense to an action brought for
noncompliance with such technology-based Permit effluent limitations if the Permittee meets the
requirements of Part 1V.H.2. No determination made during administrative review of claims that
noncompliance was caused by upset, and before an action for noncompliance, is final
administrative action subject to judicia review.

2. Conditions Necessary for a Demonstration of Upset: To establish the affirmative defense of
upset, the Permittee shall demonstrate, through properly signed, contemporaneous operating logs,
or other relevant evidence that:

a  Anupset occurred and that the Permittee can identify the cause(s) of the upset.

b.  The Permitted facility was at the time being properly operated.

c.  ThePermittee submitted notice of the upset asrequired under Part 111.J, (Twenty-four Hour
Notice of Noncompliance Reporting).

d.  The Permittee complied with any remedial measures required under Part IV.D, (Duty to
Mitigate)

3. Burdenof Proof: Inany enforcement proceeding, the Permittee seeking to establish the occurrence
of an upset has the burden of proof.
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l. Toxic Pollutants

The Permittee shall comply with effluent standards or prohibitions established under Section 307(a) of the Act
for toxic pollutants within the time provided in the regulations that establish those standards or prohibitions,
even if the Permit has not yet been modified to incorporate the requirement.

J.  Planned Changes

The Permittee shall give notice to the Director and ADEC as soon as possible of any planned physical
alterations or additions to the Permitted facility whenever:

1.  The dteration or addition to a Permitted facility may meet one of the criteria for determining
whether afacility isanew source as determined in 40 CFR 122.29(b); or

2. The dteration or addition could significantly change the nature or increase the quantity of
pollutants discharged. This notification applies to pollutants that are subject neither to effluent
limitations in the Permit, nor to notification requirements under Part IV.K (Changesin Discharge
of Toxic Substances).

The Permittee shall give noticeto the Director and ADEC as soon as possi ble of any planned changesin process
or chemical use whenever such change could significantly change the nature or increase the quantity of
pollutants discharged.

K. Changesin Discharge of Toxic Substances

The Permittee shall notify the Director and ADEC as soon as it knows, or has reason to believe:

1.  That any activity has occurred or will occur that would result in the discharge, on a routine or
frequent basis, of any toxic pollutant that is not limited in the Permit, if that discharge may
reasonably be expected to exceed the highest of the following "notification levels':

a  Onehundred micrograms per liter (100 Fg/L);
b.  Two hundred micrograms per liter (200 Fg/L) for acrolein and acrylonitrile; five hundred
micrograms per liter (500 Fg/L) for 2,4-dinitrophenol and for 2-methyl-4, 6-dinitrophenal;

and one milligram per liter (1 mg/L) for antimony;

C. Five (5) times the maximum concentration value reported for that pollutant in the Permit
application in accordance with 40 CFR 122.21(g)(7); or

d. Theleve established by the Director in accordance with 40 CFR 122.44(f).
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2. That any activity has occurred or will occur that would result in any discharge, on a non-routine
or infrequent basis, of any toxic pollutant that is not limited in the Permit, if that discharge may
reasonably be expected to exceed the highest of the following "notification levels':

a.  Fivehundred micrograms per liter (500 Fg/L);

b.  Onemilligram per liter (1 mg/L) for antimony;

c.  Ten (10) times the maximum concentration value reported for that pollutant in the Permit
application in accordance with 40 CFR 122.21(g)(7); or

d. Theleve established by the Director in accordance with 40 CFR 122.44(f).
L. Anticipated Noncompliance

The Permittee shall also give advance noticeto the Director and ADEC of any planned changesin the Permitted
facility or activity that may result in noncompliance with this Permit.

V. GENERAL PROVISIONS
A. Permit Actions

This Permit may be modified, revoked and reissued, or terminated for cause. The filing of a request by the
Permittee for a Permit modification, revocation and reissuance, or termination, or a notification of planned
changes or anticipated noncompliance, does not stay any Permit condition.

B. Duty to Reapply

If the Permittee intends to continue an activity regulated by this Permit after the expiration date of this Permit,
the Permittee must apply for and obtain a new Permit. The application shall be submitted at least 180 days
before the expiration date of this Permit.

C. Duty to Provide Information

The Permittee shall furnish to the Director and ADEC, within the time specified in the request, any information
that the Director or ADEC may request to determine if cause exists for modifying, revoking and reissuing, or
terminating this Permit, or to determine compliance with this Permit. The Permittee shall also furnish to the
Director or ADEC, upon request, copies of records required to be kept by this Permit.
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D. Other Information

When the Permittee becomes aware that it failed to submit any relevant factsin a Permit application, or that it
submitted incorrect information in aPermit application or any report to the Director or ADEC, it shall promptly
submit the omitted facts or corrected information.

E. Signatory Requirements

All applications, reports or information submitted to the Director and ADEC shall be signed and certified.

All Permit Applications Shall Be Signed as Follows:

a.  For a corporation: by a responsible corporate officer or by a manager meeting the
requirements of 40 CFR 122.22(a)(2)(ii).

b.  Forapartnership or soleproprietorship: by agenera partner or the proprietor, respectively.

C. For a municipality, state, federal, or other public agency: by either a principal executive
officer or ranking elected official.

All reports required by the Permit and other information requested by the Director or ADEC shall
be signed by a person described above or by a duly authorized representative of that person. A
person is aduly authorized representative only if:

a.  The authorization is made in writing by a person described above and submitted to the
Director and ADEC.

b.  The authorization specifies either an individua or a position having responsibility for the
overall operation of the regulated facility or activity, such as the position of plant manager,
operator of awell or awell field, superintendent, position of equivalent responsibility, or an
individual or position having overall responsibility for environmental matters for the
company.

Changesto Authorization: If an authorization under Part VV.E.2 is no longer accurate because
adifferent individua or position has responsibility for the overall operation of the facility, a new
authorization satisfying the requirements of Part V.E.2 must be submitted to the Regiona
Administrator and ADEC prior to or together with any reports, information, or applicationsto be
signed by an authorized representative.

Certification: Any person signing a document under this Part shall make the following
certification:

PerMIT NO. AK-0052779 NPDES PERMIT

APRIL 1999

30 17298-026-220/PERMIT5.DOC



"I certify under penalty of law that thisdocument and all attachmentswere prepared
under my direction or supervision in accordance with a system designed to assure
that qualified personnel properly gather and evaluate the information submitted.
Based on my inquiry of the person or persons who manage the system, or those
personsdirectly responsiblefor gathering theinfor mation, theinfor mation submitted
is, to the best of my knowledge and belief, true, accurate, and complete. | amaware
that there are significant penalties for submitting false information, including the
possibility of fine and imprisonment for knowing violations."

F. Availability of Reports

Except for data determined to be confidential under 40 CFR Part 2, all reports prepared in accordance with this
Permit shall be available for public inspection at the offices of the state water pollution control agency and the
Director and ADEC. As required by the Act, Permit applications, Permits, and effluent data shall not be
considered confidential.

G. Ingpection and Entry

The Permittee shall alow the Director, ADEC, or an authorized representative (including an authorized
contractor acting as a representative of the Administrator), upon the presentation of credentials and other
documents as may be required by law, to:

1.  Enter upon the Permittee's premises where aregulated facility or activity islocated or conducted,
or where records must be kept under the conditions of this Permit.

2. Haveaccessto and copy, at reasonable times, any records that must be kept under the conditions
of this Permit.

3. Inspect at reasonabletimesany facilities, equipment (including monitoring and control equipment),
practices, or operations regulated or required under this Permit.

4.  Sample or monitor at reasonable times, for the purpose of assuring Permit compliance or as
otherwise authorized by the Clean Water Act, any substances or parameters at any relevant
locations.

H. Oil and Hazardous Substance Liability
Nothing in this Permit shall be construed to preclude the institution of any legal action or relieve the Permittee

from any responsibilities, liabilities, or penaltiesto which the Permittee is or may be subject under Section 311
of the Clean Water Act.
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I Property Rights

Theissuance of this Permit doesnot convey any property rightsof any sort, or any exclusive privileges, nor does
it authorize any injury to private property or any invasion of personal rights, nor any infringement of federal,
state, or local laws or regulations.

J.  Severability

The provisions of this Permit are severable. If any provision of thisPermit, or the application of any provision
of thisPermit to any circumstance, isheld invalid, the application of such provisionto other circumstances, and
the remainder of this Permit, shall not be affected thereby.

K. Transfers

This Permit may be automatically transferred to a new Permittee if:

1.  Thecurrent Permittee notifiesthe Director at |east 30 daysin advance of the proposed transfer date.

2. The notice includes a written agreement between the existing and new Permittees containing a
specific date for transfer of Permit responsibility, coverage, and liability between them.

3.  The Director does not notify the existing Permittee and the proposed new Permittee of his or her
intent to modify, or revoke and reissue the Permit.

If the notice described in Paragraph 3 above is not received, the transfer is effective on the date specified in the
agreement mentioned in Paragraph 2 above.

L. Stateand Local Laws

Nothing in this Permit shall be construed to preclude the institution of any legal action or relieve the Permittee

from any responsibilities, liabilities, or penalties established pursuant to any applicable state or local law or

regulation under authority preserved by Section 510 of the Clean Water Act.

M. Reopener Clause

1.  ThisPermit may bemodified, or aternatively, revoked and reissued, to comply with any applicable

effluent standard or limitation issued or approved under Sections 301(b)(2)(C) and (D), 304(b)(2),
and 307(a)(2) of the Clean Water Act, as amended, if the effluent standard, limitation, or
requirement so issued or approved:

a.  Contains conditions more stringent than any effluent limitation in the Permit; or

b.  Controlsany pollutant not limited in the Permit.
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The Permit as modified or reissued under this paragraph shall aso contain any other requirements
of the Clean Water Act then applicable.

2. This Permit may be modified, or aternatively, revoked and reissued in accordance with 40 CFR
122 and 124, to address the application of different Permit conditions, if new information, such as
future water quality studies or waste load allocation determinations, or new regulations, such as
changes in water quality standards, show the need for different conditions.

3.  Atthewrittenrequest of ADEC, thisPermit may be modified, or aternatively revoked and rei ssued
to address the application of different Permit conditionsif new information, such as future water
quality studies and waste load allocation determinations, or new regulations, such as changesin

water quality standards, show the need for different conditions. A modification of the Permit shall
be conducted in accordance with the requirements of 18 AAC 15.120 through 18 AAC 15.170.

VI. ACRONYMS, ABBREVIATIONS, AND SYMBOLS
The following terms, when used in this Permit, have the meanings given below:

AAC means Alaska Administrative Code.
The Act refers to the Clean Water Act.

ADEC means the Alaska Department of Environmental Conservation.
Administrator means the Administrator of the EPA, or an authorized representative.
avg. means average.

BMP means best management practices.

BOD means biochemical oxygen demand.

BPXA refers to BP Exploration (Alaska) Inc.

Bypass meanstheintentional diversion of waste streamsfrom any portion of atreatment facility, as specifically
defined at 40 CFR 122.41(m).

CFR means Code of Federal Regulations.

Daily discharge means the discharge measured during a calendar day or any 24-hour period that reasonably
representsthe calendar day for purposes of sampling. For pollutantswith limitations expressed in units of mass
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or volume, the daily discharge is calculated as the average measurement over the sampling day. When grab
samplesareused, thedaily discharge determination of concentration shall be collected during that sampling day.

Daily Maximum - see Maximum Daily.

Degrees C (°C) means degrees Celsius.

Director means the Director of the Office of Water, U.S. EPA Region 10, or an authorized representative.
DMR means Discharge Monitoring Report.

DO means dissolved oxygen.

Domestic Wastes include wastes from showers, sinks, galleys, and laundries.
E means eadt.

elev means elevation.

EPA means U.S. Environmental Protection Agency.

FC means fecal coliform.

FC#/100 ml means fecal coliform count per 100 milliliters.

‘ means feet/foot.

ft means feet/foot.

Fire suppression system test water means the water released during the training of personnel in fire protection
and the testing and maintenance of fire protection equipment.

GC/MS means gas chromatograph/mass spectrometer

GERG means Geochemical and Environmental Research Group Laboratory, Texas A& M University, College
Station, Texas.

gpd means gallons per day.
gpm means gallons per minute.

Grab Sample means a single sample or measurement taken at a specific time or over as short a period of time
asisfeasble.
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I C,s means the point estimate of the toxicant concentration that would cause a 25% reduction in anon-quantal
biological measurement (e.g., reproduction or growth) calculated from a continuous model (i.e., USEPA
Interpolation Method).

" means seconds.

“Interim minimum level” is caculated when a method-specified minimum level does not exist. It isequal to
3.18 times the method-specified method detection limit rounded to the nearest multiple of 1,2,5,10,20,50, etc.

IWC means Instream Waste Concentration. 1WC isthe concentration of atoxicant in the receiving water after
mixing. The IWC isinverse of the dilution factor.

m means meter.
max. means maximum.

Maximum means the highest measured discharge or pollutant concentration in a waste stream during the time
period specified.

Maximum daily means the highest measured daily discharge during the monitoring month.
mgd means million gallons per day.

Mg/L means micrograms per liter.

mg/L means milligrams per liter.

min. means minimum.

Minimum daily means the lowest measured daily discharge during the monitoring month.

Minimum level is the concentration at which the entire anaytical system must give arecognizable signal and
acceptable calibration point.

ml means milliliter.

MLLW means mean lower low water.

Monitoring month shall mean the period consi sting of the calendar weekswhich end in agiven calendar month.
Monthly average means the average of daily discharges over amonitoring month, calculated as the sum of all

daily discharges measured during a monitoring month divided by the number of daily discharges measured
during that month. AsaPermit limitation monthly average means the highest allowable value thus cal culated.
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N means north.

NA means not applicable.

NOAA means Nationa Oceanic and Atmospheric Administration.

No discharge of free oil means that waste streams that would cause a film or sheen upon or adiscoloration of
the surface of the recelving water or cause asludge or emulsion to be deposited beneath the surface of the water
or upon adjoining shorelines may not be discharged.

NPDES means Nationa Pollutant Discharge Elimination System.

P2 Plan means pollution prevention plan.
PAH means polynuclear aromatic hydrocarbon.

pH means protenz (power) of hydrogen.

QA Plan means Quality Assurance Plan.

RCRA means Resource Conservation and Recovery Act.

Regional Administrator means the EPA Region 10 Regional Administrator, or an authorized representative.

Smeans south.

Sanitary wastes means human body waste discharged from toilets and urinals.

Severeproperty damageisspecifically definedin 40 CFR 122.41(m)(ii) and meanssubstantial physical damage
to property, damage to the treatment facilities which causes them to become inoperable, or substantial and
permanent loss of natural resources which can reasonably be expected to occur in the absence of a bypass.
Severe property damage does not mean economic loss caused by delays in production.

SM means selected ion monitoring (mode).

TAH means total aromatic hydrocarbons.

TRC meanstotal residual chlorine.

TSERF isa Toxicity Standardized Electronic Reporting Form.

TSSmeans total suspended solids.
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TU meanstoxic unit asin TUc (chronic toxic unit). TUc isameasure of chronic toxicity; the number of TUc
is calculated as 100/1C,s, where the IC,; is measured in Permit effluent.

Upset is specificaly defined at 40 CFR 122.41(n) and means an exceptiona incident in which there is
temporary noncompliance with technology-based Permit effluent limitations because of factors beyond the
reasonable control of the Permittee. An upset does not include noncompliance to the extent caused by
operationa error, improperly designed treatment facilities, inadequate treatment facilities, lack of preventive
maintenance, or careless or improper operation.

U.S means United States.

W means west.

Waste stream means any non-deminimis stream of pollutants within the Permittee's facility that enters any
Permitted Outfall or navigablewaters. Thisincludesspillsand other unintentional, non-routineor unanticipated

discharges.

Water depth means the depth of the water between the surface and the seafloor as measured from mean lower
low water (0.0).

WCC refers to Woodward-Clyde Consultants.
WET means whole effluent toxicity.
3/week means three times per week.
24-hour composite sample shall mean a flow-proportioned mixture of not less than 8 evenly spaced discrete
aliquots. Each aliquot shall be a grab sample which is as large as possible, but not less than 60 ml. Each

aliquot shall be collected and stored in accordance with procedures prescribed in the most recent edition of
Standard Methods for the Examination of Water and Wastewater.
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Appendix A

BP Exploration (Alaska) Inc.
Northstar Development Project

NPDES Outfall 005
Construction Dewatering

Best Management Practices and
and
Pollution Prevention Plan
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October 1998
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General procedures for BMP incideat rcportidg are:
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Recordkeeping

BMP
INCIDENT

ON-SITE

SUPERVISOR

ON-SITE

ENVIRONMENTAL

COMPLIANCE
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BMP-relatcd records will be maintained as follows:

TYPE OF RECORD LOCATION/RESPONSIBLE PARTY
BMP Plan « BPXA Northstar Project Manager
« BPXA ENS HSE Assurance Manager
e AIC Project Manager
o BPXA Health, Safety, & Environment
NPDES Permuit « BPXA ENS HSE Assurance Manager
* AIC Project Manager

BPXA Health, Safety, & Environment

NPDES Discharge Monitoring
Reports

AIC Project Manager :
BPXA Health, Safety, & Environment

BMP Incident Reports

On-site Environmental Compliance
BPXA Health, Safety, & Environment

Daily Job Reports

Inspection Reports

Site Foreman/AlIC Pr_()igﬁ( Mgn_agcr

Routine Bavironmental

On-site Environmental Compliance
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POLLUTION PREVENTION
3.0 MEASURES AND CONTROLS
3.1  Practices to Reduce Discharge Volume

The use of ditch plugs during excavation and installation of the SWIS and the feedlines for
Qutfall 001 will significantly reduce scawater seepage and the subsequent need for trench
dewatering. The ditch plugs can be used to isolate a wetter area, possibly located closer to the
dockface, from drier areas located towards the middle of the island.

The introduction of stormwater or sea spray runoff (expected to be nil during the expected time
of construction) into either excavation can be minimized by the use of a smali-berm or dike
around the perimeter of the open excavation. The dike can be periodically inspected to ensure

integrity.
3.2 Timing

Since construction of the SWIS and the outfall feedlines will not occur simultaneously, discharge
of construction dewatering fluids will occur from only one excavation at a time. Therefore, the
total volume of discharge is not expected to exceed 2,000,000 GPD (maximum of 1,000,000
GPD from each of two pumi)s).

33 Equipment

The pumps intended for dewatering purposes will be powered by diesel fuel. The equipment will
be placed in large drip pans to eliminate leaking of fuel, hydraulic fluids, and other liquids from
the pumps into the excavation and subsequent dewatering strcam. Water in the excavation prior
to discharge and the discharge arca will be periodically monitored to ensure no visible pollutants
or oily sheen (see Section 3.8). Hoses with sufficient length to reach waters adjacent to the island

will be used to drain the water.

34  Sediment luput Control

The pump suction hose will be placed in the excavation o minimize the amount of sedunent
cntrained in the dewatering, discharge. At a minimum, the hoses will be kept off of the bottom of
the excavation and away from the excavanon sidewalls with the use of floats. The pump tatakes
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. will also be covered with a coarse screen to further climinate coarser sediment materials from
fouling the pumps or being discharged through the lines.

3.5 Good Housekeeping

Geaeral housckeeping guidelines are provided in the BPXA/ARCO Alaska Safety Handbook and

the BPXA/ARCO Alaska North Slope Environmental Field Handbook, and are reinforced by

training, regular meetings, and routine inspections. No chemicals, fuels, or lubricants will be
stored in or around the excavation site. Any equipment that could potentially come into contact
with the effluent will be kept clean and free of contaminants. Equipment will be removed from
the excavation prior to all significant servicing needs. .

Other good housekeeping practices include:

* Surface liners and/or catch pans during all fueling and fluid transfers

» Surface liners under parked vehicles and other engines, pumps etc. that potentially
drip engine oil, antifreeze, or hydraulic fluid. :

¢ Liners or secondary containment under fuel tanks

e Accurate labeling of all drums and containers

e Inventory control to avoid accumulaﬁng surplus materials

“« Routine pickup and disposal of waste and/or surplus materials.
3.6 Preventive Maintenance

Construction equipment and pumps used in the dewatering process will be properly maintained
to prevent loss of fuels, lubficanls, antifreeze and hydraulic fluids. All contractor equipment is
subject to binspcction before it will be allowed to be used for the construction opcratidns.
Contractors are required to repair and/or replaces equipment that is leaking, or is susceptible to
leakage duc to wom or damaged parts. The site will be maintained to minumize or c¢timinate

additional mput or runoff of water into the excavation.

A spill response Kit will be available 1n the immediate vicinity of excavation activities. The kit
will contain absorbent squares, sorbent boom, shovels, and other absorbent and spill-response

related equipment.



3.7 Training

Safety and environmental training is mandatory for BPXA workers and contractors assigned to
this project. Training requirements and schedules will be established by BPXA ENS Assurance.

Relevant training topics include:

¢ Environmental Awareness Training

e BPXA/ARCO Alaska Safety Handbook

e BPXA/ARCO North Slope Environmental Field Handbook

e Hazard Communication and Material Safety Data Sheets (MSDS)
¢ Overall Safety Orientation V

* Spill Response.
3.8 Inspections:

During construction dewatering operations, inspections will include:
e Receiving waters - daily inspections for visible pollutants and oily sheen
« Excavation water - daily inspections for visible pollutants and oily sheen
e Equipment and Vehicles - periodic inspections for leaks or spills
e Pumps and Discharge Lines - daily inspections for proper positioning and operation.
Verify that permitted flow rate is not exceeded.
« Berms or dikes - check for integrity if placed around the excavation to prevent

infiltration of water.

Inspections will be conducted as appropriate by the site foreman or other designated staff. BPXA
On-sitc  Environmental Compliance personuel - will make periodic inspections during
construction. Their duties include spill detection and response, waste management, and general

compliance with BPXA environmiental and safety policies.
39 Security

The constuction site s located on o remote man-made island sitwated about 9.0 km (0 nules)
offshore e 12 m (40 {0 ot waier Aceess o the istand will be by e road and hehcopier and waill
be \‘Uﬂ‘ll)’ controlled and Lated 1o consttucuon and other authonzed personnel Unanthonzed
persotnel will nor be o ed access and the site supervisar e responsable tor all perionne
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