
UNITED STATES ENVIRONMENTAL PROTECTION AGENCY 
REGION 9 

75 HAWTHORNE STREET, SAN FRANCISCO, CALIFORNIA 94105 
EXPEDITED spec SETTLEMENT AGREEMENT 

DOCKET NO.: SPCC-09-2011-0012 

On: 	 April 28, 20 I \ 

At: 	 Evergreen Oil, Inc. 
Newark, CA 94560 

Owned & Operated by: Evergreen Holdings, Inc. 
(Respondent) 

An authorized representative of the United States 
Enviwnmental Protection Agency ("EPA") conducted an 
inspection to determine comPliance with the Oil Pollution 
Prevention ("SpeC") regula(\ons pwmulgated at 40 efR 
Part 112 under SectlOn 3110) of the Clean Water Act, 33 
U.S.c. § '321 (j) , (the U Ac(), and found that Respondent 
had failed to comply with the spec regulations as noted 
on the attached spec INSPECTION FINDINGS 
ALLEGED VIOLATlONS AND PROPOSED PENALTY 
FORM ("Form"), which is hereby incorporated by 
reference. By its first signature below, EPA ratifies the 
Inspection findings and AIleged Violations set forth in the 
Form. 

EPA finds the Respondent is subject to the SPCC 
regulations and ha5 violated the SPCC regulations as 
further described in the Form . The Respondent tldmits to 

Respondent consents to the assessment of thIS penalty. 

This Expedited Settlement also is subject to the followin 
tenns and conditions: Respondent certIfies, subject to civ) 
and criminal penalties for making a false submtssion to the 
United States Government, that the violations have been 
corrected by September 30, 201 1 and Responden I has sent 
a certified check in the amount of $825.00, payable to the 

will take no further action against the Respondent for the 
violations of the SPCC regurations described in the Form . 
However, EPA does not wai ve any rights to take any 
enforcement act ion for any other past;,. present, or future 
violations by the Respondent of the SrCC regulations .or 
of any other federal statute or regulations. 

Upon signing and returning this Expedited Settlement to 
EPA, Respondent waives the opportunity for a hearing or 
appeal pursuant to Section 311 of the Act, and consents to 
EPA's approval of the Expedited Settlement without 
further notIce . 

This Expedited Settlement is binding on the parties 
signing below, and is effective immediately on the date 
filed with the Regional Hearing Clerk. If Respolldent 
does not sign and return this Expedited ScttiJcmcnt as 
presented within 30 days of the date of ~.ts rcccipt, the 
proposed Expedited Settlement is withdrawn without 
preJudice to EPA's ability to file any other enforcement 
actIon for the noncompliance identified in the Fonn. 

being subject to 40 CfR § 112 and that EPA h~*'~~:,tI-j~::;:;:L-_-1--
jurisaiction over. the .Respondent and the Respondent . .. ane Dia ,Irector 

0 .-) 7 - {( 
__Date J - 0( T 

conduct as descnbed In the Fonn . Respondent does n 
contest the Inspection Findings, and waives any objections 
Respondent may have to EPA'S jurisdiction. 

EPA is authorized to enter into tbis Expedited Settlement 
under the authOrit vested in the Administrator of EPA ~ 
Section 31 I (b)(6) gB)O) of the Act 33 TJ.S .C. § l321(b)( 
(B)(i\. as amende fby the O il Po Jution Act of 1990, an 
I2Y 4u CFR § 22.13(b). The parties enter into th is 
Expedited Settfement in order to settle the civil violations 

Superfund Division 

A.PPROVED BY RESPONDENT'. 
-

Name (Print) : WbrltJII tuh:> 
-....;...;....--------- 

Title (Print)· (,{QIr\..1M- ~1,.'1 (?L\V~It.o()~f.~ ~A~ 
de.<;cribed in the Form for a penalty of $825.00. Th~ . J • 

~f\.!':--: Date g (.s 1"1Al II 

1 ature 

IT IS SO ORDERED: 
,..kbJ· 

"Treasurer, United States of America" with the notation ~~S~~~=~bJ:.~~~'-;!9-.: ·- -
"Spill Fund - 311" and the Docket Number stated above. " ::,~ate . 1/

; --0 r 

R9 REV. 1I /3J2003 



Spill Prevention Control and Countermeasure Inspection 

Findings, Alleged Violations, and Proposed Penalty Form 


(Note: Do not use this foml if there is no secondary containment) 

These Findings, Alleged Violations and Penalties are issued by EPA Region 9 under the authority vested in the Administrator of EPA by 

Section 3 I ) (b)(6)(8)(1) of the Clean Water Act, as amended by the Oil Pollution Act of 1990. 


Company Name: Docket Number: 

I Evergreen Holdings, Inc . I CWA~9-201l-00J2 
Facility Name: Date: 

IEvergreen Oil, Inc. IApril 28. 20 II 

Address: Inspection Number: 

16880 Smith Ave . 111-4032 

City: Inspector Name: 

LI_N_ew_a_r_k_______________-----l1 1 Janice Witul 

State: Zip Code: EPA Approving Omcial: 

CA 194560 	 1 Jane Diamond 

Contact: 	 Enforcement Contact: 

1Mr. Alid Guerrero 	 1 Mark Samolis (415) 947-4273 

Summary of Findings 

(Bulk Storage Facilities) 

GENERAL TOPICS: 1 12.3(a), (d), (e); 112.S(a), (b), (c); 112.7 (a), (b), (c), (d) 
(When the SPCC Plan review penalty exceeds $1,500.00 enter only the maximum allowable of$1 ,500.00.) 

No Spill Prevention Control and Countenneasure Plan-I/2.3 ........................ ..... .... ... ................. ... ... ........................ $1,000.00 
D 
D 	 Plan not certi fied by a professional engineer- 112.3 (d) ...... ... ... ..... .. .................... .. .... .. .... ............ .... ............ " .... ...... 450 .00 


Certification lacks one or more required elements - 112.3(d)(l) ......................... ...... .... ... ............. ... ........................ 100.00
D 
D No management approval of plan- 112. 7 ... .. .. ........ .................................... ........ .. .... .. .... ... .. .. .... .. .. ... .. .... ........ .. .. .. ... .450.00 

D Plan not maintained on site (if manned at least four (4) hrs/day) or not avai lab Ie for review - /12. 3(e)(1 ) .. ..... .. .... 300.00 

• No evidence of five-year review of plan by owner/operator- 112. 5(b) ................ ............ ...... .. ................................... 75.00 

No plan amendment(s) if the facility has had a change in: design, construction, operation, 
!J or maintenance which affects the facility's discharge potential- 112.5(a) ...... ............ ............................................ .... 75.00 


D Amendment(s) not cer1ified by a professional engineer- }} 2.5(c) .................. ........... .............................................. 150.00 


D I'lan does nol follow seqllence of the rule and/or cross-reference not provided- I} 2. 7 ........................ .... ............... 150.00 


D Plan does not discuss additional procedures/methods/equipment not yet fully operational- 112.7 ...... ...... .. .. .. .. ....... 75 .00 
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Plan does not discuss alternative environmental protection to SPCC requirements- 112.7(0)(2). ........200.00 

Plan has inadequate or no facility 1I2.7(a){3) 75.00 

D layout of conlainers- J12. 7(a)(3){i) ..... . ......50.00or no I isting of type of oi I and 

Inadequate or no discharge prevention measures- J12. 7(a)(3){ii) 


Inadequate or no description of 
 112.7(1l){3)(iW ........................... . .....50.00 

or no descript ion of countermeasures 1I2.7(a){3)(iv) 50.00 

K.e~:::o\i'eri;~(! materials no! dls:po'sed of in with legal requirements- 1J2. 7(a)(3)(v) ... 50.00 

D contact list & phone numbers 

discovery, response and 

discharges- J 12. 7(a)(3){vi) .. " .... "........ ...................... 50,00 

has inadequate or no information and nrclce{lunes for reporting a discharge- 1/2,7(0)(4) ................................ 100.00 

Plan has inadequate or no description and procedures to use when a discharge may occur- J J 2.7(0)(5) .............. 150.00 

Inadequate or no prediction of equipment could result in discharges- J12. 7(b) ........................ " .. ,150,00 

Plan does n01 discuss and facility does not implement appropriate containment/diversionary structures/equipment
112.7(e) " ...... ,' , ..... ,', ....... " .. ,.. ,', .. ,.. " .. ,"" .. " ,., .... ', ....... " ....... " ....... " ....... , .. ,,"" '''''''' ... " ... , ... " .. "" .. " .... ' " ... "" .............400,00 

- If Claiming impracticability of,,, .. ,,,,."'..·.., containment/diversionary structures: 

Impracticability has not been in plan- 112,7(d) 

contingency plan- JJ2. 7(d)(J)" .. " .. " ..... " ......................... "" ..... ",." .." " .... "" .. ', ....................""... ,', .... ,', .. " .. " ... 150,00 

No manpower, and J J 2, 7(d){2) ........... "" ... "."" ....... ,,' ...... 150,00 

No periodic integrity and leak testing, if impracticability is claimed - 1J2. 7(d) ,150.00 

D Plan has no or inadequate discussion requirements not already specified-} 12. 70) ..... ,' ..... " .............. , .....75.00 

QUA LJ FI ED FAC] LlTY REQUlR EMENTS: 112.6 

Qualified Facility: No Self certification- 1 ......... .450.00 

Qualified Facility: Self certification lacks ..."'I'1." ....~rI 1J2, 6(a), .. . , , , ... , , , ..... . ......... 100.00 

Qualified Facility: Technical 112.6(b) .................................... .. '" ,,150.00 

Qualified Pacility: Un-allowed deviations requirements- 112.6(c) .......... " .. "" .."." ...... ............... 100,00 

Qualified Facility: Environmental or Impracticability not certified by PE- / 

WRITTEN PROCEDURES AND lNSPECTION RECORDS 11l.7(e) 

Plan does not include inspections test in accordance with 40 CFR Part I 12 - JJ2. 

20f6 
75.00 



o Inspections and tests required are not in accordance with written procedures developed for the facility- 112. 7(e). 75.00 

D No Inspection records were available for review - J 12. 7(e) ... . .......... .. ..... ..... .................... . ... . .. . ......... .200.00 

- Written procedures and/or a record of inspections and/or customary business records : 

o Are not signed by appropriate supervisor or inspector- JJ2. 7(e) ............ ................ ....... .... ..... ....... .... .. . .. ... .. ... ... .. .. ... 75 .00 


o Are not maintained for three years- J 12. 7(e) ..... ... .. .... ......... ... ........ ............................... .............................. ........... ... 75.00 


PERSONNEL TRAINING AND DISCHARGE PREVENTION PROCEDURES 112.7(1) 

o No training on the operation and maintenance of equipment to prevent discharges and or facility operations 

!J 

-112.7(/)(1) ................................................ ..... ... .............. ........... ........................................................... .... .......... .. ..... 75.00 

D No training on discharge procedure protocols- I J2. 7(/)(1) ................................................................................ ... ..... 75 .00 

No training on the applicable pollution control Jaws, rules, and regulations and/or spec plan- 112.7(f)(I) ...... ..... 75 .00 

o Training records not maintained for 3 years- 112. 7(/)(1) ...... ...... ......................................................................... ..... 75 .00 

No designated person accountable for spill prevention- 112. 7(0(2) ..................................... .. .............. .... ... ... ........ ... 75 .00 
'0 
'0 Spill prevention briefings are not scheduled and conducted at least annually- 112.7(/)(3) ....... .. ............ ..... ... ...... .... 75.00 

o Plan has inadequate or no discussion of personnel and spill prevention procedureS-II 2. 7(a)(I) ........ .... .... ...... ....... . 75 .00 

SECURITY (excluding Production Facilities) 112.7(g) 

Facility not fully fenced and entrance gates are not locked and/or 
guarded when plant is unattended or not in production- 112. 7(g)(I) . .... .................................... .... .......... .... ..... ... ..... 150.00 

o Master flow and drain valves that permit direct outward flow to the surface are not secured 
in closed position when in a non-operating or standby status- 112. 7(g)(2) ................................... .. .......... .... ... ..... .. ..300.00 

Starter controls on pumps are not locked in the "off' position or located at a site accessible D only to authorized personnel when pumps are not in a non-operating or standby status- 112. 7(g)(3) . ................ ...... 75 .00 

Loading and unloading connection(s) of piping/pipelines are not capped or blank-flanged D when not in service or standby status- 112.7(g)(4) . .. .. .... .. .. .. .... .............. ............................................................... ..... 75 .00 

Facility lighting not adequate to facilitate the discovery of spills during hours of darkness and D 

o 
to deter vandalism- 1/2. 7(g)(5) . ................... ..... ...... ..... .. .... .. ...... .... .. ..................... ... ........ ...... .... ....... .... ...... .. ............ J50.00 

Plan has inadequate or no discussion of facility security-112. 7(a)(I) ................................................................ ....... ..75.00 

FACILITY TANK CAR AND TANK TRUCK LOADING/UNLOADING 112.7(c) and/or (h-j) 

o Inadequate containment for Loading Area (not consistent with l [2.7(c)) - 1/2.7(c) ........................ ....... ... .400.00 


D 	 Inadequate secondary containment, and/or rack drainage does not flow to catchment basin, 
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treatment system, or quick drainage system- / J2. 7(h}( I) .. ..... . . . . . ... . . .... ...... . .... .... ... ... ...... ...... ....... ... 750.00 


Containment system does not hold at least the maximum capacity ofD the largest single compartment of any tallk car or tank truck- / /2.7(h)(/} .. .... .. .. .... ...... ... .......... ..... .. ......... ........... .. . .450.00 

D There are no interlocked warning lights, or physical barrier system, or warning signs, or vehicle brake 
interlock system to prevent vehicular departure before complete disconnect from transfer lines- J J2.7(h)(2) .. .....300.00 

o There is no inspection of lowermost drains and all outlets prior to filling and departure 
of any tank car or tank truck- / J2. 7(h)(J) ............... ... ... ............ ...... .. ................... ............ ...... ... .... ... ............ ... .... ....... 150 .00 

D Plan has inadequate or no discussion of facility tank car and tank truck loading/unloading rack-J /2.7((1)(/). . . .... .. ..75.00 

QUALIFIED OIL OPERATIONAL EQUIPMENT lJ2.7(k) 

D Failure to establish and document procedures for inspections or a monitoring program to detect equipment failure 
andlor a d ischarge- 112.7(k){2)(i) . .. . .. ........... .. ..... .......... ... ....... . . . .. ... . .. . . ...... ... . .. .... .. . , ....... ... . .... 150.00 

D Failure to provide an oil spill contingency plan- J12.7(k){2) (ii)(A) . ...... .... .. ......... ... ........ ...... .. .. .. .. ... .. . 150.00 

D No written commitment of manpower, equipment, and materials- 112. 7(k)(2)(ii)(B) . ... ... .. ... . . .... . . . .. ...... ... 150.00 

FACILITY DRAINAGE 112.8(b) & (c) 

o 
Secondary Containment circumvented due to containment bypass valves left open and/or pumps and ejectors not 

manually activated to prevent a discharge- /Jl .8(b)(J)&(2) and 1I2.8(c)J)(i) .... .. ... ........ .. .... ..... ..... .. .. ..... .. 600.00 


Dike water is not inspected prior to discharge andlor valves not open & resealed under responsible supervision-D 
J12.8(c)(3)(ii)&(iii) ...... .............. ... .......... .... ........ ..... ......... .. ... ... ..... ....... .. ..... ... ........ .... ....... ........ .... .......... .... ......... ... .. 450.00 


Adequate records (or NPDES permit records) of drainage from diked areas not maintained- / / },8(c}(J)(iv) ........... 75.00
D 
Drainage fraln undiked areas do not flow into catchment basins ponds, or lagoons, or !J no diversion systems 10 retain or return a discharge to the facility-l 12. 8(b){3)&(4) ......... ... ....................... ... .... .... 450.00 

Two "lift" pumps are not provided for more that one treatment unjt- Jl2.8(b)(5) ........ .... ............... .... ... .. .... .......... ..50 .00
D 
o 
Plan has inadequate or no discussion of facility drainage-l /2.7(a){/) ..... ...... . .. .... .... .. .. .. ..... .. .... .... ....... ....... .............. .75.00 


BULK STOI~AGE CONTAINERS tl2.B(c) 

Plan has inadequate or no risk analysis and/or evaluation of field-constructed aboveground D 
tanks for brittle fl1lcture- 1/2. 7(i) .. .... " .. .. ... ... .. . ....... ... . ... ... ... ....... ... .......... . .... .. . .. ... .. .. .. ... . . ... ..... .. 75.00 


o Failure to conduct evaluation offield-constructed aboveground tanks for brittle fracture- JJ2. 7(i} .. ...... .. . . .....300.00 

Material and construction of tanks not compatible to the oil stored and the conditions of storageD 
such as pressure and lemperature- J 12.8(c)(J) .. .. .. ........... .... ...... .. .. .... .......... .. .. .... .... .. ............. .. .................... ....... .... 450.00 


D Secondary containment appears to be inadequate- 112.8(c)(2} .. ...... ........ ... ....... .... .. . ......... .. ..... ..... .. .. .... .. .. ....... ....... 750.00 


[J Containment systems, including walls and floors are not sufficiently impervious to contain oil- J /2.8(<.:)(2) ...... .. .375 .00 
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Excessive vegetation which affects the integrity .................................... .... ................. .. ... ........... .... ......... .............. 150.00 
D 
Walls of containment system slightly eroded or have low areas ................................... ... .... .......................... ......... JOO.OO
D 
Completely buried tanks are not protected from corrosion or are not subjected toD regular pressure testing- 112.8(c)(4) ........................................................ .. .. ........... ...................... 150.00 


Partially buried tanks do not have buried sections protected from corrosion- 112.8(c)(5) ............ .. ..... ..................... 150.00
D 
Aboveground tanks are not subject to visual inspections- 112.8(,,)(6) ............ ..... ................... ................................. .450.00
D 
Aboveground tanks are not subject to periodic integrity testing, such as hydrostatic,D nondestructive methods, etc.- 112.8(c)(6) . .. .... ....... .... .. .. .. .. ..... ...... .... ..... .... ... ..... ... ....... .. .......... ....... .. ..... ... ...... ..... .... .450.00 

Records of inspections (or customary business records) do not include inspections of tankD 
supports/foundation, deterioration, discharges and/or accumulations of oil inside diked areas- 112.8(c)(6) .. .. .. .... .. .. 75 .00 

Steam retum /exhaust of internal heating coils which discharge into an open water course are D not monitored, passed through a settling tank, skimmer, or other separation system- I I 2.8(c) (7) ........................... 150.00 

Tank battery installations are not in accordance with good engineering practice because none D 
of the following are present- 112.8(c)(8) ....................................................... ... .. ·..... ... ... .. ...... .. ... ....................... .... ... .450.00 


No testing of liquid level sensing devices to ensure proper operation- 112.8(c)(8)(v) .. .... ... ....................................... 75.00
D 
Effluent treatment facilities which discharge directly to navigable waters are not observed D frequently to detect oil spills- 112.8(c){9) ................................................ .. ... ............ ... .. ... ......... ... .. .......................... [50.00 


o 
D Causes of leaks resulting in accumulations of oil in diked areas are not promptly corrected- I I 2. 8(c)(1 0) ..... ... .... 450.00 

Mobile or portable storage containers are not positioned to prevent discharged oil from reaching 
navigable water- 112.8(c){11) .................... .. .............................................................. ... .... ...... ...... .. ...................... ... .. 150.00 


Secondary containment inadequate for mobile or portable storage tanks- 112.8(cJ(lI) .. ...... .... ............................... 500.00
D 
D 	 Plan has inadequate or no discussion of bulk storage tanks-I 12. 7(a)(l) .. .. .... ............................................................ 75.00 


FACILITY TRANSFER OPERATIONS. PUMPING. AND FACILITY PROCESS 112.8(d) 

D 	Buried piping is not corrosion protected with protective wrapping, coating, or cathodic protection -J 12.8(d)(J) . .. 150.00 

D 	Corrective action is not taken on exposed sections of buried piping when deterioration is found- IJ 2.8(d)(1) ...... .450.00 

Not-in-service or standby piping are not capped or blank-flanged and marked as to origin- 112.8(d)(2) .... .. ........... . 75.00D 
Pipe supports are not properly designed to minimize abrasion and corrosion, and allow for D 

D 

expansion and contraction- 112.8(d)(3) . ..................................... ....... .. ... .. .. ... .............................................................. 75 .00 

Aboveground valves, piping and appurtenances are not inspected regularly- 112.8(d)(4) ......................................300.00 

Periodic integrity and leak testing of buried piping is not conducted- 112.8(d)(4) .. ... ...................... : ....................... 150.00
D 
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o Vehicle traffic is not warned of aboveground piping or other oil transfer operations- I 12.8(d){5) .......................... 150.00 


o Plan has inadequate or 110 discussion of facility transfer operations, pumping, and facility process-l 12. 7(a)(I) ....... 75.00 


• 	 i Plan does not include a signed copy oflhe Certification of the Applicability of the Substantial Hann Criteria 
per 40 CFR Part I 12.20( e) .................. .. .............. .......... ... .......................... ..... ...... .............. .. .............................. .. .. 150.00 

TOTAL: 825,00 
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CERTIFICATION OF SERVICE 


I certify that 1he original and the foregoing Expedited SPCC Settlement Agreement in the 

matter ofEverg~eeD Oil, Inc. SPCC-09-2011-0012 has been filed with the Region 9 Hearing 

Clerk and that copies were sent return receipt requested to the following : 

l'yfr. Wayne Kiso Certified Mail No.: 
Evergreen Oil, Inc. 7010 t060000202349148 
,6880 Smith Ave. 
Newark, CA 94560 

Date: B~~!.9!U2 

Region Heanng Clerk 
U.S. Environmental Protection Agency 
Region IX 
75 Hawthorne Street 
San Francisco, CA 94105 




