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From:
Sent:
To:
Cc:

Subject:

Hi Emily,

Latino, Steven

Thursday, August 21, 2025 11:05 AM
clearwateroperations@gmail.com
mnewcomb@tetonwyo.org; R8 Hearing Clerk; Abigael Hughes; adam.keifenheim;
Anthony Rivers; Ashley Stegeman; Clay Vanhouten; Ellis, Bradley; Lee, Dale; Lewis,
Dennis; Larner2, Dorran; Doug Evans; Emily Libert; Erica East; Crocker, Gregory;
Stueckler, Hannes; Jennifer Escobedo; Justin Latham; Hendon2, Keenan; Kim Parker;
Lillian Freed; Lindsey Strong; markp; Matthew Peterson; Sarah Geffre;
timothy.eisenhauer; Tyrel Owens; Cantor, Tiffany; Eakins, Shaula; Crosby, Jake; Rathbone,
Colleen; Wells, Ellen; Detty, Joan; Harris, Jamie S.; Tourney, Seth; Shalkey, Jane; StClair,

Kyle; Parker, Robert

U.S. EPA REGION 8
HEARING CLERK

Closure of Emergency Administrative Order — South Park Village Subdivision PWS#
WY5600836, Docket No. SDWA-08-2025-0026, Teton County, Wyoming

The EPA has decided to close the Emergency Administrative Order (Order) regarding the public water system specified in

the subject line. The EPA has determined that there are no remaining requirements of the Order.

Please be aware that you are still required to comply with the National Primary Drinking Water Regulations (drinking
water regulations), 40 C.F.R. part 141. In addition, the System is still required to complete the Level 2 Assessment
requirement below. Any questions regarding this requirement can be directed to Jamie Harris at harris.jamie@epa.gov:

PWSID: WYSE00E36

System Name: South Park Village Subdivision

Sanitary Defect

Yes| No EPA Recommended Action

EPA Required Corrective Action

PWS5 Proposed Required
Corrective Action and
Completion Date

EPA Due Date and
Documentation Required

6. Sources - Well(s) (Mote the speci

fic facility if any issues are found)

6.14 Any other well issues not
previously mentioned above?

6.14 To address the EC+ and TC+ issues in the
well, the system is required to maintain 4-log
disinfection for viruses at the entry point to the
distribution systemn (EPTDS) immediately. The
calculated 4-log concentration required is at
least at 1.67 mg/L at the entry point to the
distribution system. When any total coliform
sample is collected at this water system, a
chilorine residual must be collected at the entry
point to the distribution system and emailed to
EPA. The regular monthly distribution system
chlorine residual, collected when the routine
TC sample is collected, is still required. The 4-
log measurement is required to be reported to
EPA until the Level 2 Assessment is closed.
After the Level 2 Assessment is closed EPA
recommends continuing to report the entry
point residual.

6.14 Maintain and report at
least 1.67 mg/L chlorine
residual at the entry paint to
the distribution system at all
times. A measurement should
be made any time the
operator is on-site collecting
any type of total coliform
sample. Email the residual to
REDWUBepa.gov.

Violation of the drinking water regulations may result in a court-imposed injunction and/or penalties. Thank you for
resolving these issues. If you have any questions regarding this matter, please contact me.

Steven Latino

SDWA Enforcement Unit | Enforcement and Compliance Assurance Division
U.S. EPA - Region 8 | 1595 Wynkoop St., 8ECA-W-S, Denver, CO 80202 |

(P): 303.312.6440 | Email: latino.steven@epa.gov
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From: Detty, Joan <Detty.Joan@epa.gov>

Sent: Wednesday, July 16, 2025 1:50 PM

To: Latino, Steven <latino.steven@epa.gov>

Cc: mnewcomb@tetonwyo.org; R8 Hearing Clerk <R8 Hearing Clerk@epa.gov>; clearwateroperations@gmail.com;
Ellis, Bradley <bradley.ellis@wyo.gov>; Abigael Hughes <abigael.hughes@wyo.gov>; adam.keifenheim
<adam.keifenheim@wyo.gov>; Anthony Rivers <anthony.rivers@wyo.gov>; Ashley Stegeman
<ashley.stegeman@wyo.gov>; Clay Vanhouten <clay.vanhouten@wyo.gov>; Lee, Dale <dale.lee@wyo.gov>; Lewis,
Dennis <dennis.lewis@wyo.gov>; Larner2, Dorran <dorran.larner2@wyo.gov>; Doug Evans <doug.evans@wyo.gov>;
Emily Libert <emily.libert@wyo.gov>; Erica East <erica.east@wyo.gov>; Crocker, Gregory <gregory.crocker@wyo.gov>;
Stueckler, Hannes <hannes.stueckler@wyo.gov>; Jennifer Escobedo <Jennifer.escobedo@laramiecountywy.gov>; Justin
Latham <justin.latham@wyo.gov>; Hendon2, Keenan <keenan.hendon2@wyo.gov>; Kim Parker
<kim.parker@wyo.gov>; Lillian Freed <Lillian.Freed @usda.gov>; Lindsey Strong <Istrong@cnchd.org>; markp
<markp@warws.com>; Matthew Peterson <matthew.peterson@wyo.gov>; Sarah Geffre <geffres@sweet.wy.us>;
Timothy Eisenhauer <timothy.eisenhauer@wyo.gov>; Tyrel Owens <towens@map-inc.org>

Subject: Docketed Emergency Administrative Order - South Park Village Subdivision Public Water System

Attached is the docketed version of the Emergency Administrative Order issued to South Park Village
Subdivision Public Water System. The original email sent out on July 14*, was not docketed.

Sent on behalf of the SDWA Enforcement Unit.

Joan Detty

EPA Region 8

Administrative Assistant - BECA-AT
Detty.Joan@epa.gov
303-312-6887




