

		
[bookmark: _GoBack]TECHNICAL REVIEW AND EVALUATION
OF APPLICATION FOR
AIR QUALITY MINOR PERMIT REVISION NO. 59165

TO OPERATING PERMIT NO. 53399

INTRODUCTION

This Minor Permit Revision No. 59165 to Operating Permit No. 53399 authorizes Arizona Public Service Company (APS), the Permittee, to replace two baghouses on the fly ash silo with three baghouses, each rated at 10,073 standard cubic feet per minute (scfm).  Two baghouses will be operated in parallel at all times and the third will be used as a replacement.  

This revision also incorporates the newly applicable requirements of 40 CFR Part 63, Subpart ZZZZ, “National Emission Standards for Hazardous Air Pollutants (NESHAP): Stationary Reciprocating Internal Combustion Engines for each emergency engine at Units 1 through 4.
A. Company Information

Facility Name:		APS-Cholla Generating Station

Mailing Address:	P.O. Box 188
Joseph City, Navajo County, AZ 86032
					
	Facility Address:	4801 Cholla Lake Road
Joseph City, Navajo County, AZ 86032
B. Attainment Classification
The Cholla generating station area is designated by the Environmental Protection Agency (EPA) as in an attainment area for all criteria pollutants.
II. DESCRIPTION

APS is proposing to replace the baghouse on the fly ash silo.  Two existing baghouses originally installed in 1988 will be replaced by three new baghouses which will allow for maintenance flexibility.  The new baghouses will be rated at  10,073 scfm each.  Two baghouses will be operated in parallel, and the third baghouse will be used as a replacement during maintenance.  During construction of the new baghouses, a temporary mixing box will be constructed with water sprays to reduce particulate emissions as the fly ash drops from the delivery pipes into the slurry tank.  

EMISSIONS 

The proposed revisions will not result in any changes to the Permittee’s potential-to-emit. 

APPLICABLE REGULATIONS  
No new requirements are applicable to the new baghouses.
The Emergency Diesel Engines are greater than 500 hp and are subject to the requirements of 40 CFR Part 63, Subpart ZZZZ.

III. MONITORING, RECORDKEEPING AND REPORTING REQUIREMENTS

For the baghouses, no new additional requirements are applicable.
For each Emergency Diesel Generator, the Permittee is required to:
Monitor the operating hours of the engines and perform the following maintenance:
Change the oil and filters every 500 hours or annually, whichever come first;
Inspect the air cleaner every 1000 hours or annually, whichever comes first, and replace as necessary;
Inspect the hoses and belts every 500 hours or annually, whichever comes first, and replace as necessary;
Keep records of any deviations from operation and maintenance requirements and provide a timely report to the Department describing the deviation and actions taken to prevent further deviations.
If the Permittee becomes contractually obligated to operate the engines for more than 15 hours, a report must be submitted explaining the hours of operations of the engines and any deviations from permit conditions.

MINOR REVISION GATEKEEPERS

The Department has determined that this revision meets the requirements of a minor revision.  Class I minor revision may be used only if all of the following listed requirements are satisfied.

[bookmark: pgfId-74799]1.	Changes do not violate any applicable requirement: 

[bookmark: pgfId-74800]	This revision does not violate any applicable requirement.
[bookmark: pgfId-74803]		
2. 	The changes do not involve substantive changes to existing monitoring, reporting, or recordkeeping requirements in the permit.

	All monitoring, reporting and recordkeeping requirements for the baghouses on the fly ash silo will be retained.  No substantive changes to the monitoring, reporting or recordkeeping requirements for the facility’s emergency engines are being made with this permit.
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3.	The changes do not require or change a case-by-case determination of an emission limitation or other standard, or a source-specific determination of ambient impacts, or a visibility or increment analysis;

	The proposed changes do not require a case-by-case determination of an emission limitation, determination of ambient impacts, or visibility or increment analysis.

[bookmark: pgfId-74805]4. 	Do not seek to establish or change a permit term or condition for which there is no corresponding underlying applicable requirement and that the source has assumed in order to avoid an applicable requirement to which the source would otherwise be subject. The terms and conditions include:

a. 	A federally enforceable emissions cap that the source would assume to avoid classification as a modification under any provision of Title I of the Act; and

b.	An alternative emissions limit approved under regulations promulgated under the Section 112(i)(5) of the Act.

The proposed changes do not seek to establish or change a permit term or condition for which there is no corresponding underlying applicable requirement.  No new emission limitations or other permit conditions are proposed in the application to avoid requirements that would otherwise apply.

[bookmark: pgfId-74806]5. 	The changes are not modifications under any provision of Title I of the Act; 

	The proposed changes are not modifications under any provision of Title I of the Act;

[bookmark: pgfId-74796]6. 	There are no changes in fuels not represented in the permit application or provided for in the permit;

	There is no fuel change associated with the proposed revision.

7. 
The increase in the source's potential to emit any regulated air pollutant is not significant as defined in R18-2-101;

The proposed change does not result in significant increases in the potential to emit.

8. The changes are not required to be processed as a significant revision under R18-2-320.

This change meets the above minor permit revision criteria and does not require a significant permit revision.
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