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FACILITY PERMIT TO OPERATE
EASTERN MUNICIPAL WATER DIST.

PERMIT TO CONSTRUCT/OPERATE

Permit Ne. TBD
A/N 500148

Equipment Description:
MODIFICATION OF AN AIR POLLUTION CONTROL (APC) SYSTEM CONSISTING OF:

1. SCRUBBER, CUSTOM, VERTICAL FLOW WET PACKED TYPE, 10°-0” DIA. X 27°-0” H., PACKED,
WITH A 500 GPM CIRCULATION PUMP.

2. STORAGE TANK, SODIUM HYDROXIDE, 2,500 GALLONS, WITH ASSOCIATED PUMPS.
3. STORAGE TANK, SODIUM HYPOCHLORITE, 2,500 GALLONS, WITH ASSOCIATED PUMPS.
4. EXHAUST SYSTEM WITH A 100 H.P. BLOWER VENTING THE HEADWORKS.

BY REPLACING ITEM | WITH:

1. SCRUBBER, CUSTOM, VERTICAL FLOW WET PACKED TYPE, 11’-0” DIA. X 27°-0” H,, WITH A
MINIMUM DEPTH OF 10 FEET OF LANTEC PRODUCTS-Q-PAC PACKING MEDIA OR EQUIVALENT
AND MIST ELIMINATOR, WITH A 50¢ GPM CIRCULATION PUMP.

BY REPLACING ITEM 2 WITH:
2. STORAGE TANK, SODIUM HYDROXIDE, 1,000 GALLONS, WITH ASSOCIATED PUMPS.

BY REPLACING ITEM 3 WITH:
3 STORAGE TANK, SODIUM HYPOCHLORITE, 2,300 GALLONS, WITH ASSOCIATED PUMPS.

INCLUDING CAPACITY AND PLANT NO. 2 CONNECTION OF ITEM 4 TO READ AS:
4, EXHAUST SYSTEM WITH A 100 H.P. BLOWER, 30,000 CFM CAPACITY, VENTING THE
HEADWORKS AND PLANT NO. 2 GRIT CHAMBERS,

Conditions:

1. OPERATION OF THIS EQUIPMENT SHALL BE CONDUCTED IN ACCORDANCE WITH ALL DATA
AND SPECIFICATIONS SUBMITTED WITH THE APPLICATION UNDER WHICH THIS PERMIT IS
ISSUED UNLESS OTHERWISE NOTED BELOW.

[RULE 204]

2. THIS EQUIPMENT SHALL BE PROPERLY MAINTAINED AND KEPT IN GOOD OPERATING
CONDITION AT ALL TIMES.
[RULE 204]
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Periodic Monitoring

11. OPERATOR SHALL RECORD THE SCRUBBER SOLUTION FLOWRATE AT LEAST ONCE PER DAY.
[RULE 3004(a)(4)]

2. OPERATOR SHALL RECORD THE PH OF THE SCRUBBER SOLUTION AT LEAST ONCE PER DAY.
[RULE 3004(a)(4)]

13. A DIFFERENTIAL PRESSURE GAUGE SHALL BE INSTALLED TO MONITOR THE SCRUBBER
PRESSURE DROP. THE PRESSURE DROP SHALL NOT EXCEED 9.0 INCHES OF WATER WHEN THE
SCRUBBER IS IN OPERATION.

[RULE 3004(a){4)]

14. OPERATOR SHALL RECORD THE PRESSURE DROP OF THE SCRUBBER AT LEAST ONCE PER DAY.
[RULE 3004(a)(4)]




