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UNITED STAn;s ENVIRONMENTAL PROTECTION AGENCY 
REGION 9 

75 HAWTHORNE STREET, SAN .FRANCISCO, CALIFORNIA 94105 
EXPEDITED SPCC SETTLEMENT AGREF.MICNT 

DOCKET NO.: SPCC-09-20 13-0002 

On: 

AL 

July 18,2012 

Silvas Oil Company. lnc. 
Oxnard, CA 93030 

Owned & Operated by: Silvas 
(Respondent) 

Oil Company, Jnc. 

An authori1..ed rcprcscnt.1tive of the United States 
Environmental Protection A umcv rF:PA) conductd a.'l 
inspection to deten:nine compfianCc With the Oil Pollution 
Prevention (SPCC) regulations _promulgated at 40 CFR 
Part 112 under Section 311 (1) onhc Clean W uter Act, 3 3 
U.S.C. §1321G/· (the Act), and found ~>at Re<pmulent had 
13.1\ed to comJ?.lY with the SPCC regulations as noted ()ll 

the attached SPC.C. INSPECTlON FINDINGS, ALLEGED 
VIOLATIONS AND PROPOSED PENAT..TY FORM 
(Fonn), which is hcrcb_y i.ucof_l>Qrated hy rerercncc. lly its 
first signature _below, EPA rafitics the Inspection findmgs 
and Alleged V10lations set fOrth in the Form. 

violations of the SPCC regulations described in thC' Form. 
However, EPJ\. does not waive any rights to take any 
entOrccm·cnt at.-tion for any other past present, or l'uturc 
violations by the Rt:spumlcnt of the sPec regulations or 
of any other federal statute or regulations, 

Upon signing and returning this Expedited Settlement to 
EPA, Respondent waives the oppo1tunity for a hearing or 
appeal pursuant to Section 311 of the Act, and consents to 
RPA 's approval of the Expedited Settlement withnul 
further notu.:e. 

This Rx!lt~ditct:l St>ttlement is binding Otl the parties 
signing below, and i.s effective immediatt::ly un the date 
tifed with the Rcgioual I Jearing Clerk. If Respondent 
docs not sign and return this Expedited Settlement w; 
presented within 30 days of the date of its receipt, the 
proposed Expedited Settlement is wilhdrawn without 
preJudice tu EPA's ability to file any other cntbrcement 
actton f(Jr Lhe noncompliance identified in the Fom1, 

EPA fmds the Respondent is subject to the SPCC AP 
regulations and has violated the SPCC regulations as ~0 
further described in the Form. The Respondent admits to 1 ..- 2 
being subject to 40 CPR Part 112 and that EPA ha:fo.1,--/b~/')4,~~L--~Date /, Ze> ._/ <r-
jurisiliction over. the Respondent and the Respondent' an Diam( , Director 
conduct as descnhed in tfie Form. Respondent doetl n Superfund Division 
contest the lnspec.tinn Findings. and waives any objections · 
Respondent may have to EPA's jurisdiction. · 

EPA is autholize:d to enter .into this EJ:"p~dited S~tl~cmcnt APPROVED RY RESPONDE'N"J'· 
under the authort~ vested m the Admm1sLrator oi EPA ~ ' - ~· · 
Seotiuu3ll(b)(6) lJ)(i) of the Act 33 U.S.C. ~132l(b)( . L _,-/ 
(B)(i), as amende by the Oil Pollution Act of 1990, an Name (Pr1nt): /11,4-rz (ILo,.., ""( 
by 40 CFR §22.l3(b). The parties enter into lhis Expedited 
~ettlement in prdcr to settle t~e civil viol_a,tions described l'itlc (Print): ~~A-{old /J;7,.yi'V .,._9 ..(',<___ 
m the Form tor a penalty ol $400.00. I he Respondent -· • 7 
con~cnts to the assessmeni tJ!'this pcna!~'· ~/A"~ Llate ;- 3 -/2--

This Expedited Settlerntmt also is sub_icct to the following~ 
tenns and conditions: Respondent certifies, subject to civil 
and. criminal pe:~altics tOr making a fal~e su~1rm:-;siun to the 
Umtt:J States Govenuuent, that the vtol.altons have been IT IS SO ORDERED: 
.:orrected and ResPQndent has st.."nl a certi±tcd check in the 
amount of $400:00, payable to the Treasurer United ~ 
States of America with the nulalion ''Spill Fund - 311" and / 

k N b ~~*~'<i"'~¥4~~Dat,. 0 1 the Doc ct urn. er stated ahove_ '"'";; "' 
Steven awg\C 
Regit)nal Judicial 

After this Expedited Settlement becomes effective EPA 
will take no 1urthcr action against the Respondent for the 

)i 3TJ ~)~'.~ .. \1':-:!H 
4'1 NOI83L ,:.d?i sn 

L£ :b lid 1- 833 £10l 

03ll::l 
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Spill Prevention Control and C.ountcrmeasure Inspection 
Jl~iodiogs, Alleged Violations, and Propo~ed Penalty Form 

(Note: Do nol U.S(.; lhb fum1 iflh(.;re i.s 110 ~;,:condnry containmenl) 

These findings, Alllog,,d Violations nnd Penalties arc issued by f:PA llegion 9 under the author·ity 
I 

Company Name: 

I Silvas on Company, Inc_ 

Pa~:;ilily Narm:: 

Addre~s: 

\ 1757 bast Wooley St 

City· 

0Knard 

St!llc: Zip Code: 

193030 

Contact. 

I Mr. Matt Thomas (SUS) 4116-4581 

Docket Number: 

I CWA-09-20\3a0002 

Dale: 

l.ruly 1!1, 2012 

ln~p~~;tion Number: 

I J2-4U54 

EPA Approving Ofli~;ial; 

I Jane Diamond 

Enforcement Conl.acl: 

I MarkSamolis(415)9474273 

Summary of Findings 

(Bulk Storage Facilities_) 

GF.NF.RAI, TOPICS: 112.3(•), (d), (e); 112.5(a), (b),(<); 112.7 (a), (b),(<), (d) 
(Whl~n the SPCC Plun review p1...·Imhy exceeds $1,500.00 enter only tl1e maximum allowable of$1 ,500.00.) 

0 
0 
D 
0 
0 
D 

D 

No Spill Prevention Conlrul and Cmmkm1casurc P1nn-/ll_J _____ ........................................................................... $1 ,500.00 

0 
0 

Plan not certilied by a profes~ional engineer- II2.J(d) ................................................................... ,............. ·-·- 450.00 

Cerlilication lacks one or more required elements - 1/l.J(d)( I) .............................. _______ --------------·-··. . 100.00 

No management approval of plan- lllJ. . ................................................................... .450.00 

Plan not maintained on site (if manned at least four (4) Ins/day) or nol available for review- 112.J(e)(l ) ............. 300.00 

No evidence of fivc-y~;;ar n:vit:w of plan by owncr/opL"t3.1or- II ).5(b} ...................................................................... 75.00 

No plan amendment(~) if the facility has had a change in: de!>ign, construction, operation, 
or maintenance which affects the facility's discharge potential- lll.S(u} ............................................................... 75.00 

Amendment(~) not certitied by a professional engineer- i 12..~(c) .......................................................................... 150.00 

l'l<.tn tkJC::.: not follow ~C~]ucncc of the rule ami/or (,;fl'~-~-n::ference not provided- 1/1_7 ........................................... 150.00 
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0 Plan docs not discuss additional procedures/methods/equipment noT yet fully operational- 112.7 . ......................... 75.00 

0 Plan doe~ not di~cus~ altern;'ltivc environmental protection to SPCC requiremenls- ! 11. 7 (oJ(2}......... . . . .... 200.00 

D 
0 
0 
0 
0 
0 
0 
0 
0 
0 
0 

0 
0 
D 
0 
0 

0 
D 
0 
0 
0 

Phm has inade<Juah: m no facility diagram- 112.7(u}(3) ..................... .75.00 

Inadequate or no listing of' type ol' oil and storage capacity layout of containen;- I 11. 7(a)(J)(i) ...... ............... 50.00 

lnH!IIiUjllllle '.If nn (lischarge prevention me;\sure.:;. ll2 7(11){3)(/i) ................................................... 50.00 

Inadequate or no description of dninagc contmb- I! 2. 7(a)(.1)(iii) ................................................ ~M 

Inadequate or no df;scription of countermeasures for discharge discovery, response and cleanup- II z. l(u)(./)(iv) .. SO .00 

Recovereti materials not disposed of in accord;wce w1th legal requirements- I JJ.7(a)(J)(v) ............... ................... 50.00 

No C(lnt.M:t I ist & phone numbers for response & rep01ti ng clil:lchHrgel'!- I! 2. 7(a){J)(vi) ................................ . 50.00 

Plan has iiladt:qua\e or no information and procedures for reporling a discharge- l/2 7(Ll}(-l) ................ . .100.00 

Plan has inndequate or no description and procedures to use when a discharge may occur- I I!. 7(a}(5) ................ 150.00 

Inadequate or riO pfcdiction of t:lluipm~;;nt lltilllrC which could re~ult in discharges- I 12. ?(b) ......................... ....... 150.00 

Plan does not discuss a.nd facility docs not implement appropriate containmem/divcrsional)' structures/equipment 
{general containment inadequate -- not su fficicntly impervious) I I!_ 7(e) _, .............................................................. 400.00 

-If claiming impractic~hility or ~!ppmpriatc containment/diversionary structures: 

Impracticability has not been clearly denoted and demonstrat;ld in pl<.tn- 1 l l. 7(dl ..... . ............ 100.00 

No contingency pi<Jn- l 12. ?(d)(!) ....................... .. ..... . ··························································· ........ 150.00 

No written commitment ofnlAnpowcr, equipment, and materials- Ill. 7(d)(2) ............... .. . .. I 50.00 

Nu pt:riudi~; inlcgrily und kuk. testing, irimpracticahility is claimed- I /2_7(11) .150.00 

P'lan has no tlr i!tadcquiltC <.liscussic'n of gcllCral req1Jirement!> not alreaciy specilied· r 12. 7(/) ......... . . ................. i5.00 

QUA.Llli'IED f'ACILITY H~QUIIH~MF.NTS: 112.6 

Qualified Facility: No Self ceJiitication- 11 2_ 6(a) ............ . .... ..... . ······· ........ ' ....... '''' ... ''' ....... .450.00 

Qmtlificd r<-~cility: Self certification lacks required elementc;- I l 2. 6(a) .... .. ..... 1 00.00 

· Quali fit:d Facility: ·1· ~;:chnical amcndrncnl$ n11l ccrlifictl- 112. 6(b) .......... . 150.00 

Qual1 ficd Facility: Un-allowed dcvi<ltion~ from requirements- 112. 6(,).,, , . 100.00 

Qualified facility: Ji.nvironmental Equivalence or Impracticability ttOL certified lly PE- I 12.6(d) •.................. 350.00 

WIUTIEN PROCEDURES AND INSI'!!:CTION RECORDS 112.7(c) 
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0 
0 
0 

0 
0 

0 

0 
0 
0 
0 
0 
0 

0 

0 

0 

0 

0 

J11an does nol. include inspections ami test procedures in ttCCordam.:e with 40 CFR Part 112- 112. 7(e) .................... 75.00 

Inspections and tests required arc not in accnrdam:e with written procedures developed for the facility· l !J. 7(1!) .. 75.00 

No ln:spc~.:tion rccord!-i were awilnble forrcvicw- J 12. 7(e) ............. .. . ................... 200.00 

- Written procedures and/or a record of inspections and/or cu!:>lomary business records: 

Arc not signed hy appropriate supervisor or in~pcctor- //]. ?(1..r) ........................................................................... . 75.00 

Arc not maintained for three years- 112. 7(e) ................ ............................ ____ ................ . .......................... 75.00 

J'ERSONN£t TRAlNING ANI> DISCHARC.E PRii:VENTION PROCEDURES 112.7(1) 

No training m1 the opcrnti()n and maintcnnnct: of equipment to prevent discharies and or facility opemtions 
-112.7(/)(/1............................ .......................... .. ...................... . . . ......................................................... 75.00 

No training on discharge procedure protocols- 112. 7((}( I) ........................................................................................ 75.00 

No training on the applicable pollution ~.;ontrollaws, rules, and regulations andlt1r SPCC plan- 112.7(1)(1} .... ....... 75.00 

Training records not mainl<tincd for 3 years- I 12. 7(f)(1) ................................................................................. 75.00 

No designated person accountable for spill prevention- I I 1.7(/)(1) .................................. .......................... .. 75.00 

Spill prevention briefings .arc not scht:!dulcd nnd conducted at least annually- I 12_ 7if)( 3) .............. ,, .. _ .................... 75.00 

l'la11 has inadequate or no discussion of personnel and :spill prevention procedures-/ 12. 7(u)( /) ... . ........... 75.00 

SECUlUTV (excluding Production Facilities) 112.7(g) 

Pacility not fully fenced and entrance gates arc not locked and/or 
guank:J. when plant is unattended or not in production- J 12. l(g){l) . ..................................................................... 150.00 

Master !low and drain valves that permit direct outward tlow lo the J:>urface are not St"-CllrCd 
in closed posilion when in a non-opcntting ocslil.ndby statu;;-: 12. 7(j;;){2) ................... -- .. . . . .. ................ 300 ()() 

Starter controls on pumps are notlocke4 in the "otr' po.5ition or located ~t a site accessible 
only to authorized personnel when purnps are not in a non-operating: or standby stntu:;- I l 2. 7(g)(J/. ........... .. .... 75.00 

l.oading and unloading conncction(s) of piping/pipelines are not capped ur b\ank-l1a11ged 
when not in service or standby slatus- 112. 7(r;){4) . ................................................................................................. 75.00 

Facility lighting not adequate to fa.cilitatc the discovery of spills during hours of darkness and 
to deter v;!nda\isln- 111 7([')(5) . ........................ , ................................................................................................. ____ \ SU.OO 

0 Plan has inadcqlmtt: nr no discussion of facility security-Ill. 7(a)( I) ................... ..................................................... 75.00 

Page 3 of6 



DEe-18-2012 03:02 From:4159473518 

D 
0 

D 

D 

D 

D 

D 

D 
0 

D 

D 

D 
0 

D 
D 

D 

t'ACILITY TANK CAR Al'/0 TAN I( TRUCK LOADING/UNLOADING 112.7(c) and/or {h-j) 

Inadequate containmentfor Loading Area (not consistent with 112. 7( c)) - II 2. ?(c) .. ,, ...... , ....................... .4UU.UU 

lmtdC(juate secondary containment, and/or rack drainage does not t1ow to catchment basin, 
treatment system, or quick drainage system- 112J(h)(l) . ... ... ..... . ............. 750.00 

Conhtinment system does not hold at least the maximum capacity of 
the.l!lrgest single compatt.rnent or any lank car or tunk truck- 112. l(h}(l)...................... .. ............................. 450.00 

There arc no interlocked warning lights, or physical barrier system, or warning signs, or vehicle brake 
interlock :o;yslem to prevent vehicu Jar departure l>cforc complete d isconncct fi-om transtCr lines- 111. 7(11)(2 ) . ...... 300.00 

There i.s no inspection of lowermost drltins attd all outlets pt io1 to filling and departure 
of any tank car Ol' tank. lruck- 112. 7 (h)(3) ..... ............................................................................................................ 150.00 

Plan ha.o; inadcqul1\t: or no discussion oftbcility tank car and tank truck loading/unloading rack-lll.l(a)(l) . ......... 75.00 

QUALifiED OIL OPERATIONAL EQJIPMENT 112.7(k) 

1-'<Jilure to establish and dncumcnl procedures for inspections or a mon-itoring program lo detect equipment failure 
and/or a discharge- 112. 7(k){2)(!) .. ... ...... . ... 150.00 

.Failme to pmvidc an 1,1il ~pi II contingency plan- 112. 7(k}(2){ii)(A) .... · .................... , ...... ,, ....... , ... , ........ 150.00 

No written commitmenlllr manpower, equipment, and materials- 112. 7(k)(2)(ii)(B) ... .... . . .............. 150.00 

FACILITY DRAINAGE 112.8(b) & ((') 

Secondary Containmcnl <;irc\.imvcntcd due to containment bypa~s vHlves left open and/or ptJmps and ejectors not 
manually tlcfivated to prevent a discharge- I !2.8(/J)(/)&(2) ami 112.8(c)Jj(i) ................ ........................... 600.00 

Dike water is not inspected prior to dischat·ge and! or valves not open & rcSc<tled under responsible supervision· 
I I 2.8(,)( J)(ii)<~ (iii) ......................................................................................... ,,,, .................. , .................................... 450.00 

Adequate records (o1· NPDF.S permit records) of drainage from diked ;irctts nol mainlaincd- ! !2,8(c:)(J)(i1') ............ 75.00 

Dminage from undiked a1-eas do nnt flow into catchmcnl ba~ins ponds, or lagoons, or 
no diversion systems to retain or return a discharge to the facility-112.8(b)O)&(-IJ . ............................................ 450.00 

Two "'1il1" pumps are not provided tOr more that one treatment unit-112.8(h)(5) ........ . ........................... 50.00 

Plan has inade{JUale or no discussion offacility drainage-/ 12. 7(a)(J} ......... . 

BtJLK STORAGE CONTAINERS 1 t2.8(c) 

Plan has inadequate or no risk analysis and/or evaluation offield-{;onstntcted aboveground 
tanks for brilllc fracture- 112. l(iJ .......... , . , ..•.. . .75 00 

Page4of6 



DEC'-lE~-2012 03:02 From:4159473518 

D 
0 

D 
D 
D 
D 
D 
0 
0 
0 

0 

D 

Failure to conduct evaluation offield-ctm~tructed aboveground tanks for brittle fracture- I il 7(i) .. ............... 300.00 

Malcrinl and construction of tanh not compatible to the oil stored and the conditions of storage 
:i11ch a._~ prc:iSUrc and temperature- 112.8(cj(l ) .. .......... ____ ...................................................................................... 450.00 

Second11ry c.nntainmcnt appears to tx.: inadequate· I 12.8((')( 2) ....... ......................................................................... 750.00 

Containment walls arc not suffidcntly impervitlllS (hole in wall) to contain oil- 111.1.1(<."){2) ................................. 375.00 

Excessive vegetation which affect:; the integrity .................................................................................................. 150.00 

Walls of containment system slighlly eroded or have low area~ ........... -............................... , ............................... 300.00 

Compktcly buried tank~ are not protected from corrosion or ar~ not .<mbj~cted to 
regular pressure testing· 112.8(,')(4). .. . . ..•.... .. . ... ... . . . ... . ... . .. . . . . •.• . .................... . 15000 

Partially buried tanks do not have buried sections protected from corrosion- I 12.8(c)(5) .................. _____ ............... t 50.00 

Aboveground tanks are not subject to visual inspection~- Ill_8(c)(6j .................................................................... 450.00 

Aboveground tanks are not su bjcct to periodic intebrrily testing, t>uch as hydrostatit_. 
nonde:.lrut.:live method:s, etc.- I I 1.8(c)(6) . ............................................................................................................. 4511.00 

Records of inspections (or customary bl1sim:ss record:.-;) do not include inspections of lank 
supports./foundation, deterioration, discharges <tnd/or .occumulations or oil inside diked areilS• lll.8(1!)(tS) .. ........... 75.00 

Steam return /exhau:;t of intema1 heating coils which dischargl;l into an open water course are 
nut monitored, passed through a settling tank_, skimmer,, or other separation system• ! ll.b'h)(7) . ......................... 150.00 

0 Tank battery installatim1s are not in accordance with good cnginlolcring practice hecausc none: 

D 
0 

D 

0 

• D 

of the following arc presenl- 112.H(d(8) .............................................................................................................. 450.00 

Nu audible or vi~ual high liquid level alann- lf2_R(c}(IJ)(t), or 

No high liquid level pump cutofT devices- I I ])/(c)(8)(ii), or 

Nu audible or code signal Ct)mmunie~tlions between tank gaLtger ond pumping :-.tation- I Jl.8(e)(ll)(lil), or 

No f<~::;t response :.>y!item for determining liquid levels, such as computer:o, fciepulse 01 direct vi:; ion gauges
/ I 1 8(!)(/;~(iv} 

No testing of liquid level sensing devices to cnsur~ proper operation- l/2_8(c){li)(V) ..... _____ ..................................... 75.00 

Efnuent treatment facilities which discharge din:ct.ly to navigable watcr.> are not observed 
frequently to detect oil spills- /12.R(tH9) ............................................... ,. .................................. , .......... ,. ............... 150.00 

Cause,~ of leaks resulting in accumulalit)llS of oil in diked area~ are not promptly corrected- 112.8(c1( 10} ............. 450.00 

Mohile or portable storage containers are not positioned to prevent discharged oil from reaching 
navig;1blc water- 1/l.S(r:)( I I) ........................................................................................................................ - ......... 150.00 

Secondary containment imd~X~uate for mobile or po•table storage tanks- Il2.8(c)(ll) ........................... .............. 400.00 

Plan has inadequate (lr no discussion of bulk storage tu11ks-/ 12. 7(a)( 1) .......................... , ...................................... 75.00 
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0 
0 

0 
0 

0 
D 
0 
0 
D 

FACILITY TRANSFER OrE-RATIONS, l~l.JMPING, ANO FACILITY PROCESS J 12,1:1(d) 

Bmied piping is not corrosion protected with protective wmpping, coating, or cathodic protection -r 12. 8(clj( 1 ) . .. 150.00 

Corrective action is not taken on exposed section:; of buried piping when deterioration is round- r ll.8(dj( I) ...... .450.00 

Not-in-service or standby piping 11rc not capped or hlank-flangcd and marked as to origin- I Jl.8(d)(2) .................. 75.0() 

Pipe suppot"ts are not propel"iy designed to minimi7c abrasion and coJTosion, and allow fur 
expansion iind cnntraction- I 12.8fil)m.... ............ ..... ........................ . ............................... 75.00 

Abovegi'Ound valves, piping and appurtenances are not inspected regularly- 112.1?(cl)(4) .................. .. . ..... .300.00 

Periodic integrity and leak tc~ting or buried piping is not conducted- I ll.8(r1)(4) ................................ .. ...... 150.00 

Vehicle trattic is not warned of abovi:grourH..l p1ping or other oil transfer operatiou:s- 112 .• ~(d)(5) . .................. : ..... \ 50.00 

Plan has illadequate or no discussion of facil ily transfer opeml i~m::;, pumping, and fuci lity pmcess- I 12. 7(a)(l) ..... . 7 5.00 

Plan does not include a signed copy of the Ce1titication uf the Applicability of lht: Substantial llann Criteria 
per 40 CfR Pa1t 112.20(e) .................................................................................. _ ................................................ 150.00 

TOTAL: $:!!lliJ!Il 
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CERTIFICATION OF SERVICE 

I certify that the original and the foregoing Expedited SPCC Settlement Agreement in the 

matter of Silvas Oil Company SPCC-09-2013-0002 has been filed with the Region 9 Hearing 

Clerk and that copies were sent return receipt requested to the following: 

Mr. Matt 'rho mas 
Silvas Oil Company 
1757 East Wooley St. 
Oxnard, CA 93030 

Certified Mail No.: 
7000 0520 0025 3711 1028 

~~~ s'rya oodwin 
Regi nal I Ieanng Clerk 
U.S. Environmental Protection Agency 
Region IX 
75 Hawthorne Street 
San Francisco, CA 941 05 


