Energy Projects  2005

	Project Name
	Description
	MMBTUs Saved 

(1st year)
	$ Saved

(1st year)
	Year

	PCD High Bay Lighting Switches
	Based upon an Energy Suggestion from our site database, we provided light switches for the Hi-Bay lighting in the Hook 4, Belt maker, E2/E3, and F1 area.  These aren't 24/7 and it is part of the shut down procedures now to shut the high bay lights off in these areas when not in use.
	520
	$7,613.00
	2005

	Replace V-belts with cog belts
	Evaluate savings by switching from v-belts to cog belts on HVAC & exhaust systems.
	1099
	$12,877.55
	2005

	SMMD - Redundant LFL controls for the ovens
	Installed redundant LFL controls for the ovens to minimize the outside air needs.  Currently the ovens are preset to 80% with only one LFL.  With a second LFL more recirculation air can be used and this will result in a reduction in natural gas usage and downtime
	87
	$3,980.00
	2005

	TSS - Climate control programming (Grinder AHU)
	Control on the AHU systems to modify piping so that chilled water only flows through the coils when the room calls for cooling. Right now the 3- way valve is manual.  The calculated saving is Chilled Water recharges to the department.


	30
	$351.00
	2005

	Project Name
	Description
	MMBTUs Saved 

(1st year)
	$ Saved

(1st year)
	Year

	TSS Hydraulic Unit
	TSS has had two hydraulic units moving their dies and sealer stand.  A recent upgrade showed we would probably only need one unit to run at a time to deliver movement.  We also recently had a power outage which caused a sealer emboss roll to drop onto the heated roll, which ruined the emboss roll.  To prevent this an accumulator has been added and piping completed so that only one of the hydraulic units will run at a time, with the other serving as a backup.  Cost of the project was to prevent a re-occurrence of the damaging the roll.  Energy savings was a bonus.
	229
	$3,351.00
	2005


