Energy Projects  2006

	Project Name
	Description
	MMBTUs Saved 

(1st year)
	$ Saved

(1st year)

	Wire making Area free cooling
	Use of outside air to cool process area rather than using plant chilled water
	61
	$1,710

	Replace 2 DX chillers with plant central chilled water
	Replace two direct expansion chillers with the more efficient plant central chilled water system, but retain the free cooling feature in the old system that could be used during the winter months.
	827
	$12,117

	Lighting control
	Install motion sensors to control lighting in utility/service areas
	69
	$1,000

	MRC6 Lighting control
	Install motion sensors to control lighting in MRC6 pump, resin, and tool prep areas 
	90
	$1324

	E-Beam Weed Blower
	Use a blower instead of plant compressed air to collect the weed trim from the line
	2.5
	$ 1724

	Bldg 3 Penthouse Motion Sensors
	Install motion sensors to control lighting in penthouse service areas
	313
	$ 5500

	Bldg 12 Warehouse Lighting Reduction
	Disconnect every other high bay light since the remaining lights still meet the foot candle requirements
	53
	$ 6750

	25 Watt T8 Fluorescent Light Replacement
	Systematically replace T8 32 watt bulbs with T8 25 watt bulbs throughout the site
	487
	$ 8568

	Printer Consolidation
	Printer consolidation to Energy Star compliant printers and copiers
	128
	$ 1870

	
	
	
	

	
	Total
	2,030.5
	40,563


