



SIGNIFICANT PERMIT REVISION DESCRIPTION 
This significant permit revision for UNS Electric, Inc.- Valencia Power Plant (VPP), Operating Permit #32961, authorizes the company to add an emergency diesel generator to produce power for startup processes for Units P1, P2, P3, and P4.
The above addition will result in potential emissions increase of 2.17 tons per year of carbon monoxide (CO), 3.97 tons per year of nitrogen oxides (NOx), 0.15 tons per year of sulfur dioxide (SO2), 0.27 tons per year of volatile organic compounds (VOCs), and 0.12 tons per year of particulate matter (PM).  The project meets all requirements for a significant permit revision as identified in A.A.C. R18-2-320. 
ADDENDUM (SIGNIFICANT REVISION #50989)
TO 

AIR QUALITY PERMIT #32961 FOR
UNS ELECTRIC, INC. - VALENCIA POWER PLANT
ATTACHMENT “B”

SPECIFIC CONDITIONS

The following condition VI shall be added to the Operating Permit #32961:
VI.
EMERGENCY GENERATOR SUBJECT TO NEW SOURCE PERFORMANCE STANDARDS (NSPS)
A.
Applicability

This Section applies to the emergency diesel generator identified as “EGEN1” and ‘Yes’ in ‘NSPS Applicable’ column, Equipment List, Attachment “C”.
B.
Hourly Limitations
1. Operational Limitation


          [A.A.C. R18-2-331.A.3.a and -306.01.A]
[Material permit conditions are indicated by underline and italics]

The Permittee shall limit the hours of operation of the emergency generator to no more than 900 hours in a rolling twelve-month period.

2. Recordkeeping Requirements



    [A.A.C. R18-2-306.A.3.c]
The Permittee shall keep records of the rolling twelve-month total hours of operation for the emergency generator to demonstrate compliance with the operating hours limitation in Condition VI.B.1.  These records shall be made available to ADEQ upon request.

C. Operating Requirements 
1.
The Permittee shall operate and maintain the engine over its entire life according to the manufacturer’s written instructions or procedures developed by the Permittee that are approved by the engine manufacturer.  A copy of the instructions or approved procedures shall be kept onsite and made available to ADEQ upon request.

     [40 CFR 60.4206, 4211(a), and A.A.C. R18-2-306.A.3]

2.
The Permittee shall only change those engine settings that are permitted by the manufacturer.





           [40 CFR 60.4211(a)]

3.
The Permittee shall meet the requirements of 40 CFR Parts 89, 94, or 1068, as they apply.





           [40 CFR 60.4211(a)]
4.
Fuel Requirements

a.
The engine shall use diesel fuel that meets the following requirements of 40 CFR 80.510(a): 
[40 CFR 60.4207(a)]
(1)
Sulfur content: 500 parts per million (ppm) maximum; and

(2)
A minimum cetane index of 40 or a maximum aromatic content of 35 volume percent.










           
b.
After October 1, 2010, the engine shall use diesel fuel that meets the following requirements of 40 CFR 80.510(b):                    [40 CFR 60.4207(b)]
(1)
Sulfur content: 15 ppm maximum; and
(2)
A minimum cetane index of 40 or a maximum aromatic content of 35 volume percent.

5.
Additional Emergency Engine Requirements

[Material permit conditions are indicated by underline and italics]

[40 CFR 60.4211(e), 60.4209(a), A.A.C. R18-2-306.A.3.c, -306.A.4, and -331.A.3.c]
a.
The Permittee shall install a non-resettable hour meter prior to startup of the engine.
b.
The Permittee may operate the emergency engine for the purpose of maintenance checks and readiness testing, provided that the tests are recommended by Federal, State, or local government, the manufacturer, the vendor, or the insurance company associated with the engine.

c.
The Permittee shall not operate the emergency engine for the purposes of maintenance checks and readiness testing for more than 100 hours per year unless the Permittee maintains records identifying the Federal, State, or local standards that require maintenance and testing of emergency internal combustion engines beyond 100 hours per year.  Copies of such records shall be provided to ADEQ upon request.

d.
The Permittee shall not operate emergency engine except for emergency purposes, maintenance checks, and readiness testing.
e.
The Permittee shall maintain monthly records of engine operation.  The records shall include the purpose of operation and the duration of time the engine was operated.  The record shall identify whenever the operation of the engine was for emergency purposes.
D.
Emission Limitations/Standards



            [40 CFR 60.4205.b]
1.
Non-methane hydrocarbons (NMHC) and Nitrogen Oxides (NOx) 
The Permittee shall limit the combined emissions of NMHC and NOx from the emergency engine to 6.4 g/Kw-hr.
2.
Carbon Monoxide (CO)

The Permittee shall limit the emissions of CO from the emergency engine to 3.5 g/Kw-hr.
3.
Particulate Matter (PM)

The Permittee shall limit the emissions of PM from the emergency engine to 0.2 g/Kw-hr.
E.
Monitoring and Record Keeping Requirements

1.
The Permittee shall comply by purchasing an engine certified to the emission standards in Condition VI.D.  The engine shall be installed and configured according to the manufacturer's specifications. 
[40 CFR 4211(c)]

2.
The Permittee shall maintain a copy of engine certifications or other documentation demonstrating that the engine complies with the applicable standards in this Permit, and shall make the documentation available to ADEQ upon request.

 



       [A.A.C. R18-2-306.A.4]
3.
The Permittee shall keep records of fuel supplier specifications.  The specifications shall contain information regarding the name of fuel supplier, sulfur content, and cetane index or aromatic content in the fuel. These records shall be made available to ADEQ upon request.

    [A.A.C. R18-2-306.A.3.c]
F.
Permit Shield






           [A.A.C. R-18-2-325]

Compliance with the conditions in this Part shall be deemed with 40 CFR 60.4205(b), 60.4206, 60.4207(a) & (b), 60.4209(a), and 60.4211 (a), (c), & (e). 

ATTACHMENT “C”

EQUIPMENT LIST

The following equipment shall be added in the Equipment List of the Operating Permit #32961:
	Equipment No./ S. No.
	Name
	Make
	Model
	Capacity
	Year of Installation
	NSPS Applicable



	EGEN1/S.No. (TBD)
	Emergency Diesel Generator Engine

	Caterpillar
	C18DE96
	839 Hp
	TBD-after 2007
	Yes
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