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CORONA ENERGY PARTNERS, LTD
1130 W. RINCON ST
CORONA, CA 92880

FACILITY ID: 68042

EQUIPMENT LOCATION:  Same	


ADMINISTRATIVE TITLE V/RECLAIM REVISION


EQUIPMENT DESCRIPTION

SECTION D:  FACILITY DESCRIPTION AND EQUIPMENT SPECIFIC CONDITIONS

	Equipment
	ID No.
	Connected To
	Source Type/ Monitoring Unit
	Emissions * 
And Requirements
	Conditions

	Process 1: EXTERNAL COMBUSTION 
	

	BOILER, NO. 2, FUEL OIL NO. 2, NATURAL GAS, NEBRASKA, MODEL NO. NS-C42, WITH LOW NOX BURNER, FLUE GAS RECIRCULATION, 37.16 MMBTU/HR
WITH
A/N: 386071

BURNER, FUEL OIL NO. 2, NATURAL GAS, COEN, MODEL 430 CPF-17, WITH LOW NOX BURNER, 37.16 MMBTU/HR
	D2
	
	NOX: LARGE SOURCE**
	CO: 400 PPMV (5B) [RULE 1146, 11-17-2000]; CO: 100 PPMV (5) [RULE 1303(b)(2)-Offset, 5-10-1996; RULE 1303(b)(2)-Offset, 12-6-2002]

CO: 2000 PPMV (5A) [RULE 407, 4-2-1982]; NOX: 36 PPMV FUEL OIL 2 (3) [RULE 2012, 5-11-2001; RULE 2012, 12-5-2003]

NOX: 37 PPMV NATURAL GAS (3) [RULE 2012, 5-11-2001; RULE 2012, 12-5-2003]; PM: 0.1 GRAINS/SCF (5) [RULE 409, 8-7-1981]

SOX: 500 PPMV FUEL OIL 2 (5) [RULE 407, 4-2-1982]


	A63.1, B59.1, B75.1, C1.1, D12.1, D328.1, D371.1, E73.1,  E204.1, E226.1, H421.1, K67.1




(1)	      Denotes RECLAIM emission factor			(2)	    Denotes RECLAIM emission rate
(3)	      Denotes RECLAIM concentration limit			(4)	     Denotes BACT emissions limit
(5)(5A)(5B)  Denotes command & control emission limit		(6)	     Denotes air toxic control rule limit
(7)	      Denotes NSR applicability limit			(8)(8A)(8B)  Denotes 40 CFR limit (e.g. NSPS, NESHAPS, etc)
(9)	      See App B for Emission Limits			(10)	     See Section J for NESHAP/MACT requirements
** Refer to Section F and G of this permit to determine the monitoring, recordkeeping and reporting requirements for this device.


DEVICE CONDITIONS
1.	Boiler Conditions For Boiler Only
B59.1, B75.1, C1.1, D12.1, D328.1, D371.1, E73.1, E204.1, E226.1, H421.1, K67.1—Since these conditions pertain to the operation of the boiler only, they will be removed from the facility permit.

2.	Boiler Conditions Involving Turbine Operation
A63.1--Since A63.1 involves the operation of the Turbine (D8), the condition change will be made pursuant to A/N 517371, a change of condition application for the turbine that is being evaluated contemporaneously with this application.   (See discussion below regarding A63.1.)

A63.1	The operator shall limit emissions from this equipment as follows:

		CONTAMINANT____________|_______EMISSIONS LIMIT
		CO				| Less than or equal to 226 LBS IN ANY ONE DAY

For the purposes of this condition, the limit(s) shall be based on the total combined emissions from equipment Device D8 (turbine), Device D1 & D2 (boilers).

The operator shall calculate the emission limit(s) based on the sum of the CO CEMS readings from the turbine plus CO emissions from the boilers [calculated using the daily fuel usage from the boilers in mmbtu/day and emission factor of .0751 lb/mmbtu/].

[RULE 1303(b)(2)-Offset, 5-10-1996; RULE 1303(b)(2)-Offset, 12-6-2002]

[Devices subject to this condition: D2, D8]


BACKGROUND
Corona Energy Partners (“CEP”) is a cogeneration plant that generates electricity and steam.  The electricity is used by CEP and the neighboring Dairy Farmers of America facility (ID 130640), a cheese manufacturing facility, with the balance sold to Southern California Edison for use on the grid under an existing Power Purchase Agreement.  Heat from the exhaust of the natural gas fired Turbine (D8) is used to heat water and create steam, which is used by CEP with the balance sold to Dairy Farmers.  The facility is a RECLAIM/Title V facility.

On 4/13/10, A/N 509898 was submitted and accepted as an application for Title V/RECLAIM Revision—No Evaluation to remove Boiler No. 2 (D2), a large RECLAIM source, from the facility permit.  Boiler No. 2 is permitted under A/N 380671 and operated in conjunction with the Turbine (D8) (see Process Description below).   (In 4/08, Boiler No. 1 (D1) was removed from the facility permit under A/N 478900—Title V/RECLAIM Administrative Permit Revision and its permit, A/N 386070, inactivated.)  

The issuance of this administrative revision has been delayed because the Title V facility permit expired on 5/19/09, but the Title V renewal application, A/N 516387, was not submitted until 11/19/10.  Since the Title V renewal permit is the next revision that may be issued, this application will be incorporated into the Title V renewal package.  The facility is operating under Order for Abatement Case No. 3704-7 (expires 11/18/11), which allows the facility to operate under an expired Title V facility permit until the Title V renewal facility permit is issued.  The Order requires the Turbine (D8) conditions to be corrected under A/N 517371, a change of condition application, under which condition A63.1 will be revised.   

PROCESS DESCRIPTION
Boiler No. 2 (D2) was used to provide steam to Dairy Farmers when the Turbine (D8) was not in operation.  This boiler has not been in operation since February 2006, and the facility no longer intends to operate this boiler.   On 6/1/11, Plant Manager Wayne Kawamoto confirmed all utilities have been disconnected.

Condition A63.1
The engineering evaluation for A/N 517371 shows that the 226 lb/day CO limit in this condition is the same as the 30-day average for the turbine.  Therefore, the limit in this condition is not required to be adjusted.

EMISSIONS CALCULATIONS
This is a Title V/RECLAIM administrative permit revision for which emissions calculations are not required.  The permit for the boiler, A/N 380671, will be inactivated.

RULE EVALUATION
The removal of Boiler No. 2 (D2) from the facility permit is expected to comply with all applicable SCAQMD rules and regulations as follows:

Regulation XXX—Title V Permits
· Rule 3003—Applications
As noted above, this facility is a RECLAIM facility.  The proposed project is considered as an “administrative permit revision” for RECLAIM pollutant, non-RECLAIM pollutants, and hazardous air pollutants (HAPs) to the RECLAIM/Title V permit for this facility.  Rule 3000(b)(11) specifies that an “administrative permit revision” includes, but is not limited to any Title V permit revision that:

· Rule 3000(b)(1)(F)—remove equipment, provided that equipment removal does not result in an increase in emissions. 

The removal of the boiler is not expected to result in an emission increase of any RECLAIM pollutant or an increase in emissions of a pollutant subject to Regulation XIII - New Source Review (non-RECLAIM pollutants) or a hazardous air pollutant (HAP), and therefore is considered as an “administrative permit revision” pursuant to Rule 3000(b)(1)(F).

RECOMMENDATION
The inactivation of the boiler permit is expected to comply with all applicable District Rules and Regulations.  Since the proposed project is considered as an “administrative permit revision,” it is exempt from the public participation requirements under Rule 3006(b).  A proposed permit incorporating this permit revision is not required to be submitted to EPA for a 45-day review pursuant to Rule 3003(j).  

Since the Title V facility permit expired on 5/19/09, the Title V renewal permit is the next revision that may be issued.  This application will be incorporated into the Title V renewal permit package, which will require a 30-day public review period and 45-day EPA review period.
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