



MINOR PERMIT REVISION DESCRIPTION

This Class I minor permit revision for Snowflake White Mountain Power, LLC (SWMP), the Permittee, authorizes the company to install a flow measurement sensor as part of the continuous emission monitoring systems for carbon monoxide (CO), sulfur dioxide (SO2), and nitrogen oxides (NOx).  The installation of the flow measurement sensor will have no effect on emissions.
This change meets all the requirements for a Class I minor permit revision as listed in A.A.C. R 18-2-319.A.
 SEQ CHAPTER \h \r 1

 SEQ CHAPTER \h \r 1ATTACHMENT "B"

SPECIFIC CONDITIONS

Addenda (Minor Permit Revision #48769) to Operating Permit # 36183 for Snowflake White Mountain Power, LLC
The following requirements shall be added to Condition III in Attachment “B”:
III.
Boiler Requirements
C.
Nitrogen Oxide (NOx)

3.
Monitoring, Recordkeeping, and Reporting Requirements
b.
Continuous Monitoring Systems Requirements
[A.A.C.R18-2-306.01, A.A.C.R18-2-306.A.3.c and A.A.C.R18-2-312.H.3]

vi.
The Permittee shall install, calibrate, maintain, and operate a flow measurement sensor to measure the stack gas volumetric flow rate.  The flow measurement sensor shall be used in conjunction with the NOx analyzer to calculate emissions in units of pounds per hour (lb/hr) and shall meet the requirements of 40 CFR Part 60, Appendix B, Performance Specification 6 and Appendix F, Procedure 1.

[A.A.C. R18-2-306.A.3.d and 331.A.3.c]

[Material permit conditions are indicated by underline and italics]
D.
Carbon Monoxide (CO)

2.
Monitoring, Recordkeeping, and Reporting Requirements

b.
Continuous Monitoring Systems Requirements

[A.A.C.R18-2-306.01, A.A.C.R18-2-306.A.3.c and A.A.C.R18-2-312.H.3]

vi.
The Permittee shall install, calibrate, maintain, and operate a flow measurement sensor to measure the stack gas volumetric flow rate.  The flow measurement sensor shall be used in conjunction with the CO analyzer to calculate emissions in units of lb/hr and shall meet the requirements of 40 CFR Part 60, Appendix B, Performance Specification 6 and Appendix F, Procedure 1.

[A.A.C. R18-2-306.A.3.d and 331.A.3.c]

[Material permit conditions are indicated by underline and italics]
E.
Sulfur Dioxide (SO2)

2.
Monitoring, Recordkeeping, and Reporting Requirements

b.
Continuous Monitoring Systems Requirements

[A.A.C.R18-2-306.01, A.A.C.R18-2-306.A.3.c and A.A.C.R18-2-312.H.3]

vi.
The Permittee shall install, calibrate, maintain, and operate a flow measurement sensor to measure the stack gas volumetric flow rate.  The flow measurement sensor shall be used in conjunction with the SO2 analyzer to calculate emissions in units of lb/hr and shall meet the requirements of 40 CFR Part 60, Appendix B, Performance Specification 6 and Appendix F, Procedure 1.

[A.A.C. R18-2-306.A.3.d and 331.A.3.c]

[Material permit conditions are indicated by underline and italics]
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