SOUTH COAST AIR QUALITY MANAGEMENT DISTRICT SecionD _Paze,
21865 Copley Drive, Diamond Bar, CA 91765 Fasility 1D 800183
Revision #: DRAFT
Date: DRAFT
FACILITY PERMIT TO OPERATE
PARAMOUNT PETR CORP (EIS USE)
SECTION D: FACILITY DESCRIPTION AND EQUIPMENT SPECIFIC CONDITIONS
The operator shall comply with the terms and conditions set forth below:
Equipment D Connected | RECLAIM Emissions * Conditions
No. To Source Type/ And Requirements
Monitoring Unit
INTERNAL COMBUSTION ENGINE, D832 NOX: PROCESS CO: 26 GRAMS/BHP-HR (4) | B613,C1.40,
EMERGENCY POWER. DIESEL FUEL, UNIT*; SOX PROCESS | [RULE 1303¢a)(1) BACTJ; CL41,Cl42,
CATERPILLAR, MODEL C-15, UNIT E193.7.H2331,
TURBOCHARGE AND AFTERCOOLER, NOX: 147 LBS/I000 GAL (1) |1296.1, K37.6
642 HP (RULE 2012
AN: 485265

NOx + ROG: 3o
GRAMS/BHP-HR (4) [RULE
1303(s){1) BACT, RULE
2005 BACT];

PM: 0.i5 GRAMS/BHP-HR
{4} [RULE 1303(a)X1) BACT];
PM: (9){RULE 404)

SOX: 6.24 LBS/1000 GAL (1)

[RULE 2011}
*  (1}1A)]B)Denctes RECLAIM emission factor {2){2A){2B)Denotes RECLAIM emission rate
(3) Denotes RECLAIM coacentration limit (4} Denotes BACT emission hmi
[53(5A)5B)Denotes command and contro) emission limit {6} Denotes air tox: control rule Limit
(n Denotes KSR applicability limit (8)(RA}8B)Denotes 40 CFR limitsie.g. NSPS, NESHAPS, etc.)
(4] See App B for Emission Limits 4145} See Section J for NESHAP/MACT requirements

»+ Refer 1o Section F and G of this permit to determine the monitoring, recardkeeping and reporting requirements for this device.
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FACILITY PERMIT TO OPERATE
PARAMOUNT PETR CORP (EIS USE)

SECTION D: FACILITY DESCRIPTION AND EQUIPMENT SPECIFIC CONDITIONS
The operator shall comply with the terms and conditions set forth below:

FACILITY CONDITIONS

F14.1 The operator shall not purchase diesel fuel containing sulfur compounds in excess of 15 ppm by
weight as supplied by the supplier.

[RULE 431.2, 5-4-1990; RULE 431.2, 9-15-2000]

B. Material/Fuel Type Limits

Bé1.] The operator shall only use diesel fuel containing the following specified compounds:

Compound I Weight percent

Sulfur compounds less than I 0.05
{RULE 1303(a){(1)-BACT,5-10-1996; RULE 1303(a)(1}-BACT,12-6-2002; RULE
2005, 5-6-2005]

[Devices subject to this condition : D551,D651,D652,D676, D832]

C. Throughput or Operating Parameter Limits
C1.40 The operator shall limit the operating time to no more than 200 hour(s) in any one year.

To comply with this condition, the operator shall install and maintain a(n) non-resettable
elapsed time meter to accurately indicate the elapsed operating time of the engine.

The operator shail maintain records in a manner approved by the District, to demonstrate
compliance with this condition.

[RULE 1304(a)-Modeling and Offset Exemption 6-14-1996; RULE 2012, 5-6-2005]
[Devices subject to this condition: D832)
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SECTION D: FACILITY DESCRIPTION AND EQUIPMENT SPECIFIC CONDITIONS

The operator shall comply with the terms and conditions set forth below:

C1.41 The operator shall limit the maintenance and testing to no more than 50 hour(s) in any one year.

The operator shall maintain records in 2 manner approved by the District, to demonstrate
compliance with this condition.

[RULE 1303(a)(1)-BACT, 5-10-1996; RULE 1303(a)(1)-BACT, 12-6-2002; RULE 1470, 6-
1-2007]
[Devices subject to this condition: D832]

C1.42 The operator shall limit the maintenance and testing to no more than 4.2 hour(s) in any one
month.

The operator shall maintain records in a manner approved by the District, to demonstrate
compliance with this condition.

[RULE 1303(a)(1)-BACT, 5-10-1996; RULE 1303(a)(1)-BACT, 12-6-2002]
[Devices subject to this condition: D832]

D. Monitoring/Testing Requirements

D121 The operator shall install and maintain a(n) non-resettable elapsed time meter to
accurately indicate the elapsed operating time of the engine.
[RULE 1304(a)-Modeling and Offset Exemption, 6-14-1996; RULE 2012, 5-6-
2005}
[Devices subject to this condition : D371,D551,D651,D0652,D676, D832]

E. Equipment Operation/Construction Requirements

E193.7 The operator shall restrict the operation of this equipment as follows:

In addition to maintenance and testing of this engine, this engine shall only be used for either
providing electrical power to portable operations or emergency power to stationary sources.

Portable operations are those where it can be demonstrated that becanse of the nature of the
operation, it is necessary to periodically move the equipment from one location to another.
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SECTION D: FACILITY DESCRIPTION AND EQUIPMENT SPECIFIC CONDITIONS

The operator shall comply with the terms and conditions set forth below:

Emergencies at stationary sources are those that result in an interruption of services of the
primary power supply or during Stage II or Il electrical emergencies declared by the
California Independent System Operator.

{RULE 1470, 6-1-2007]
[Devices subject to this condition: D832]

H. Applicable Rules

H23.31 This equipment is subject to the applicable requirements of the following niles or regulations:

Contaminant Rule Rule/Subpart
PM District Rule 1470

CO 40 CFR 60, Subpart 1

NOx 40 CFR 60, Subpart ITH

PM 40 CFR 60, Subpart IH1

ROG 40 CFR 60, Subpart 11}

HAPs 40 CFR 63, Subpart 2277

[Rule 1470, 6-1-2007; 40 CFR 60, Subpart IIIl, 7-16-2006; 40 CFR 63,
Subpart ZZZ.Z, 1-18-2008)
[Devices subject to this condition: D832]

I. Administrative

1296.1 This equipment shall not be operated uniess the operator demonstrates to the Executive Officer

- that the facility holds sufficient RTCs to offset the prorated annual emissions increase for the
first compliance year of operation. In addition, this equipment shall not be operated unless the
operator demonstrates to the Executive Officer that, at the commencement of each compliance
year after the first compliance year of operation, the facility holds sufficient RTCs in an

amount equa! to the annual emissions increase.

[Rule 2005, 5-6-2005]
[Devices subject 1o this condition: D832]




Il

SOUTH COAST AIR QUALITY MANAGEMENT DISTRICT

; . Section D
21865 Copley Drive, Diamond Bar, CA 91765 Facilil; D

Revision #:
Date;

Page:
800183
DRAFT
DRAFT

FACILITY PERMIT TO OPERATE
PARAMOUNT PETR CORP (EIS USE)

K. Record Keeping/Reporting

K67.6 The operator shall keep records, in a manner approved by the District, for the following

parameter(s) or items(s}.

A log of engine operations, including manual and automatic operation, documenting the total

time the engine is operated each month and the specific reason for operation as:

A. Emergency use
B. Maintenance and testing
C. Other (Describe the reason for the operation)

In addition, for each time the engine is manually started, the log shall include the date of
engine operation, the specific reason for operation, and the totalizing hour meter readings (in

hours and tenths of hours) at the beginning and end of the operation.
On or before January 15" of each year, the operator shall record in the engine log:

A. the total hours of engine operation for the previous calendar year, and
B. the total hours of engine operation for maintenance and testing for the previous calendar

year.

Engine operation log(s) shall be retained on site for 2 minimum of five calendar years and shall

be made available to the Executive Officer or representative upon request.

[RULE 1110.2, 2-1-2008; RULE 1303(a)(1)BACT; 5-10-1996; RULE 1303(a)(1)-BACT;
12-6-2002; RULE 1304(a)-Modeling and Offset Exemption 6-14-1996; RULE 1470, 6-1-
2007; RULE 2012, 5-6-2605; RULE 3004(a)(4)-Periodic Monitoring; 12-12-1997]

[Devices subject to this condition: D832])

SECTION D: FACILITY DESCRIPTION AND EQUIPMENT SPECIFIC CONDITIONS
The operator shall comply with the terms and conditions set forth below:




