
 
 
 
 
 
 

NOTICE OF PROPOSED ACTION 
 
NOTICE IS HEREBY GIVEN that the Clark County Department of Air Quality and Environmental Management 
(DAQEM) is requesting public comment on the proposed issuance of a Title V (Part 70) Operating Permit for Nevada 
Sun-Peak, LP (Source 423).  The source is located at 6360 Vegas Valley Drive, Las Vegas, Nevada 89142 in 
Hydrographic Area 212 which is designated as basic nonattainment for PM10, CO and ozone and attainment for all 
other regulated pollutants. The proposed Part 70 Operating Permit is based on the Title V Renewal application 
submitted on May 7, 2009 and supplemental information submitted on October 2, 2009, November 12, 2009 and 
December 9, 2009.   
 
Nevada Sun-Peak, LP has three simple cycle stationary gas turbines operating as peaking units.  The plant is capable 
of generating a nominal 253.5 MW of gross electrical power.  The stationary gas turbines are heavy-duty, single shaft 
units each rated at 84.5 MW (nominal).  When operating on natural gas, the heat input is limited to 846 MMBtu/hr 
based on lower heating value (LHV) of 21,537 Btu/lb natural gas (39,280 lbs/hour of natural gas).  When operating on 
#2 diesel oil, the heat input is limited to 833 MMBtu/hr (LHV) of 131,699 Btu/gallon #2 diesel oil (6,325 gallons per 
hour).   The turbines are limited to 12 hours per day (regardless of fuel).  The annual limit on hours of operation for all 
three turbines combined is 3,495 hours when operating on natural gas and 2,202 hours when operating on #2 diesel 
oil.  If both fuels are used during the year, then the total hours firing on natural gas plus 1.59 multiplied by the hours 
firing on #2 diesel oil shall not exceed 3,495 hours. 
 
Each stationary gas turbine is equipped with inlet air filtering and inlet air evaporative coolers.  Combustion air for 
each stationary gas turbine is filtered by media filters housed in an inlet filter compartment mounted adjacent to the 
stationary gas turbine compartment.  The filter housing also contains the evaporative cooling system.  Air flows 
through the air filter, evaporative cooler and associated inlet air ductwork of each turbine and is then compressed.  
Natural gas (or #2 diesel oil) is injected into the combustor section and ignited.  The hot combustion gases expand 
through the combustion section to drive the turbines.   
 
The stationary gas turbines are equipped with water injection to reduce NOX emissions.  NOX and CO emissions are 
monitored with continuous emission monitoring system (CEMS). 

 
This notice announces the 30-day public comment period, commencing Monday, July 19, 2010, ending on Tuesday, 
August 17, 2010 and is being issued pursuant to Nevada Revised Statute 445 and the AQR.  
 
The maximum potential to emit and the net emissions increase of regulated air pollutants due to the operation of this 
source will be as follows: 

 

 PM10 NOx CO SOx VOC HAP 

Source Potential to Emit (PTE)
Tons per year 

11.01 249.90 33.21 49.50 5.04 4.92 

Net Emissions Increase (NEI) 
Tons per year 

0.00 0.00 0.00 0.00 0.02 0.06 

 
The technical support document (TSD), which describes the process, discusses compliance with relevant regulations, 
presents emission calculations, air quality impacts, and the proposed permit are available for public inspection at 
DAQEM, 500 S. Grand Central Parkway, Las Vegas, Nevada 89155, telephone (702) 455-5942 or the Clark County 
website: http://www.accessclarkcounty.com/depts/airquality/permitting/publicnotices.aspx.  The TSD, and the 
proposed permit with enforceable conditions, will be mailed to interested persons upon request.  Additional 
documentation may be requested by contacting Tina Gingras, Assistant Director, DAQEM or Richard D. Beckstead, 



Permitting Manager, DAQEM.  Any fees associated with this request will be billed at a cost consistent with DAQEM 
policy and NRS 239. 
 
Any person may submit written or oral comments to the Control Officer at the address given above. All comments 
must be received by Tuesday, August 17, 2010 at 5:00 p.m., the close of this 30-day notice. The written comments 
will be retained and considered prior to the final determination by the Control Officer. A public hearing will be held on 
the proposed issuance of this permit if a request is made during the public comment period.  
 
Published on the 18th day of July, 2010. 
 

 
 
Richard D. Beckstead     Tina Gingras 
Permitting Manager     Assistant Director 


