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CERTIFIED MAIL 07-xxxE CAB 
RETURN RECEIPT REQUESTED File No. 0216-09 
(                 ) 
 
Dr. Eric S. Takamura 
Director 
Department of Environmental Services 
City and County of Honolulu 
1000 Uluohia Street 
Kapolei, Hawaii  96707 
 
Dear Dr. Takamura: 
 
Subject: Amendment of Covered Source Permit (CSP) No. 0216-06-C 

Significant Modification Application No. 0216-09 
Modification to Chemical Odor Control Scrubber 
City and County of Honolulu, Department of Environmental Services 
Sand Island Wastewater Treatment Plant 
Located at:  1350 Sand Island Parkway, Honolulu, Oahu 

  Date of Expiration:  September 15, 2009 
 
In accordance with Hawaii Administrative Rules, Chapter 11-60.1, and pursuant to your 
application for a Significant Modification received on December 5, 2006 and additional 
information dated March 5, 2007 and March 14, 2007, the Department of Health hereby amends 
Covered Source Permit (CSP) No. 0216-06-C issued to the City and County of Honolulu on 
September 16, 2004.  The amendment consists of the addition of an alternate operating 
scenario in which the Wet Sludge Storage Tanks (WSST) emissions will be treated by the 
Building Air Chemical Odor Control Scrubber. 
 
The following permit conditions shall be added to Attachment II, Section C, of CSP No. 0216-06-C 
issued on September 16, 2004: 
 
 11. Alternate Operating Scenario 
 
  a. The foul air from the Wet Sludge Storage Tanks (WSST) shall be routed 

to the Building Air Chemical Odor Control Scrubber until the new Solids 
Odor Control System specified in Noncovered Source Permit No. 0216-
05-N is constructed. 
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b. During this period when the foul air from the Wet Sludge Storage Tanks 

(WSST) is routed to the Building Air Chemical Odor Control Scrubber, the  
 
   maximum outlet concentration of H2S from the exhaust stack of the 

Andritz DDS-40 Drying System (Exhaust Stack No. 1) shall be 2.93 ppmv. 
 
  c. After the new Solids Odor Control System is constructed and the foul air 

from the Wet Sludge Storage Tanks (WSST) is rerouted to it, the 
maximum outlet concentration of H2S from the exhaust stack of the 
Andritz DDS-40 Drying System shall be as specified in Attachment II, 
Special Condition No. C.5. 

 
(Auth.:  HAR §11-60-1-5, §11-60.1-90) 

 
All other permit conditions of CSP No. 0216-06-C issued on September 16, 2004 shall not be 
affected and shall remain valid. 
 
A receipt for the application filing fee of $500.00 is enclosed. 
 
If there are any questions regarding these matters, please contact Mr. Darin Lum of the Clean 
Air Branch at (808) 586-4200. 
 
 Sincerely, 
 
 
 
 THOMAS E. ARIZUMI, P.E., CHIEF 
 Environmental Management Division 
 
DL:se 
 
Enclosure 
 
c: CAB Monitoring Section 


