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1. Introduction 

ARCADIS has prepared this Fourth Quarter 2013 National Pollution Discharge 

Elimination System (NPDES) monitoring report for the groundwater extraction and 

treatment system (GWETS) at the former Watkins-Johnson Company (WJC) facility 

located at 440 Kings Village Road, Scotts Valley, California (the Site). The facility has 

changed ownership several times. WJC owned and operated the facility in the late 

1980s when the Site was proposed for listing on the National Priorities List. Silicon 

Valley Group took possession of the Site after WJC. The property was subsequently 

sold to ASML U.S., Inc. (ASML), and in October 2003, ownership of the facility was 

transferred from ASML to Aviza Technology. In May 2013, the ownership of the 

facility was transferred to 440 Kings Village, LLC. 

This report is submitted to comply with the requirements of Monitoring and Reporting 

Program (MRP) Number R3-2006-0067, issued for NPDES Permit Number 

CAG993002 and outlines significant events and monitoring data for the fourth quarter 

2013 (October 1 through December 31, 2013). 

2. Groundwater Extraction and Treatment System  

Currently, the Site GWETS treated water discharge is permitted under MRP Number 

R3-2006-0067, issued for NPDES Permit Number CAG993002. The GWETS 

Operation and Maintenance (O&M) activities follow the monitoring and reporting 

program MRP Number R3-2006-0067. The program includes routine treatment system, 

effluent, flow rate, and receiving water monitoring and quarterly reporting. 

The current program consists of monthly sampling at the liquid-phase granular 

activated carbon (LPGAC) vessel influent (TS-IN), the midpoint between the two 

LPGAC vessels (TS-MID), and the LPGAC vessel effluent (TS-OUT). System flow 

rates are also monitored monthly. The samples are analyzed for volatile organic 

compounds (VOCs) using United States Environmental Protection Agency (USEPA) 

Test Method 8260B, chromium and nickel using USEPA Method 6020, and hexavalent 

chromium using USEPA Method 7199. Receiving waters are visually monitored at a 

minimum of quarterly at the Bean Creek discharge pipe (BCDP), the Bean Creek 

upstream receiving water sample point (BC-6), and the Bean Creek downstream 

receiving water sample point (BC-7). Figure 1 shows the locations of the Bean Creek 

monitoring points. When the system is in operation, physical parameters of the effluent 

are measured at TS-OUT annually during the third quarter. A system process and 

instrumentation diagram (P&ID) is presented in Appendix A (Remedial Action and 

Operation and Maintenance Plan, Watkins-Johnson Company Scotts Valley California, 
Watkins-Johnson Environmental, Inc. February 25, 1994 Figure 2.4). 
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With approval from the USEPA (letter from USEPA to ARCADIS dated November 21, 

2008), ARCADIS shut down extraction well RA-2 on December 19, 2008 to evaluate 

groundwater conditions and quality at the Site under a no-pumping state (as described 

in Proposal for RA-2 Shutdown and Groundwater Concentration Rebound Evaluation, 

ARCADIS, November 6, 2008). On July 2, 2009, ARCADIS submitted the Summary of 

RA-2 Shutdown and Groundwater Concentration Rebound Evaluation to the USEPA, 

with the recommendation that the treatment system be permanently shut down 

because remedial goals for the Site had been reached. The USEPA requested in a 

letter dated August 17, 2009 that the GWETS be restarted. ARCADIS restarted the 

GWETS operation November 19, 2009, as described in the Groundwater Treatment 

System Startup Report submitted to the RWQCB on December 8, 2009. 

The GWETS was temporarily shutdown during the fourth quarter 2011 to complete a 

carbon changeout. The system was officially restarted on December 28, 2011. 

The GWETS was temporarily shutdown approximately around the week of December 

23, 2013 due to a loss of power and subsequently restarted on January 9, 2014. A 

modified start up procedure was approved by RWQCB in an email dated January 10, 

2014. The results of the modified system start-up will be presented in the first quarter 

2014 NPDES report.   

2.1 GWETS Operational Summary 

This section describes the operation of the GWETS and summarizes the data for the 

fourth quarter 2013. 

2.1.1 Description of Operations 

The GWETS consists of a combination of groundwater extraction, treatment, and 

discharge facilities. Historically, groundwater was extracted from both the Perched 

Zone and the Santa Margarita Regional Zone (Regional Zone). By 2003, the Perched 

Zone extraction wells were no longer in use. Groundwater continued to be extracted 

from both Regional Zone wells RA-1 and RA-2, until the second quarter 2004 when the 

pump in RA-1 stopped operating. Prior to the pump failure, extraction well RA-1 did not 

pump water that exceeded the MCLs. In fact, neither trichloroethene (TCE) nor 

tetrachloroethene (PCE) had been detected in samples from well RA-1 since June 

1999; the most recent sample was collected in June 2002 and neither compound was 

detected. 

Extracted water is discharged into a 10,000-gallon polypropylene surge tank located 

adjacent to two LPGAC vessels. Collected groundwater is pumped through the two 

20,000-pound LPGAC vessels, routed through a system of mostly above-ground 
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piping, then into a second 10,000-gallon polypropylene storage tank. Treated 

groundwater is discharged under permit to Bean Creek, a tributary of the San Lorenzo 

River. As part of the remedial strategy for the Site, from June 1988 to May 2000, a 

portion of the treated groundwater was also discharged to the Perched Zone via 

infiltration galleries. Because the remediation goal for the Perched Zone was achieved 

in 2000, groundwater is no longer recharged through the infiltration galleries. 

Measurements of the flow totalizer readings are collected monthly at the GWETS 

effluent point and at the extraction point for the plant domestic water system. The 

difference, if any, between these readings provides an estimate of the total volume of 

treated effluent that is discharged into Bean Creek. 

2.1.2 Fourth Quarter 2013 Summary 

During the fourth quarter 2013, approximately 3.3 million gallons of water were 

extracted from the Regional Zone using extraction well RA-2, representing an average 

of approximately 37,302 gallons per day (gpd) and about 17 gallons per minute (gpm). 

Estimated monthly volumes for the fourth quarter 2013 are shown in Table 1 and 

Figure 2. 

2.2 Chemical Parameter Data 

This section presents the chemical data for the treatment system and observations for 

Bean Creek.  

2.2.1 Treatment System Operation 

Treatment system water confirmation samples were collected on October 10, 

November 14, and December 12, 2013. The monitoring results for the TS-IN (influent), 

TS-MID (midpoint), and TS-OUT (effluent from the treatment system) samples are 

presented in Table 2 and are discussed below. The reporting period laboratory 

analytical reports and chain-of-custody documentation are presented in Appendix B. 

In the TS-IN sample, the following was noted during the reporting period: 

 PCE concentrations were between 5.2 and 6.0 µg/L; 

 TCE concentrations were not-detected; 

 No other VOCs were detected; 

 Nickel concentrations ranged from not-detected to 94 µg/L; 

 Chromium concentrations ranged from not-detected to 8.4 µg/L ; 
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 Hexavalent Chromium concentrations ranged from 1.2 to 2.1 µg/L; 

In the TS-MID sample, the following was noted during the reporting period: 

 No VOCs were detected; 

 Nickel concentrations were not detected; 

 Chromium concentrations ranged from not-detected to 7.2 µg/L; 

 Hexavalent Chromium concentrations ranged from 6.3 to 11 µg/L; 

In the TS-OUT sample, the following was noted during the reported period: 

 No VOCs were detected; 

 Nickel concentrations were not detected; 

 Chromium concentrations ranged from not-detected to 1.9 µg/L; 

 Hexavalent Chromium concentrations were between not-detected and 1.6 
µg/L; 

As noted in Section 2.1.2, during the fourth quarter 2013, the GWETS treated 

approximately 3.3 million gallons of groundwater based on the system totalizer 

readings (Table 1). This constituted an average flow rate of approximately 17 gpm. The 

GWETS performance data, including the cumulative mass of VOCs removed during 

the fourth quarter 2013 are presented in Table 3. The estimated mass of total VOCs 

removed from groundwater using the GWETS during the fourth quarter 2013 was 

approximately 0.0703 pounds.  

2.2.2 Bean Creek 

The fourth quarter 2013 observation of the receiving water conditions indicates no 

unusual discoloration or floating matter (insects and small fish). These results are 

consistent with past results and observations. 

3. Conclusions and Recommendations 

During the fourth quarter 2013, 0.0703 pounds of total VOCs mass were removed by 

pumping approximately 3.3 million gallons of groundwater.   
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Month

N
o

te
s Groundwater 

Extracted
(gallons) 

Treated Water Reused 
by Facility

(gallons)

Treated Water 
Discharged to Bean 

Creek
(gallons)

Perched Zone 

Infiltration1

Oct-13 2 1,190,424 -- 1,190,424 0

Nov-13 2 1,441,834 -- 1,441,834 0

Dec-13 2 724,946 -- 724,946 0

Fourth Quarter 
2013 Total

3,357,204 0 3,357,204 0

Notes:

1 The groundwater infiltration system has been shut off since May 2000.

2

-- Following December 2008 shutdown, treated water is not reused by the facility.

Scotts Valley, California

Table 1
Summary of Groundwater Extraction, Usage, and Discharge to Bean Creek

Watkins-Johnson Superfund Site

NPDES Fourth Quarter 2013 Monitoring Report

Total monthly volumes were estimated based on average daily flow rates between site visits on October 10, 
November 14, and December 12, 2013.

Fourth Quarter 2013 Total
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Sample 
Identification

Sampling Location
Date 

Sampled
PCE       
(µg/L) 

TCE        
(µg/L) 

cis-1,2-DCE 
(µg/L) 

trans-1,2-
DCE        
(µg/L) 

Vinyl 
Chloride

Freon 113    
(µg/L) 

1,1,1-TCA     
(µg/L) 

Chromium
(µg/L) 

Hexavalent
Chromium    

(µg/L) 

Nickel       
(µg/L) 

0.8 2.7 6 10 0.5 200 50 10 52

TS-IN
Treatment System 

Influent Water
10/10/13 5.2 <0.50 <0.50 <0.50 <0.50 <5.0 <0.50 8.4 2.1 94

11/14/13 6.0 <0.50 <0.50 <0.50 <0.50 <2.0 <0.50 <15 1.2 <26

12/12/13 5.9 <0.50 <0.50 <0.50 <0.50 <5.0 <0.50 5.1 1.5 10

TS-MID
Water Between 
LPGAC Vessels

10/10/13 <0.50 <0.50 <0.50 <0.50 <0.50 <5.0 <0.50 7.2 6.4 <5.0

11/14/13 <0.50 <0.50 <0.50 <0.50 <0.50 <2.0 <0.50 <15 11 <26

12/12/13 <0.50 <0.50 <0.50 <0.50 <0.50 <5.0 <0.50 7.0 6.3 <3.0

TS-OUT
Treatment System 

Effluent Water
10/10/13 <0.50 <0.50 <0.50 <0.50 <0.50 <5.0 <0.50 <5.0 0.81 <5.0

11/14/13 <0.50 <0.50 <0.50 <0.50 <0.50 <2.0 <0.50 <15 <0.50 <26

12/12/13 <0.50 <0.50 <0.50 <0.50 <0.50 <5.0 <0.50 1.9 1.60 <3.0

Notes:

Detected values shown in bold.

Analysis  performed using United States Environmental Protection Agency (USEPA) Method 8260B. 

Analyses performed by Curtis & Tompkins Ltd., Berkeley, California.

--- Not Analyzed.

TS-IN

TS-MID LPGAC Liquid phase granular activated carbon

TS-OUT PCE Tetrachloroethene

1,1,1-TCA 1,1,1-Trichloroethane TCE Trichloroethene

MTBE methyl tertiary butyl ether µg/L Micrograms per liter

cis-1,2-DCE cis-1,2-Dichloroethene < Symbol indicates not detected at or above the laboratory reporting limit as noted. 

Treatment System Influent Water

Water between LPGAC vessels

Treatment System Effluent Water

Table 2
Results of Laboratory Analyses for Volatile Organic  

Compounds in the Treatment System 
Watkins-Johnson Superfund Site

Scotts Valley, California
NPDES Fourth Quarter 2013 Monitoring Report

Permit Limits for Effluent Water
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N
o

te
s Volume 

Extracted  
(gallons)

Influent VOC 
Concentration 

(µg/L)1 

Total VOC Mass 
Removed (lb)

1,190,424 5.2 0.0228
1,441,834 6.0 0.0318
724,946 5.9 0.0157

3,357,204 --- 0.0703

Notes:

µg/L

lb

VOC

---

1

Fourth Quarter 2013 
Total

NPDES Fourth Quarter 2013 Monitoring Report

Month

Fourth Quarter 2013 Total

Oct-13

Dec-13

Sum of concentrations of detected VOCs used for each month of the quarter.  

micrograms per liter

pounds

volatile organic compounds

not applicable

Table 3
Groundwater Extraction and Treatment System Mass Removal Summary

Watkins-Johnson Superfund Site
Scotts Valley, California

Nov-13
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Volume of Groundwater Extracted, Treated, and Discharged to Bean Creek

NPDES Fourth Quarter 2013 Monitoring Report
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Laboratory Analytical Reports and 

Chain-of-Custody Documentation 





Laboratory Job Number 249784
ANALYTICAL REPORT

Arcadis                                Project  : RC000463                  
2000 Powell St                         Location : SVG                       
Emeryville, CA 94608                   Level    : II                        

Sample ID Lab ID
TS-OUT          249784-001
TS-MID          249784-002
TS-IN           249784-003

This data package has been reviewed for technical correctness and completeness.
Release of this data has been authorized by the Laboratory Manager or the
Manager's designee, as verified by the following signature. The results
contained in this report meet all requirements of NELAC and pertain only to
those samples which were submitted for analysis. This report may be reproduced
only in its entirety.

Signature:                          Date:  10/28/2013 
Will S Rice

Project Manager
will.rice@ctberk.com

NELAP # 01107CA                                                                
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CASE NARRATIVE

Laboratory number:        249784
Client:                   Arcadis
Project:                  RC000463
Location:                 SVG
Request Date:             10/10/13
Samples Received:         10/10/13

This data package contains sample and QC results for three water samples,
requested for the above referenced project on 10/10/13. The samples were
received cold and intact.

Volatile Organics by GC/MS (EPA 8260B):
No analytical problems were encountered.

Metals (EPA 6010B):
No analytical problems were encountered.

Hexavalent Chromium by Ion Chromatograph (EPA 7199):
No analytical problems were encountered.

Page 1 of 1
15.0
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Purgeable Organics by GC/MS

Lab #:           249784                        Location:        SVG                           
Client:          Arcadis                       Prep:            EPA 5030B                     
Project#:        RC000463                      Analysis:        EPA 8260B                     
Field ID:        TS-OUT                        Batch#:          204042                        
Lab ID:          249784-001                    Sampled:         10/10/13                      
Matrix:          Water                         Received:        10/10/13                      
Units:           ug/L                          Analyzed:        10/15/13                      
Diln Fac:        1.000                                                                        

Analyte                   Result                RL         
Freon 12                           ND                        1.0       
Chloromethane                      ND                        1.0       
Vinyl Chloride                     ND                        0.5       
Bromomethane                       ND                        1.0       
Chloroethane                       ND                        1.0       
Trichlorofluoromethane             ND                        1.0       
Acetone                            ND                       10         
Freon 113                          ND                        5.0       
1,1-Dichloroethene                 ND                        0.5       
Methylene Chloride                 ND                       10         
Carbon Disulfide                   ND                        0.5       
MTBE                               ND                        0.5       
trans-1,2-Dichloroethene           ND                        0.5       
Vinyl Acetate                      ND                       10         
1,1-Dichloroethane                 ND                        0.5       
2-Butanone                         ND                       10         
cis-1,2-Dichloroethene             ND                        0.5       
2,2-Dichloropropane                ND                        0.5       
Chloroform                         ND                        0.5       
Bromochloromethane                 ND                        0.5       
1,1,1-Trichloroethane              ND                        0.5       
1,1-Dichloropropene                ND                        0.5       
Carbon Tetrachloride               ND                        0.5       
1,2-Dichloroethane                 ND                        0.5       
Benzene                            ND                        0.5       
Trichloroethene                    ND                        0.5       
1,2-Dichloropropane                ND                        0.5       
Bromodichloromethane               ND                        0.5       
Dibromomethane                     ND                        0.5       
4-Methyl-2-Pentanone               ND                       10         
cis-1,3-Dichloropropene            ND                        0.5       
Toluene                            ND                        0.5       
trans-1,3-Dichloropropene          ND                        0.5       
1,1,2-Trichloroethane              ND                        0.5       
2-Hexanone                         ND                       10         
1,3-Dichloropropane                ND                        0.5       
Tetrachloroethene                  ND                        0.5       

ND= Not Detected
RL= Reporting Limit
Page 1 of 2                                                                                                                       5.0
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Purgeable Organics by GC/MS

Lab #:           249784                        Location:        SVG                           
Client:          Arcadis                       Prep:            EPA 5030B                     
Project#:        RC000463                      Analysis:        EPA 8260B                     
Field ID:        TS-OUT                        Batch#:          204042                        
Lab ID:          249784-001                    Sampled:         10/10/13                      
Matrix:          Water                         Received:        10/10/13                      
Units:           ug/L                          Analyzed:        10/15/13                      
Diln Fac:        1.000                                                                        

Analyte                   Result                RL         
Dibromochloromethane               ND                        0.5       
1,2-Dibromoethane                  ND                        0.5       
Chlorobenzene                      ND                        0.5       
1,1,1,2-Tetrachloroethane          ND                        0.5       
Ethylbenzene                       ND                        0.5       
m,p-Xylenes                        ND                        0.5       
o-Xylene                           ND                        0.5       
Styrene                            ND                        0.5       
Bromoform                          ND                        1.0       
Isopropylbenzene                   ND                        0.5       
1,1,2,2-Tetrachloroethane          ND                        0.5       
1,2,3-Trichloropropane             ND                        0.5       
Propylbenzene                      ND                        0.5       
Bromobenzene                       ND                        0.5       
1,3,5-Trimethylbenzene             ND                        0.5       
2-Chlorotoluene                    ND                        0.5       
4-Chlorotoluene                    ND                        0.5       
tert-Butylbenzene                  ND                        0.5       
1,2,4-Trimethylbenzene             ND                        0.5       
sec-Butylbenzene                   ND                        0.5       
para-Isopropyl Toluene             ND                        0.5       
1,3-Dichlorobenzene                ND                        0.5       
1,4-Dichlorobenzene                ND                        0.5       
n-Butylbenzene                     ND                        0.5       
1,2-Dichlorobenzene                ND                        0.5       
1,2-Dibromo-3-Chloropropane        ND                        2.0       
1,2,4-Trichlorobenzene             ND                        0.5       
Hexachlorobutadiene                ND                        2.0       
Naphthalene                        ND                        2.0       
1,2,3-Trichlorobenzene             ND                        0.5       

Surrogate             %REC  Limits 
Dibromofluoromethane           108    77-134  
1,2-Dichloroethane-d4          106    72-140  
Toluene-d8                     100    80-120  
Bromofluorobenzene             95     80-120  

ND= Not Detected
RL= Reporting Limit
Page 2 of 2                                                                                                                       5.0
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Purgeable Organics by GC/MS

Lab #:           249784                        Location:        SVG                           
Client:          Arcadis                       Prep:            EPA 5030B                     
Project#:        RC000463                      Analysis:        EPA 8260B                     
Field ID:        TS-MID                        Batch#:          204042                        
Lab ID:          249784-002                    Sampled:         10/10/13                      
Matrix:          Water                         Received:        10/10/13                      
Units:           ug/L                          Analyzed:        10/15/13                      
Diln Fac:        1.000                                                                        

Analyte                   Result                RL         
Freon 12                           ND                        1.0       
Chloromethane                      ND                        1.0       
Vinyl Chloride                     ND                        0.5       
Bromomethane                       ND                        1.0       
Chloroethane                       ND                        1.0       
Trichlorofluoromethane             ND                        1.0       
Acetone                            ND                       10         
Freon 113                          ND                        5.0       
1,1-Dichloroethene                 ND                        0.5       
Methylene Chloride                 ND                       10         
Carbon Disulfide                   ND                        0.5       
MTBE                               ND                        0.5       
trans-1,2-Dichloroethene           ND                        0.5       
Vinyl Acetate                      ND                       10         
1,1-Dichloroethane                 ND                        0.5       
2-Butanone                         ND                       10         
cis-1,2-Dichloroethene             ND                        0.5       
2,2-Dichloropropane                ND                        0.5       
Chloroform                         ND                        0.5       
Bromochloromethane                 ND                        0.5       
1,1,1-Trichloroethane              ND                        0.5       
1,1-Dichloropropene                ND                        0.5       
Carbon Tetrachloride               ND                        0.5       
1,2-Dichloroethane                 ND                        0.5       
Benzene                            ND                        0.5       
Trichloroethene                    ND                        0.5       
1,2-Dichloropropane                ND                        0.5       
Bromodichloromethane               ND                        0.5       
Dibromomethane                     ND                        0.5       
4-Methyl-2-Pentanone               ND                       10         
cis-1,3-Dichloropropene            ND                        0.5       
Toluene                            ND                        0.5       
trans-1,3-Dichloropropene          ND                        0.5       
1,1,2-Trichloroethane              ND                        0.5       
2-Hexanone                         ND                       10         
1,3-Dichloropropane                ND                        0.5       
Tetrachloroethene                  ND                        0.5       

ND= Not Detected
RL= Reporting Limit
Page 1 of 2                                                                                                                       6.0
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Purgeable Organics by GC/MS

Lab #:           249784                        Location:        SVG                           
Client:          Arcadis                       Prep:            EPA 5030B                     
Project#:        RC000463                      Analysis:        EPA 8260B                     
Field ID:        TS-MID                        Batch#:          204042                        
Lab ID:          249784-002                    Sampled:         10/10/13                      
Matrix:          Water                         Received:        10/10/13                      
Units:           ug/L                          Analyzed:        10/15/13                      
Diln Fac:        1.000                                                                        

Analyte                   Result                RL         
Dibromochloromethane               ND                        0.5       
1,2-Dibromoethane                  ND                        0.5       
Chlorobenzene                      ND                        0.5       
1,1,1,2-Tetrachloroethane          ND                        0.5       
Ethylbenzene                       ND                        0.5       
m,p-Xylenes                        ND                        0.5       
o-Xylene                           ND                        0.5       
Styrene                            ND                        0.5       
Bromoform                          ND                        1.0       
Isopropylbenzene                   ND                        0.5       
1,1,2,2-Tetrachloroethane          ND                        0.5       
1,2,3-Trichloropropane             ND                        0.5       
Propylbenzene                      ND                        0.5       
Bromobenzene                       ND                        0.5       
1,3,5-Trimethylbenzene             ND                        0.5       
2-Chlorotoluene                    ND                        0.5       
4-Chlorotoluene                    ND                        0.5       
tert-Butylbenzene                  ND                        0.5       
1,2,4-Trimethylbenzene             ND                        0.5       
sec-Butylbenzene                   ND                        0.5       
para-Isopropyl Toluene             ND                        0.5       
1,3-Dichlorobenzene                ND                        0.5       
1,4-Dichlorobenzene                ND                        0.5       
n-Butylbenzene                     ND                        0.5       
1,2-Dichlorobenzene                ND                        0.5       
1,2-Dibromo-3-Chloropropane        ND                        2.0       
1,2,4-Trichlorobenzene             ND                        0.5       
Hexachlorobutadiene                ND                        2.0       
Naphthalene                        ND                        2.0       
1,2,3-Trichlorobenzene             ND                        0.5       

Surrogate             %REC  Limits 
Dibromofluoromethane           112    77-134  
1,2-Dichloroethane-d4          106    72-140  
Toluene-d8                     100    80-120  
Bromofluorobenzene             93     80-120  

ND= Not Detected
RL= Reporting Limit
Page 2 of 2                                                                                                                       6.0
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Purgeable Organics by GC/MS

Lab #:           249784                        Location:        SVG                           
Client:          Arcadis                       Prep:            EPA 5030B                     
Project#:        RC000463                      Analysis:        EPA 8260B                     
Field ID:        TS-IN                         Batch#:          204042                        
Lab ID:          249784-003                    Sampled:         10/10/13                      
Matrix:          Water                         Received:        10/10/13                      
Units:           ug/L                          Analyzed:        10/15/13                      
Diln Fac:        1.000                                                                        

Analyte                   Result                RL         
Freon 12                           ND                        1.0       
Chloromethane                      ND                        1.0       
Vinyl Chloride                     ND                        0.5       
Bromomethane                       ND                        1.0       
Chloroethane                       ND                        1.0       
Trichlorofluoromethane             ND                        1.0       
Acetone                            ND                       10         
Freon 113                          ND                        5.0       
1,1-Dichloroethene                 ND                        0.5       
Methylene Chloride                 ND                       10         
Carbon Disulfide                   ND                        0.5       
MTBE                               ND                        0.5       
trans-1,2-Dichloroethene           ND                        0.5       
Vinyl Acetate                      ND                       10         
1,1-Dichloroethane                 ND                        0.5       
2-Butanone                         ND                       10         
cis-1,2-Dichloroethene             ND                        0.5       
2,2-Dichloropropane                ND                        0.5       
Chloroform                         ND                        0.5       
Bromochloromethane                 ND                        0.5       
1,1,1-Trichloroethane              ND                        0.5       
1,1-Dichloropropene                ND                        0.5       
Carbon Tetrachloride               ND                        0.5       
1,2-Dichloroethane                 ND                        0.5       
Benzene                            ND                        0.5       
Trichloroethene                    ND                        0.5       
1,2-Dichloropropane                ND                        0.5       
Bromodichloromethane               ND                        0.5       
Dibromomethane                     ND                        0.5       
4-Methyl-2-Pentanone               ND                       10         
cis-1,3-Dichloropropene            ND                        0.5       
Toluene                            ND                        0.5       
trans-1,3-Dichloropropene          ND                        0.5       
1,1,2-Trichloroethane              ND                        0.5       
2-Hexanone                         ND                       10         
1,3-Dichloropropane                ND                        0.5       
Tetrachloroethene                        5.2                 0.5       

ND= Not Detected
RL= Reporting Limit
Page 1 of 2                                                                                                                       7.0
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Purgeable Organics by GC/MS

Lab #:           249784                        Location:        SVG                           
Client:          Arcadis                       Prep:            EPA 5030B                     
Project#:        RC000463                      Analysis:        EPA 8260B                     
Field ID:        TS-IN                         Batch#:          204042                        
Lab ID:          249784-003                    Sampled:         10/10/13                      
Matrix:          Water                         Received:        10/10/13                      
Units:           ug/L                          Analyzed:        10/15/13                      
Diln Fac:        1.000                                                                        

Analyte                   Result                RL         
Dibromochloromethane               ND                        0.5       
1,2-Dibromoethane                  ND                        0.5       
Chlorobenzene                      ND                        0.5       
1,1,1,2-Tetrachloroethane          ND                        0.5       
Ethylbenzene                       ND                        0.5       
m,p-Xylenes                        ND                        0.5       
o-Xylene                           ND                        0.5       
Styrene                            ND                        0.5       
Bromoform                          ND                        1.0       
Isopropylbenzene                   ND                        0.5       
1,1,2,2-Tetrachloroethane          ND                        0.5       
1,2,3-Trichloropropane             ND                        0.5       
Propylbenzene                      ND                        0.5       
Bromobenzene                       ND                        0.5       
1,3,5-Trimethylbenzene             ND                        0.5       
2-Chlorotoluene                    ND                        0.5       
4-Chlorotoluene                    ND                        0.5       
tert-Butylbenzene                  ND                        0.5       
1,2,4-Trimethylbenzene             ND                        0.5       
sec-Butylbenzene                   ND                        0.5       
para-Isopropyl Toluene             ND                        0.5       
1,3-Dichlorobenzene                ND                        0.5       
1,4-Dichlorobenzene                ND                        0.5       
n-Butylbenzene                     ND                        0.5       
1,2-Dichlorobenzene                ND                        0.5       
1,2-Dibromo-3-Chloropropane        ND                        2.0       
1,2,4-Trichlorobenzene             ND                        0.5       
Hexachlorobutadiene                ND                        2.0       
Naphthalene                        ND                        2.0       
1,2,3-Trichlorobenzene             ND                        0.5       

Surrogate             %REC  Limits 
Dibromofluoromethane           117    77-134  
1,2-Dichloroethane-d4          106    72-140  
Toluene-d8                     100    80-120  
Bromofluorobenzene             93     80-120  

ND= Not Detected
RL= Reporting Limit
Page 2 of 2                                                                                                                       7.0
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Batch QC Report

Purgeable Organics by GC/MS

Lab #:           249784                        Location:        SVG                           
Client:          Arcadis                       Prep:            EPA 5030B                     
Project#:        RC000463                      Analysis:        EPA 8260B                     
Matrix:          Water                         Batch#:          204042                        
Units:           ug/L                          Analyzed:        10/15/13                      
Diln Fac:        1.000                                                                        

Type:            BS                             Lab ID:          QC711884                       

Analyte                   Spiked              Result         %REC  Limits 
1,1-Dichloroethene                      12.50               12.36      99     61-137  
Benzene                                 12.50               13.09      105    78-125  
Trichloroethene                         12.50               12.90      103    77-122  
Toluene                                 12.50               12.62      101    79-123  
Chlorobenzene                           12.50               13.55      108    80-120  

Surrogate             %REC  Limits 
Dibromofluoromethane           108    77-134  
1,2-Dichloroethane-d4          107    72-140  
Toluene-d8                     98     80-120  
Bromofluorobenzene             94     80-120  

Type:            BSD                            Lab ID:          QC711885                       

Analyte                   Spiked              Result         %REC  Limits  RPD Lim
1,1-Dichloroethene                      12.50               13.18      105    61-137  6   24  
Benzene                                 12.50               13.19      105    78-125  1   20  
Trichloroethene                         12.50               12.46      100    77-122  3   20  
Toluene                                 12.50               12.67      101    79-123  0   20  
Chlorobenzene                           12.50               13.60      109    80-120  0   20  

Surrogate             %REC  Limits 
Dibromofluoromethane           108    77-134  
1,2-Dichloroethane-d4          107    72-140  
Toluene-d8                     99     80-120  
Bromofluorobenzene             93     80-120  

RPD= Relative Percent Difference
Page 1 of 1                                                                                                                       8.0
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Batch QC Report

Purgeable Organics by GC/MS

Lab #:           249784                        Location:        SVG                           
Client:          Arcadis                       Prep:            EPA 5030B                     
Project#:        RC000463                      Analysis:        EPA 8260B                     
Type:            BLANK                         Diln Fac:        1.000                         
Lab ID:          QC711886                      Batch#:          204042                        
Matrix:          Water                         Analyzed:        10/15/13                      
Units:           ug/L                                                                         

Analyte                   Result                RL         
Freon 12                           ND                        1.0       
Chloromethane                      ND                        1.0       
Vinyl Chloride                     ND                        0.5       
Bromomethane                       ND                        1.0       
Chloroethane                       ND                        1.0       
Trichlorofluoromethane             ND                        1.0       
Acetone                            ND                       10         
Freon 113                          ND                        5.0       
1,1-Dichloroethene                 ND                        0.5       
Methylene Chloride                 ND                       10         
Carbon Disulfide                   ND                        0.5       
MTBE                               ND                        0.5       
trans-1,2-Dichloroethene           ND                        0.5       
Vinyl Acetate                      ND                       10         
1,1-Dichloroethane                 ND                        0.5       
2-Butanone                         ND                       10         
cis-1,2-Dichloroethene             ND                        0.5       
2,2-Dichloropropane                ND                        0.5       
Chloroform                         ND                        0.5       
Bromochloromethane                 ND                        0.5       
1,1,1-Trichloroethane              ND                        0.5       
1,1-Dichloropropene                ND                        0.5       
Carbon Tetrachloride               ND                        0.5       
1,2-Dichloroethane                 ND                        0.5       
Benzene                            ND                        0.5       
Trichloroethene                    ND                        0.5       
1,2-Dichloropropane                ND                        0.5       
Bromodichloromethane               ND                        0.5       
Dibromomethane                     ND                        0.5       
4-Methyl-2-Pentanone               ND                       10         
cis-1,3-Dichloropropene            ND                        0.5       
Toluene                            ND                        0.5       
trans-1,3-Dichloropropene          ND                        0.5       
1,1,2-Trichloroethane              ND                        0.5       
2-Hexanone                         ND                       10         
1,3-Dichloropropane                ND                        0.5       
Tetrachloroethene                  ND                        0.5       

ND= Not Detected
RL= Reporting Limit
Page 1 of 2                                                                                                                       9.0
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Batch QC Report

Purgeable Organics by GC/MS

Lab #:           249784                        Location:        SVG                           
Client:          Arcadis                       Prep:            EPA 5030B                     
Project#:        RC000463                      Analysis:        EPA 8260B                     
Type:            BLANK                         Diln Fac:        1.000                         
Lab ID:          QC711886                      Batch#:          204042                        
Matrix:          Water                         Analyzed:        10/15/13                      
Units:           ug/L                                                                         

Analyte                   Result                RL         
Dibromochloromethane               ND                        0.5       
1,2-Dibromoethane                  ND                        0.5       
Chlorobenzene                      ND                        0.5       
1,1,1,2-Tetrachloroethane          ND                        0.5       
Ethylbenzene                       ND                        0.5       
m,p-Xylenes                        ND                        0.5       
o-Xylene                           ND                        0.5       
Styrene                            ND                        0.5       
Bromoform                          ND                        1.0       
Isopropylbenzene                   ND                        0.5       
1,1,2,2-Tetrachloroethane          ND                        0.5       
1,2,3-Trichloropropane             ND                        0.5       
Propylbenzene                      ND                        0.5       
Bromobenzene                       ND                        0.5       
1,3,5-Trimethylbenzene             ND                        0.5       
2-Chlorotoluene                    ND                        0.5       
4-Chlorotoluene                    ND                        0.5       
tert-Butylbenzene                  ND                        0.5       
1,2,4-Trimethylbenzene             ND                        0.5       
sec-Butylbenzene                   ND                        0.5       
para-Isopropyl Toluene             ND                        0.5       
1,3-Dichlorobenzene                ND                        0.5       
1,4-Dichlorobenzene                ND                        0.5       
n-Butylbenzene                     ND                        0.5       
1,2-Dichlorobenzene                ND                        0.5       
1,2-Dibromo-3-Chloropropane        ND                        2.0       
1,2,4-Trichlorobenzene             ND                        0.5       
Hexachlorobutadiene                ND                        2.0       
Naphthalene                        ND                        2.0       
1,2,3-Trichlorobenzene             ND                        0.5       

Surrogate             %REC  Limits 
Dibromofluoromethane           120    77-134  
1,2-Dichloroethane-d4          107    72-140  
Toluene-d8                     100    80-120  
Bromofluorobenzene             94     80-120  

ND= Not Detected
RL= Reporting Limit
Page 2 of 2                                                                                                                       9.0
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Batch QC Report

Purgeable Organics by GC/MS

Lab #:           249784                        Location:        SVG                           
Client:          Arcadis                       Prep:            EPA 5030B                     
Project#:        RC000463                      Analysis:        EPA 8260B                     
Field ID:        ZZZZZZZZZZ                    Batch#:          204042                        
MSS Lab ID:      249793-003                    Sampled:         10/09/13                      
Matrix:          Water                         Received:        10/10/13                      
Units:           ug/L                          Analyzed:        10/15/13                      
Diln Fac:        1.000                                                                        

Type:            MS                             Lab ID:          QC711910                       

Analyte              MSS Result          Spiked           Result       %REC  Limits 
1,1-Dichloroethene                  <0.1117          12.50            13.19     106    68-130  
Benzene                              0.1474          12.50            13.61     108    80-125  
Trichloroethene                     <0.1000          12.50            14.21     114    72-123  
Toluene                              0.1887          12.50            13.06     103    80-122  
Chlorobenzene                       <0.1000          12.50            13.55     108    80-120  

Surrogate             %REC  Limits 
Dibromofluoromethane           97     77-134  
1,2-Dichloroethane-d4          100    72-140  
Toluene-d8                     96     80-120  
Bromofluorobenzene             102    80-120  

Type:            MSD                            Lab ID:          QC711911                       

Analyte                   Spiked              Result         %REC  Limits  RPD Lim
1,1-Dichloroethene                      12.50               12.30      98     68-130  7   26  
Benzene                                 12.50               13.21      105    80-125  3   21  
Trichloroethene                         12.50               13.79      110    72-123  3   20  
Toluene                                 12.50               12.22      96     80-122  7   21  
Chlorobenzene                           12.50               13.48      108    80-120  1   21  

Surrogate             %REC  Limits 
Dibromofluoromethane           95     77-134  
1,2-Dichloroethane-d4          95     72-140  
Toluene-d8                     95     80-120  
Bromofluorobenzene             101    80-120  

RPD= Relative Percent Difference
Page 1 of 1                                                                                                                      10.0
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Chromium

Lab #:           249784                        Location:        SVG                           
Client:          Arcadis                       Prep:            EPA 3010A                     
Project#:        RC000463                      Analysis:        EPA 6010B                     
Analyte:         Chromium                      Sampled:         10/10/13                      
Matrix:          Water                         Received:        10/10/13                      
Units:           ug/L                          Prepared:        10/14/13                      
Diln Fac:        1.000                         Analyzed:        10/25/13                      
Batch#:          204036                                                                       

Field ID        Type    Lab ID         Result                RL         
TS-OUT               SAMPLE 249784-001     ND                        5.0       
TS-MID               SAMPLE 249784-002           7.2                 5.0       
TS-IN                SAMPLE 249784-003           8.4                 5.0       

BLANK  QC711858       ND                        5.0       

ND= Not Detected
RL= Reporting Limit
Page 1 of 1                                                                                                                      11.0
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Nickel

Lab #:           249784                        Location:        SVG                           
Client:          Arcadis                       Prep:            EPA 3010A                     
Project#:        RC000463                      Analysis:        EPA 6010B                     
Analyte:         Nickel                        Batch#:          204036                        
Matrix:          Water                         Sampled:         10/10/13                      
Units:           ug/L                          Received:        10/10/13                      
Diln Fac:        1.000                         Prepared:        10/14/13                      

Field ID        Type    Lab ID         Result                RL          Analyzed 
TS-OUT               SAMPLE 249784-001     ND                        5.0       10/25/13  
TS-MID               SAMPLE 249784-002     ND                        5.0       10/25/13  
TS-IN                SAMPLE 249784-003          94                   5.0       10/25/13  

BLANK  QC711858       ND                        5.0       10/27/13  

ND= Not Detected
RL= Reporting Limit
Page 1 of 1                                                                                                                      13.0
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Batch QC Report

Chromium

Lab #:           249784                        Location:        SVG                           
Client:          Arcadis                       Prep:            EPA 3010A                     
Project#:        RC000463                      Analysis:        EPA 6010B                     
Analyte:         Chromium                      Batch#:          204036                        
Field ID:        ZZZZZZZZZZ                    Sampled:         10/09/13                      
MSS Lab ID:      249755-001                    Received:        10/09/13                      
Matrix:          Water                         Prepared:        10/14/13                      
Units:           ug/L                          Analyzed:        10/25/13                      
Diln Fac:        1.000                                                                        

Type    Lab ID      MSS Result          Spiked            Result       %REC  Limits  RPD Lim
BS     QC711859                            200.0            216.0      108    80-120          
BSD    QC711860                            200.0            207.9      104    80-120  4   20  
MS     QC711861            2.004           200.0            197.6      98     74-120          
MSD    QC711862                            200.0            210.9      104    74-120  7   20  

RPD= Relative Percent Difference
Page 1 of 1                                                                                                                      12.0
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Batch QC Report

Nickel

Lab #:           249784                        Location:        SVG                           
Client:          Arcadis                       Prep:            EPA 3010A                     
Project#:        RC000463                      Analysis:        EPA 6010B                     
Analyte:         Nickel                        Batch#:          204036                        
Field ID:        ZZZZZZZZZZ                    Sampled:         10/09/13                      
MSS Lab ID:      249755-001                    Received:        10/09/13                      
Matrix:          Water                         Prepared:        10/14/13                      
Units:           ug/L                          Analyzed:        10/25/13                      
Diln Fac:        1.000                                                                        

Type    Lab ID      MSS Result          Spiked            Result       %REC  Limits  RPD Lim
BS     QC711859                            500.0            529.9      106    80-120          
BSD    QC711860                            500.0            504.2      101    80-120  5   20  
MS     QC711861            8.786           500.0            479.3      94     73-120          
MSD    QC711862                            500.0            511.6      101    73-120  7   20  

RPD= Relative Percent Difference
Page 1 of 1                                                                                                                      14.0
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Hexavalent Chromium

Lab #:           249784                        Location:        SVG                           
Client:          Arcadis                       Prep:            METHOD                        
Project#:        RC000463                      Analysis:        EPA 7199                      
Matrix:          Water                         Batch#:          203947                        
Units:           ug/L                          Received:        10/10/13                      
Diln Fac:        1.000                                                                        

Field ID:        TS-OUT                         Sampled:         10/10/13 11:47                 
Type:            SAMPLE                         Analyzed:        10/10/13 16:33                 
Lab ID:          249784-001                                                                     

Analyte                   Result                RL         
Hexavalent Chromium                      0.81                0.50      

Field ID:        TS-MID                         Sampled:         10/10/13 11:51                 
Type:            SAMPLE                         Analyzed:        10/10/13 16:45                 
Lab ID:          249784-002                                                                     

Analyte                   Result                RL         
Hexavalent Chromium                      6.4                 0.50      

Field ID:        TS-IN                          Sampled:         10/10/13 11:56                 
Type:            SAMPLE                         Analyzed:        10/10/13 16:57                 
Lab ID:          249784-003                                                                     

Analyte                   Result                RL         
Hexavalent Chromium                      2.1                 0.50      

Type:            BLANK                          Analyzed:        10/10/13 09:37                 
Lab ID:          QC711477                                                                       

Analyte                   Result                RL         
Hexavalent Chromium                ND                        0.50      

ND= Not Detected
RL= Reporting Limit
Page 1 of 1                                                                                                                       3.0
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Batch QC Report

Hexavalent Chromium

Lab #:           249784                        Location:        SVG                           
Client:          Arcadis                       Prep:            METHOD                        
Project#:        RC000463                      Analysis:        EPA 7199                      
Field ID:        TS-OUT                        Batch#:          203947                        
MSS Lab ID:      249784-001                    Sampled:         10/10/13 11:47                
Matrix:          Water                         Received:        10/10/13                      
Units:           ug/L                                                                         

Type:            LCS                            Diln Fac:        1.000                          
Lab ID:          QC711478                       Analyzed:        10/10/13 09:49                 

Analyte                   Spiked              Result         %REC  Limits 
Hexavalent Chromium                     10.00                9.785     98     90-110  

Type:            MS                             Diln Fac:        1.010                          
Lab ID:          QC711479                       Analyzed:        10/10/13 17:58                 

Analyte              MSS Result          Spiked           Result       %REC  Limits 
Hexavalent Chromium                  0.8066          10.10            10.38     95     85-115  

Type:            MSD                            Diln Fac:        1.010                          
Lab ID:          QC711480                       Analyzed:        10/10/13 18:10                 

Analyte                   Spiked              Result         %REC  Limits  RPD Lim
Hexavalent Chromium                     10.10               10.73      98     85-115  3   39  

RPD= Relative Percent Difference
Page 1 of 1                                                                                                                       4.0
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Laboratory Job Number 250788
ANALYTICAL REPORT

Arcadis                                Project  : RC000463                  
2000 Powell St                         Location : SVG                       
Emeryville, CA 94608                   Level    : II                        

Sample ID Lab ID
TS-OUT          250788-001
TS-MID          250788-002
TS-IN           250788-003
TB111413        250788-004

This data package has been reviewed for technical correctness and completeness.
Release of this data has been authorized by the Laboratory Manager or the
Manager's designee, as verified by the following signature. The results
contained in this report meet all requirements of NELAC and pertain only to
those samples which were submitted for analysis. This report may be reproduced
only in its entirety.

Signature:                          Date:  11/26/2013 
Will S Rice

Project Manager
will.rice@ctberk.com

NELAP # 01107CA                                                                
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CASE NARRATIVE

Laboratory number:        250788
Client:                   Arcadis
Project:                  RC000463
Location:                 SVG
Request Date:             11/14/13
Samples Received:         11/14/13

This data package contains sample and QC results for four water samples,
requested for the above referenced project on 11/14/13. The samples were
received cold and intact.

Volatile Organics by GC/MS (EPA 8260B):
No analytical problems were encountered.

Metals (EPA 6020):
High recovery was observed for nickel in the BSD for batch 205249; the
associated RPD was within limits, and this analyte was not detected at or
above the RL in the associated samples. High recovery was observed for nickel
in the MSD for batch 205249; the parent sample was not a project sample, the
associated RPD was within limits, and this analyte was not detected at or
above the RL in the associated samples. No other analytical problems were
encountered.

Hexavalent Chromium by Ion Chromatograph (EPA 7199):
No analytical problems were encountered.

Page 1 of 1
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Volatile Organics

Lab #:           250788                        Location:        SVG                           
Client:          Arcadis                       Prep:            EPA 5030B                     
Project#:        RC000463                      Analysis:        EPA 8260B                     
Field ID:        TS-OUT                        Batch#:          205232                        
Lab ID:          250788-001                    Sampled:         11/14/13                      
Matrix:          Water                         Received:        11/14/13                      
Units:           ug/L                          Analyzed:        11/19/13                      
Diln Fac:        1.000                                                                        

Analyte                   Result                RL         
Chloromethane                      ND                        1.0       
Vinyl Chloride                     ND                        0.5       
Bromomethane                       ND                        1.0       
Chloroethane                       ND                        1.0       
Trichlorofluoromethane             ND                        1.0       
Freon 113                          ND                        2.0       
1,1-Dichloroethene                 ND                        0.5       
Methylene Chloride                 ND                       20         
trans-1,2-Dichloroethene           ND                        0.5       
1,1-Dichloroethane                 ND                        0.5       
cis-1,2-Dichloroethene             ND                        0.5       
Chloroform                         ND                        1.0       
1,1,1-Trichloroethane              ND                        0.5       
Carbon Tetrachloride               ND                        0.5       
1,2-Dichloroethane                 ND                        0.5       
Trichloroethene                    ND                        0.5       
1,2-Dichloropropane                ND                        0.5       
Bromodichloromethane               ND                        0.5       
cis-1,3-Dichloropropene            ND                        0.5       
trans-1,3-Dichloropropene          ND                        0.5       
1,1,2-Trichloroethane              ND                        0.5       
Tetrachloroethene                  ND                        0.5       
Dibromochloromethane               ND                        0.5       
Chlorobenzene                      ND                        0.5       
Bromoform                          ND                        0.5       
1,1,2,2-Tetrachloroethane          ND                        0.5       
1,3-Dichlorobenzene                ND                        0.5       
1,4-Dichlorobenzene                ND                        0.5       
1,2-Dichlorobenzene                ND                        0.5       

Surrogate             %REC  Limits 
1,2-Dichloroethane-d4          103    72-140  
Toluene-d8                     105    80-120  
Bromofluorobenzene             106    80-120  

ND= Not Detected
RL= Reporting Limit
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Volatile Organics

Lab #:           250788                        Location:        SVG                           
Client:          Arcadis                       Prep:            EPA 5030B                     
Project#:        RC000463                      Analysis:        EPA 8260B                     
Field ID:        TS-MID                        Batch#:          205314                        
Lab ID:          250788-002                    Sampled:         11/14/13                      
Matrix:          Water                         Received:        11/14/13                      
Units:           ug/L                          Analyzed:        11/21/13                      
Diln Fac:        1.000                                                                        

Analyte                   Result                RL         
Chloromethane                      ND                        1.0       
Vinyl Chloride                     ND                        0.5       
Bromomethane                       ND                        1.0       
Chloroethane                       ND                        1.0       
Trichlorofluoromethane             ND                        1.0       
Freon 113                          ND                        2.0       
1,1-Dichloroethene                 ND                        0.5       
Methylene Chloride                 ND                       20         
trans-1,2-Dichloroethene           ND                        0.5       
1,1-Dichloroethane                 ND                        0.5       
cis-1,2-Dichloroethene             ND                        0.5       
Chloroform                         ND                        1.0       
1,1,1-Trichloroethane              ND                        0.5       
Carbon Tetrachloride               ND                        0.5       
1,2-Dichloroethane                 ND                        0.5       
Trichloroethene                    ND                        0.5       
1,2-Dichloropropane                ND                        0.5       
Bromodichloromethane               ND                        0.5       
cis-1,3-Dichloropropene            ND                        0.5       
trans-1,3-Dichloropropene          ND                        0.5       
1,1,2-Trichloroethane              ND                        0.5       
Tetrachloroethene                  ND                        0.5       
Dibromochloromethane               ND                        0.5       
Chlorobenzene                      ND                        0.5       
Bromoform                          ND                        0.5       
1,1,2,2-Tetrachloroethane          ND                        0.5       
1,3-Dichlorobenzene                ND                        0.5       
1,4-Dichlorobenzene                ND                        0.5       
1,2-Dichlorobenzene                ND                        0.5       

Surrogate             %REC  Limits 
1,2-Dichloroethane-d4          100    72-140  
Toluene-d8                     98     80-120  
Bromofluorobenzene             95     80-120  

ND= Not Detected
RL= Reporting Limit
Page 1 of 1                                                                                                                       6.0
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Volatile Organics

Lab #:           250788                        Location:        SVG                           
Client:          Arcadis                       Prep:            EPA 5030B                     
Project#:        RC000463                      Analysis:        EPA 8260B                     
Field ID:        TS-IN                         Batch#:          205314                        
Lab ID:          250788-003                    Sampled:         11/14/13                      
Matrix:          Water                         Received:        11/14/13                      
Units:           ug/L                          Analyzed:        11/21/13                      
Diln Fac:        1.000                                                                        

Analyte                   Result                RL         
Chloromethane                      ND                        1.0       
Vinyl Chloride                     ND                        0.5       
Bromomethane                       ND                        1.0       
Chloroethane                       ND                        1.0       
Trichlorofluoromethane             ND                        1.0       
Freon 113                          ND                        2.0       
1,1-Dichloroethene                 ND                        0.5       
Methylene Chloride                 ND                       20         
trans-1,2-Dichloroethene           ND                        0.5       
1,1-Dichloroethane                 ND                        0.5       
cis-1,2-Dichloroethene             ND                        0.5       
Chloroform                         ND                        1.0       
1,1,1-Trichloroethane              ND                        0.5       
Carbon Tetrachloride               ND                        0.5       
1,2-Dichloroethane                 ND                        0.5       
Trichloroethene                    ND                        0.5       
1,2-Dichloropropane                ND                        0.5       
Bromodichloromethane               ND                        0.5       
cis-1,3-Dichloropropene            ND                        0.5       
trans-1,3-Dichloropropene          ND                        0.5       
1,1,2-Trichloroethane              ND                        0.5       
Tetrachloroethene                        6.0                 0.5       
Dibromochloromethane               ND                        0.5       
Chlorobenzene                      ND                        0.5       
Bromoform                          ND                        0.5       
1,1,2,2-Tetrachloroethane          ND                        0.5       
1,3-Dichlorobenzene                ND                        0.5       
1,4-Dichlorobenzene                ND                        0.5       
1,2-Dichlorobenzene                ND                        0.5       

Surrogate             %REC  Limits 
1,2-Dichloroethane-d4          102    72-140  
Toluene-d8                     98     80-120  
Bromofluorobenzene             94     80-120  

ND= Not Detected
RL= Reporting Limit
Page 1 of 1                                                                                                                       7.0
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Volatile Organics

Lab #:           250788                        Location:        SVG                           
Client:          Arcadis                       Prep:            EPA 5030B                     
Project#:        RC000463                      Analysis:        EPA 8260B                     
Field ID:        TB111413                      Batch#:          205314                        
Lab ID:          250788-004                    Sampled:         11/14/13                      
Matrix:          Water                         Received:        11/14/13                      
Units:           ug/L                          Analyzed:        11/21/13                      
Diln Fac:        1.000                                                                        

Analyte                   Result                RL         
Chloromethane                      ND                        1.0       
Vinyl Chloride                     ND                        0.5       
Bromomethane                       ND                        1.0       
Chloroethane                       ND                        1.0       
Trichlorofluoromethane             ND                        1.0       
Freon 113                          ND                        2.0       
1,1-Dichloroethene                 ND                        0.5       
Methylene Chloride                 ND                       20         
trans-1,2-Dichloroethene           ND                        0.5       
1,1-Dichloroethane                 ND                        0.5       
cis-1,2-Dichloroethene             ND                        0.5       
Chloroform                         ND                        1.0       
1,1,1-Trichloroethane              ND                        0.5       
Carbon Tetrachloride               ND                        0.5       
1,2-Dichloroethane                 ND                        0.5       
Trichloroethene                    ND                        0.5       
1,2-Dichloropropane                ND                        0.5       
Bromodichloromethane               ND                        0.5       
cis-1,3-Dichloropropene            ND                        0.5       
trans-1,3-Dichloropropene          ND                        0.5       
1,1,2-Trichloroethane              ND                        0.5       
Tetrachloroethene                  ND                        0.5       
Dibromochloromethane               ND                        0.5       
Chlorobenzene                      ND                        0.5       
Bromoform                          ND                        0.5       
1,1,2,2-Tetrachloroethane          ND                        0.5       
1,3-Dichlorobenzene                ND                        0.5       
1,4-Dichlorobenzene                ND                        0.5       
1,2-Dichlorobenzene                ND                        0.5       

Surrogate             %REC  Limits 
1,2-Dichloroethane-d4          99     72-140  
Toluene-d8                     97     80-120  
Bromofluorobenzene             94     80-120  

ND= Not Detected
RL= Reporting Limit
Page 1 of 1                                                                                                                       8.0
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Batch QC Report

Volatile Organics

Lab #:           250788                        Location:        SVG                           
Client:          Arcadis                       Prep:            EPA 5030B                     
Project#:        RC000463                      Analysis:        EPA 8260B                     
Type:            BLANK                         Diln Fac:        1.000                         
Lab ID:          QC716817                      Batch#:          205232                        
Matrix:          Water                         Analyzed:        11/19/13                      
Units:           ug/L                                                                         

Analyte                   Result                RL         
Chloromethane                      ND                        1.0       
Vinyl Chloride                     ND                        0.5       
Bromomethane                       ND                        1.0       
Chloroethane                       ND                        1.0       
Trichlorofluoromethane             ND                        1.0       
Freon 113                          ND                        2.0       
1,1-Dichloroethene                 ND                        0.5       
Methylene Chloride                 ND                       20         
trans-1,2-Dichloroethene           ND                        0.5       
1,1-Dichloroethane                 ND                        0.5       
cis-1,2-Dichloroethene             ND                        0.5       
Chloroform                         ND                        1.0       
1,1,1-Trichloroethane              ND                        0.5       
Carbon Tetrachloride               ND                        0.5       
1,2-Dichloroethane                 ND                        0.5       
Trichloroethene                    ND                        0.5       
1,2-Dichloropropane                ND                        0.5       
Bromodichloromethane               ND                        0.5       
cis-1,3-Dichloropropene            ND                        0.5       
trans-1,3-Dichloropropene          ND                        0.5       
1,1,2-Trichloroethane              ND                        0.5       
Tetrachloroethene                  ND                        0.5       
Dibromochloromethane               ND                        0.5       
Chlorobenzene                      ND                        0.5       
Bromoform                          ND                        0.5       
1,1,2,2-Tetrachloroethane          ND                        0.5       
1,3-Dichlorobenzene                ND                        0.5       
1,4-Dichlorobenzene                ND                        0.5       
1,2-Dichlorobenzene                ND                        0.5       

Surrogate             %REC  Limits 
1,2-Dichloroethane-d4          97     72-140  
Toluene-d8                     102    80-120  
Bromofluorobenzene             110    80-120  

ND= Not Detected
RL= Reporting Limit
Page 1 of 1                                                                                                                       9.0
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Batch QC Report

Volatile Organics

Lab #:           250788                        Location:        SVG                           
Client:          Arcadis                       Prep:            EPA 5030B                     
Project#:        RC000463                      Analysis:        EPA 8260B                     
Matrix:          Water                         Batch#:          205232                        
Units:           ug/L                          Analyzed:        11/19/13                      
Diln Fac:        1.000                                                                        

Type:            BS                             Lab ID:          QC716818                       

Analyte                   Spiked              Result         %REC  Limits 
1,1-Dichloroethene                      17.50               17.18      98     61-137  
Trichloroethene                         17.50               17.89      102    77-122  
Chlorobenzene                           17.50               20.24      116    80-120  

Surrogate             %REC  Limits 
1,2-Dichloroethane-d4          96     72-140  
Toluene-d8                     106    80-120  
Bromofluorobenzene             107    80-120  

Type:            BSD                            Lab ID:          QC716819                       

Analyte                   Spiked              Result         %REC  Limits  RPD Lim
1,1-Dichloroethene                      17.50               17.01      97     61-137  1   24  
Trichloroethene                         17.50               16.77      96     77-122  6   20  
Chlorobenzene                           17.50               18.88      108    80-120  7   20  

Surrogate             %REC  Limits 
1,2-Dichloroethane-d4          95     72-140  
Toluene-d8                     101    80-120  
Bromofluorobenzene             107    80-120  

RPD= Relative Percent Difference
Page 1 of 1                                                                                                                      10.0
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Batch QC Report

Volatile Organics

Lab #:           250788                        Location:        SVG                           
Client:          Arcadis                       Prep:            EPA 5030B                     
Project#:        RC000463                      Analysis:        EPA 8260B                     
Matrix:          Water                         Batch#:          205314                        
Units:           ug/L                          Analyzed:        11/21/13                      
Diln Fac:        1.000                                                                        

Type:            BS                             Lab ID:          QC717120                       

Analyte                   Spiked              Result         %REC  Limits 
1,1-Dichloroethene                      12.50               10.09      81     61-137  
Trichloroethene                         12.50               12.68      101    77-122  
Chlorobenzene                           12.50               13.46      108    80-120  

Surrogate             %REC  Limits 
1,2-Dichloroethane-d4          97     72-140  
Toluene-d8                     96     80-120  
Bromofluorobenzene             91     80-120  

Type:            BSD                            Lab ID:          QC717121                       

Analyte                   Spiked              Result         %REC  Limits  RPD Lim
1,1-Dichloroethene                      12.50               10.41      83     61-137  3   24  
Trichloroethene                         12.50               12.96      104    77-122  2   20  
Chlorobenzene                           12.50               13.72      110    80-120  2   20  

Surrogate             %REC  Limits 
1,2-Dichloroethane-d4          97     72-140  
Toluene-d8                     97     80-120  
Bromofluorobenzene             93     80-120  

RPD= Relative Percent Difference
Page 1 of 1                                                                                                                      11.0
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Batch QC Report

Volatile Organics

Lab #:           250788                        Location:        SVG                           
Client:          Arcadis                       Prep:            EPA 5030B                     
Project#:        RC000463                      Analysis:        EPA 8260B                     
Type:            BLANK                         Diln Fac:        1.000                         
Lab ID:          QC717122                      Batch#:          205314                        
Matrix:          Water                         Analyzed:        11/21/13                      
Units:           ug/L                                                                         

Analyte                   Result                RL         
Chloromethane                      ND                        1.0       
Vinyl Chloride                     ND                        0.5       
Bromomethane                       ND                        1.0       
Chloroethane                       ND                        1.0       
Trichlorofluoromethane             ND                        1.0       
Freon 113                          ND                        2.0       
1,1-Dichloroethene                 ND                        0.5       
Methylene Chloride                 ND                       20         
trans-1,2-Dichloroethene           ND                        0.5       
1,1-Dichloroethane                 ND                        0.5       
cis-1,2-Dichloroethene             ND                        0.5       
Chloroform                         ND                        1.0       
1,1,1-Trichloroethane              ND                        0.5       
Carbon Tetrachloride               ND                        0.5       
1,2-Dichloroethane                 ND                        0.5       
Trichloroethene                    ND                        0.5       
1,2-Dichloropropane                ND                        0.5       
Bromodichloromethane               ND                        0.5       
cis-1,3-Dichloropropene            ND                        0.5       
trans-1,3-Dichloropropene          ND                        0.5       
1,1,2-Trichloroethane              ND                        0.5       
Tetrachloroethene                  ND                        0.5       
Dibromochloromethane               ND                        0.5       
Chlorobenzene                      ND                        0.5       
Bromoform                          ND                        0.5       
1,1,2,2-Tetrachloroethane          ND                        0.5       
1,3-Dichlorobenzene                ND                        0.5       
1,4-Dichlorobenzene                ND                        0.5       
1,2-Dichlorobenzene                ND                        0.5       

Surrogate             %REC  Limits 
1,2-Dichloroethane-d4          98     72-140  
Toluene-d8                     98     80-120  
Bromofluorobenzene             94     80-120  

ND= Not Detected
RL= Reporting Limit
Page 1 of 1                                                                                                                      12.0
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Chromium

Lab #:           250788                        Location:        SVG                           
Client:          Arcadis                       Prep:            EPA 200.8                     
Project#:        RC000463                      Analysis:        EPA 6020                      
Analyte:         Chromium                      Sampled:         11/14/13                      
Matrix:          Water                         Received:        11/14/13                      
Units:           ug/L                          Prepared:        11/19/13                      
Diln Fac:        5.000                         Analyzed:        11/25/13                      
Batch#:          205249                                                                       

Field ID        Type    Lab ID         Result                RL         
TS-OUT               SAMPLE 250788-001     ND                       15         
TS-MID               SAMPLE 250788-002     ND                       15         
TS-IN                SAMPLE 250788-003     ND                       15         

BLANK  QC716880       ND                       15         

ND= Not Detected
RL= Reporting Limit
Page 1 of 1                                                                                                                      13.0
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Nickel

Lab #:           250788                        Location:        SVG                           
Client:          Arcadis                       Prep:            EPA 200.8                     
Project#:        RC000463                      Analysis:        EPA 6020                      
Analyte:         Nickel                        Sampled:         11/14/13                      
Matrix:          Water                         Received:        11/14/13                      
Units:           ug/L                          Prepared:        11/19/13                      
Diln Fac:        5.000                         Analyzed:        11/25/13                      
Batch#:          205249                                                                       

Field ID        Type    Lab ID         Result                RL         
TS-OUT               SAMPLE 250788-001     ND                       26         
TS-MID               SAMPLE 250788-002     ND                       26         
TS-IN                SAMPLE 250788-003     ND                       26         

BLANK  QC716880       ND                       26         

ND= Not Detected
RL= Reporting Limit
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Batch QC Report

Chromium

Lab #:           250788                        Location:        SVG                           
Client:          Arcadis                       Prep:            EPA 200.8                     
Project#:        RC000463                      Analysis:        EPA 6020                      
Analyte:         Chromium                      Batch#:          205249                        
Field ID:        ZZZZZZZZZZ                    Sampled:         11/05/13                      
MSS Lab ID:      250645-002                    Received:        11/08/13                      
Matrix:          Water                         Prepared:        11/19/13                      
Units:           ug/L                          Analyzed:        11/25/13                      
Diln Fac:        5.000                                                                        

Type    Lab ID      MSS Result          Spiked            Result       %REC  Limits  RPD Lim
BS     QC716881                            100.0            109.9      110    75-120          
BSD    QC716882                            100.0            116.7      117    75-120  6   21  
MS     QC716883            0.6470          100.0            114.8      114    68-120          
MSD    QC716884                            100.0            120.3      120    68-120  5   25  

RPD= Relative Percent Difference
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Batch QC Report

Nickel

Lab #:           250788                        Location:        SVG                           
Client:          Arcadis                       Prep:            EPA 200.8                     
Project#:        RC000463                      Analysis:        EPA 6020                      
Analyte:         Nickel                        Batch#:          205249                        
Field ID:        ZZZZZZZZZZ                    Sampled:         11/05/13                      
MSS Lab ID:      250645-002                    Received:        11/08/13                      
Matrix:          Water                         Prepared:        11/19/13                      
Units:           ug/L                          Analyzed:        11/25/13                      
Diln Fac:        5.000                                                                        

Type    Lab ID      MSS Result          Spiked            Result       %REC  Limits  RPD  Lim
BS     QC716881                            100.0            112.7      113    72-120           
BSD    QC716882                            100.0            120.7      121 *  72-120  7    23  
MS     QC716883           <0.9897          100.0            115.8      116    62-120           
MSD    QC716884                            100.0            122.3      122 *  62-120  5    37  

*= Value outside of QC limits; see narrative
RPD= Relative Percent Difference
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Hexavalent Chromium

Lab #:           250788                        Location:        SVG                           
Client:          Arcadis                       Prep:            METHOD                        
Project#:        RC000463                      Analysis:        EPA 7199                      
Matrix:          Water                         Batch#:          205072                        
Units:           ug/L                          Received:        11/14/13                      
Diln Fac:        1.000                                                                        

Field ID:        TS-OUT                         Sampled:         11/14/13 10:10                 
Type:            SAMPLE                         Analyzed:        11/14/13 11:59                 
Lab ID:          250788-001                                                                     

Analyte                   Result                RL         
Hexavalent Chromium                ND                        0.50      

Field ID:        TS-MID                         Sampled:         11/14/13 10:15                 
Type:            SAMPLE                         Analyzed:        11/14/13 12:22                 
Lab ID:          250788-002                                                                     

Analyte                   Result                RL         
Hexavalent Chromium                     11                   0.50      

Field ID:        TS-IN                          Sampled:         11/14/13 10:20                 
Type:            SAMPLE                         Analyzed:        11/14/13 12:34                 
Lab ID:          250788-003                                                                     

Analyte                   Result                RL         
Hexavalent Chromium                      1.2                 0.50      

Type:            BLANK                          Analyzed:        11/14/13 10:03                 
Lab ID:          QC716181                                                                       

Analyte                   Result                RL         
Hexavalent Chromium                ND                        0.50      

ND= Not Detected
RL= Reporting Limit
Page 1 of 1                                                                                                                       3.0
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Batch QC Report

Hexavalent Chromium

Lab #:           250788                        Location:        SVG                           
Client:          Arcadis                       Prep:            METHOD                        
Project#:        RC000463                      Analysis:        EPA 7199                      
Field ID:        TS-IN                         Batch#:          205072                        
MSS Lab ID:      250788-003                    Sampled:         11/14/13 10:20                
Matrix:          Water                         Received:        11/14/13                      
Units:           ug/L                                                                         

Type:            LCS                            Diln Fac:        1.000                          
Lab ID:          QC716182                       Analyzed:        11/14/13 10:16                 

Analyte                   Spiked              Result         %REC  Limits 
Hexavalent Chromium                     10.00                9.507     95     90-110  

Type:            MS                             Diln Fac:        1.010                          
Lab ID:          QC716183                       Analyzed:        11/14/13 12:51                 

Analyte              MSS Result          Spiked           Result       %REC  Limits 
Hexavalent Chromium                  1.213           10.10            10.82     95     85-115  

Type:            MSD                            Diln Fac:        1.010                          
Lab ID:          QC716184                       Analyzed:        11/14/13 13:03                 

Analyte                   Spiked              Result         %REC  Limits  RPD Lim
Hexavalent Chromium                     10.10               10.73      94     85-115  1   39  

RPD= Relative Percent Difference
Page 1 of 1                                                                                                                       4.0
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Laboratory Job Number 251612
ANALYTICAL REPORT

Arcadis                                Project  : RC000463                  
2000 Powell St                         Location : SVG                       
Emeryville, CA 94608                   Level    : II                        

Sample ID Lab ID
TS-OUT          251612-001
TS-MID          251612-002
TS-IN           251612-003
TB121213        251612-004

This data package has been reviewed for technical correctness and completeness.
Release of this data has been authorized by the Laboratory Manager or the
Manager's designee, as verified by the following signature. The results
contained in this report meet all requirements of NELAC and pertain only to
those samples which were submitted for analysis. This report may be reproduced
only in its entirety.

Signature:                          Date:  12/20/2013 
Will S Rice

Project Manager
will.rice@ctberk.com

NELAP # 01107CA                                                                
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CASE NARRATIVE

Laboratory number:        251612
Client:                   Arcadis
Project:                  RC000463
Location:                 SVG
Request Date:             12/12/13
Samples Received:         12/12/13

This data package contains sample and QC results for four water samples,
requested for the above referenced project on 12/12/13. The samples were
received cold and intact.

Volatile Organics by GC/MS (EPA 8260B):
No analytical problems were encountered.

Metals (EPA 6020):
No analytical problems were encountered.

Hexavalent Chromium by Ion Chromatograph (EPA 7199):
No analytical problems were encountered.

Page 1 of 1
16.0
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Volatile Organics

Lab #:           251612                        Location:        SVG                           
Client:          Arcadis                       Prep:            EPA 5030B                     
Project#:        RC000463                      Analysis:        EPA 8260B                     
Field ID:        TS-OUT                        Batch#:          206311                        
Lab ID:          251612-001                    Sampled:         12/12/13                      
Matrix:          Water                         Received:        12/12/13                      
Units:           ug/L                          Analyzed:        12/18/13                      
Diln Fac:        1.000                                                                        

Analyte                   Result                RL         
Chloromethane                      ND                        1.0       
Vinyl Chloride                     ND                        0.5       
Bromomethane                       ND                        1.0       
Chloroethane                       ND                        1.0       
Trichlorofluoromethane             ND                        1.0       
Freon 113                          ND                        2.0       
1,1-Dichloroethene                 ND                        0.5       
Methylene Chloride                 ND                       20         
trans-1,2-Dichloroethene           ND                        0.5       
1,1-Dichloroethane                 ND                        0.5       
cis-1,2-Dichloroethene             ND                        0.5       
Chloroform                         ND                        1.0       
1,1,1-Trichloroethane              ND                        0.5       
Carbon Tetrachloride               ND                        0.5       
1,2-Dichloroethane                 ND                        0.5       
Trichloroethene                    ND                        0.5       
1,2-Dichloropropane                ND                        0.5       
Bromodichloromethane               ND                        0.5       
cis-1,3-Dichloropropene            ND                        0.5       
trans-1,3-Dichloropropene          ND                        0.5       
1,1,2-Trichloroethane              ND                        0.5       
Tetrachloroethene                  ND                        0.5       
Dibromochloromethane               ND                        0.5       
Chlorobenzene                      ND                        0.5       
Bromoform                          ND                        0.5       
1,1,2,2-Tetrachloroethane          ND                        0.5       
1,3-Dichlorobenzene                ND                        0.5       
1,4-Dichlorobenzene                ND                        0.5       
1,2-Dichlorobenzene                ND                        0.5       

Surrogate             %REC  Limits 
1,2-Dichloroethane-d4          100    75-139  
Toluene-d8                     99     80-120  
Bromofluorobenzene             98     80-120  

ND= Not Detected
RL= Reporting Limit
Page 1 of 1                                                                                                                       9.0
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Volatile Organics

Lab #:           251612                        Location:        SVG                           
Client:          Arcadis                       Prep:            EPA 5030B                     
Project#:        RC000463                      Analysis:        EPA 8260B                     
Field ID:        TS-MID                        Batch#:          206311                        
Lab ID:          251612-002                    Sampled:         12/12/13                      
Matrix:          Water                         Received:        12/12/13                      
Units:           ug/L                          Analyzed:        12/18/13                      
Diln Fac:        1.000                                                                        

Analyte                   Result                RL         
Chloromethane                      ND                        1.0       
Vinyl Chloride                     ND                        0.5       
Bromomethane                       ND                        1.0       
Chloroethane                       ND                        1.0       
Trichlorofluoromethane             ND                        1.0       
Freon 113                          ND                        2.0       
1,1-Dichloroethene                 ND                        0.5       
Methylene Chloride                 ND                       20         
trans-1,2-Dichloroethene           ND                        0.5       
1,1-Dichloroethane                 ND                        0.5       
cis-1,2-Dichloroethene             ND                        0.5       
Chloroform                         ND                        1.0       
1,1,1-Trichloroethane              ND                        0.5       
Carbon Tetrachloride               ND                        0.5       
1,2-Dichloroethane                 ND                        0.5       
Trichloroethene                    ND                        0.5       
1,2-Dichloropropane                ND                        0.5       
Bromodichloromethane               ND                        0.5       
cis-1,3-Dichloropropene            ND                        0.5       
trans-1,3-Dichloropropene          ND                        0.5       
1,1,2-Trichloroethane              ND                        0.5       
Tetrachloroethene                  ND                        0.5       
Dibromochloromethane               ND                        0.5       
Chlorobenzene                      ND                        0.5       
Bromoform                          ND                        0.5       
1,1,2,2-Tetrachloroethane          ND                        0.5       
1,3-Dichlorobenzene                ND                        0.5       
1,4-Dichlorobenzene                ND                        0.5       
1,2-Dichlorobenzene                ND                        0.5       

Surrogate             %REC  Limits 
1,2-Dichloroethane-d4          101    75-139  
Toluene-d8                     98     80-120  
Bromofluorobenzene             97     80-120  

ND= Not Detected
RL= Reporting Limit
Page 1 of 1                                                                                                                      10.0
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Volatile Organics

Lab #:           251612                        Location:        SVG                           
Client:          Arcadis                       Prep:            EPA 5030B                     
Project#:        RC000463                      Analysis:        EPA 8260B                     
Field ID:        TS-IN                         Batch#:          206311                        
Lab ID:          251612-003                    Sampled:         12/12/13                      
Matrix:          Water                         Received:        12/12/13                      
Units:           ug/L                          Analyzed:        12/18/13                      
Diln Fac:        1.000                                                                        

Analyte                   Result                RL         
Chloromethane                      ND                        1.0       
Vinyl Chloride                     ND                        0.5       
Bromomethane                       ND                        1.0       
Chloroethane                       ND                        1.0       
Trichlorofluoromethane             ND                        1.0       
Freon 113                          ND                        2.0       
1,1-Dichloroethene                 ND                        0.5       
Methylene Chloride                 ND                       20         
trans-1,2-Dichloroethene           ND                        0.5       
1,1-Dichloroethane                 ND                        0.5       
cis-1,2-Dichloroethene             ND                        0.5       
Chloroform                         ND                        1.0       
1,1,1-Trichloroethane              ND                        0.5       
Carbon Tetrachloride               ND                        0.5       
1,2-Dichloroethane                 ND                        0.5       
Trichloroethene                    ND                        0.5       
1,2-Dichloropropane                ND                        0.5       
Bromodichloromethane               ND                        0.5       
cis-1,3-Dichloropropene            ND                        0.5       
trans-1,3-Dichloropropene          ND                        0.5       
1,1,2-Trichloroethane              ND                        0.5       
Tetrachloroethene                        5.9                 0.5       
Dibromochloromethane               ND                        0.5       
Chlorobenzene                      ND                        0.5       
Bromoform                          ND                        0.5       
1,1,2,2-Tetrachloroethane          ND                        0.5       
1,3-Dichlorobenzene                ND                        0.5       
1,4-Dichlorobenzene                ND                        0.5       
1,2-Dichlorobenzene                ND                        0.5       

Surrogate             %REC  Limits 
1,2-Dichloroethane-d4          104    75-139  
Toluene-d8                     99     80-120  
Bromofluorobenzene             98     80-120  

ND= Not Detected
RL= Reporting Limit
Page 1 of 1                                                                                                                      11.0
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Volatile Organics

Lab #:           251612                        Location:        SVG                           
Client:          Arcadis                       Prep:            EPA 5030B                     
Project#:        RC000463                      Analysis:        EPA 8260B                     
Field ID:        TB121213                      Batch#:          206311                        
Lab ID:          251612-004                    Sampled:         12/12/13                      
Matrix:          Water                         Received:        12/12/13                      
Units:           ug/L                          Analyzed:        12/18/13                      
Diln Fac:        1.000                                                                        

Analyte                   Result                RL         
Chloromethane                      ND                        1.0       
Vinyl Chloride                     ND                        0.5       
Bromomethane                       ND                        1.0       
Chloroethane                       ND                        1.0       
Trichlorofluoromethane             ND                        1.0       
Freon 113                          ND                        2.0       
1,1-Dichloroethene                 ND                        0.5       
Methylene Chloride                 ND                       20         
trans-1,2-Dichloroethene           ND                        0.5       
1,1-Dichloroethane                 ND                        0.5       
cis-1,2-Dichloroethene             ND                        0.5       
Chloroform                         ND                        1.0       
1,1,1-Trichloroethane              ND                        0.5       
Carbon Tetrachloride               ND                        0.5       
1,2-Dichloroethane                 ND                        0.5       
Trichloroethene                    ND                        0.5       
1,2-Dichloropropane                ND                        0.5       
Bromodichloromethane               ND                        0.5       
cis-1,3-Dichloropropene            ND                        0.5       
trans-1,3-Dichloropropene          ND                        0.5       
1,1,2-Trichloroethane              ND                        0.5       
Tetrachloroethene                  ND                        0.5       
Dibromochloromethane               ND                        0.5       
Chlorobenzene                      ND                        0.5       
Bromoform                          ND                        0.5       
1,1,2,2-Tetrachloroethane          ND                        0.5       
1,3-Dichlorobenzene                ND                        0.5       
1,4-Dichlorobenzene                ND                        0.5       
1,2-Dichlorobenzene                ND                        0.5       

Surrogate             %REC  Limits 
1,2-Dichloroethane-d4          100    75-139  
Toluene-d8                     100    80-120  
Bromofluorobenzene             101    80-120  

ND= Not Detected
RL= Reporting Limit
Page 1 of 1                                                                                                                      12.0
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Batch QC Report

Volatile Organics

Lab #:           251612                        Location:        SVG                           
Client:          Arcadis                       Prep:            EPA 5030B                     
Project#:        RC000463                      Analysis:        EPA 8260B                     
Matrix:          Water                         Batch#:          206311                        
Units:           ug/L                          Analyzed:        12/18/13                      
Diln Fac:        1.000                                                                        

Type:            BS                             Lab ID:          QC721116                       

Analyte                   Spiked              Result         %REC  Limits 
1,1-Dichloroethene                      12.50               10.75      86     65-134  
Trichloroethene                         12.50               12.04      96     80-120  
Chlorobenzene                           12.50               12.90      103    80-120  

Surrogate             %REC  Limits 
1,2-Dichloroethane-d4          97     75-139  
Toluene-d8                     100    80-120  
Bromofluorobenzene             96     80-120  

Type:            BSD                            Lab ID:          QC721117                       

Analyte                   Spiked              Result         %REC  Limits  RPD Lim
1,1-Dichloroethene                      12.50               10.78      86     65-134  0   20  
Trichloroethene                         12.50               12.07      97     80-120  0   20  
Chlorobenzene                           12.50               12.91      103    80-120  0   20  

Surrogate             %REC  Limits 
1,2-Dichloroethane-d4          99     75-139  
Toluene-d8                     99     80-120  
Bromofluorobenzene             97     80-120  

RPD= Relative Percent Difference
Page 1 of 1                                                                                                                      14.0
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Batch QC Report

Volatile Organics

Lab #:           251612                        Location:        SVG                           
Client:          Arcadis                       Prep:            EPA 5030B                     
Project#:        RC000463                      Analysis:        EPA 8260B                     
Type:            BLANK                         Diln Fac:        1.000                         
Lab ID:          QC721118                      Batch#:          206311                        
Matrix:          Water                         Analyzed:        12/18/13                      
Units:           ug/L                                                                         

Analyte                   Result                RL         
Chloromethane                      ND                        1.0       
Vinyl Chloride                     ND                        0.5       
Bromomethane                       ND                        1.0       
Chloroethane                       ND                        1.0       
Trichlorofluoromethane             ND                        1.0       
Freon 113                          ND                        2.0       
1,1-Dichloroethene                 ND                        0.5       
Methylene Chloride                 ND                       20         
trans-1,2-Dichloroethene           ND                        0.5       
1,1-Dichloroethane                 ND                        0.5       
cis-1,2-Dichloroethene             ND                        0.5       
Chloroform                         ND                        1.0       
1,1,1-Trichloroethane              ND                        0.5       
Carbon Tetrachloride               ND                        0.5       
1,2-Dichloroethane                 ND                        0.5       
Trichloroethene                    ND                        0.5       
1,2-Dichloropropane                ND                        0.5       
Bromodichloromethane               ND                        0.5       
cis-1,3-Dichloropropene            ND                        0.5       
trans-1,3-Dichloropropene          ND                        0.5       
1,1,2-Trichloroethane              ND                        0.5       
Tetrachloroethene                  ND                        0.5       
Dibromochloromethane               ND                        0.5       
Chlorobenzene                      ND                        0.5       
Bromoform                          ND                        0.5       
1,1,2,2-Tetrachloroethane          ND                        0.5       
1,3-Dichlorobenzene                ND                        0.5       
1,4-Dichlorobenzene                ND                        0.5       
1,2-Dichlorobenzene                ND                        0.5       

Surrogate             %REC  Limits 
1,2-Dichloroethane-d4          100    75-139  
Toluene-d8                     99     80-120  
Bromofluorobenzene             97     80-120  

ND= Not Detected
RL= Reporting Limit
Page 1 of 1                                                                                                                      13.0
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Chromium

Lab #:           251612                        Location:        SVG                           
Client:          Arcadis                       Prep:            EPA 200.8                     
Project#:        RC000463                      Analysis:        EPA 6020                      
Analyte:         Chromium                      Sampled:         12/12/13                      
Matrix:          Water                         Received:        12/12/13                      
Units:           ug/L                          Prepared:        12/17/13                      
Diln Fac:        5.000                         Analyzed:        12/18/13                      
Batch#:          206280                                                                       

Field ID        Type    Lab ID         Result                RL         
TS-OUT               SAMPLE 251612-001           1.9                 1.0       
TS-MID               SAMPLE 251612-002           7.0                 1.0       
TS-IN                SAMPLE 251612-003           5.1                 1.0       

BLANK  QC720986       ND                        1.0       

ND= Not Detected
RL= Reporting Limit
Page 1 of 1                                                                                                                       5.0
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Nickel

Lab #:           251612                        Location:        SVG                           
Client:          Arcadis                       Prep:            EPA 200.8                     
Project#:        RC000463                      Analysis:        EPA 6020                      
Analyte:         Nickel                        Sampled:         12/12/13                      
Matrix:          Water                         Received:        12/12/13                      
Units:           ug/L                          Prepared:        12/17/13                      
Diln Fac:        5.000                         Analyzed:        12/18/13                      
Batch#:          206280                                                                       

Field ID        Type    Lab ID         Result                RL         
TS-OUT               SAMPLE 251612-001     ND                        3.0       
TS-MID               SAMPLE 251612-002     ND                        3.0       
TS-IN                SAMPLE 251612-003          10                   3.0       

BLANK  QC720986       ND                        3.0       

ND= Not Detected
RL= Reporting Limit
Page 1 of 1                                                                                                                       7.0
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Batch QC Report

Chromium

Lab #:           251612                        Location:        SVG                           
Client:          Arcadis                       Prep:            EPA 200.8                     
Project#:        RC000463                      Analysis:        EPA 6020                      
Analyte:         Chromium                      Batch#:          206280                        
Field ID:        ZZZZZZZZZZ                    Sampled:         12/10/13                      
MSS Lab ID:      251592-008                    Received:        12/12/13                      
Matrix:          Water                         Prepared:        12/17/13                      
Units:           ug/L                          Analyzed:        12/18/13                      
Diln Fac:        5.000                                                                        

Type    Lab ID      MSS Result          Spiked            Result       %REC  Limits  RPD Lim
BS     QC720987                            100.0            102.7      103    77-120          
BSD    QC720988                            100.0            100.7      101    77-120  2   20  
MS     QC720989            9.540           100.0            109.2      100    72-120          
MSD    QC720990                            100.0            110.0      100    72-120  1   23  

RPD= Relative Percent Difference
Page 1 of 1                                                                                                                       6.0
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Batch QC Report

Nickel

Lab #:           251612                        Location:        SVG                           
Client:          Arcadis                       Prep:            EPA 200.8                     
Project#:        RC000463                      Analysis:        EPA 6020                      
Analyte:         Nickel                        Batch#:          206280                        
Field ID:        ZZZZZZZZZZ                    Sampled:         12/10/13                      
MSS Lab ID:      251592-008                    Received:        12/12/13                      
Matrix:          Water                         Prepared:        12/17/13                      
Units:           ug/L                          Analyzed:        12/18/13                      
Diln Fac:        5.000                                                                        

Type    Lab ID      MSS Result          Spiked            Result       %REC  Limits  RPD Lim
BS     QC720987                            100.0            106.6      107    72-120          
BSD    QC720988                            100.0            105.2      105    72-120  1   20  
MS     QC720989           40.34            100.0            136.6      96     65-120          
MSD    QC720990                            100.0            138.0      98     65-120  1   35  

RPD= Relative Percent Difference
Page 1 of 1                                                                                                                       8.0
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Hexavalent Chromium

Lab #:           251612                        Location:        SVG                           
Client:          Arcadis                       Prep:            METHOD                        
Project#:        RC000463                      Analysis:        EPA 7199                      
Matrix:          Water                         Batch#:          206082                        
Units:           ug/L                          Received:        12/12/13                      

Field ID:        TS-OUT                         Diln Fac:        1.000                          
Type:            SAMPLE                         Sampled:         12/12/13 09:45                 
Lab ID:          251612-001                     Analyzed:        12/12/13 17:44                 

Analyte                   Result                RL         
Hexavalent Chromium                      1.6                 0.50      

Field ID:        TS-MID                         Diln Fac:        5.000                          
Type:            SAMPLE                         Sampled:         12/12/13 09:50                 
Lab ID:          251612-002                     Analyzed:        12/12/13 19:56                 

Analyte                   Result                RL         
Hexavalent Chromium                      6.3                 2.5       

Field ID:        TS-IN                          Diln Fac:        2.000                          
Type:            SAMPLE                         Sampled:         12/12/13 09:55                 
Lab ID:          251612-003                     Analyzed:        12/12/13 20:08                 

Analyte                   Result                RL         
Hexavalent Chromium                      1.5                 1.0       

Type:            BLANK                          Diln Fac:        1.000                          
Lab ID:          QC720223                       Analyzed:        12/12/13 10:16                 

Analyte                   Result                RL         
Hexavalent Chromium                ND                        0.50      

ND= Not Detected
RL= Reporting Limit
Page 1 of 1                                                                                                                       3.0
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Batch QC Report

Hexavalent Chromium

Lab #:           251612                        Location:        SVG                           
Client:          Arcadis                       Prep:            METHOD                        
Project#:        RC000463                      Analysis:        EPA 7199                      
Field ID:        ZZZZZZZZZZ                    Batch#:          206082                        
MSS Lab ID:      251614-001                    Sampled:         12/12/13 09:13                
Matrix:          Water                         Received:        12/12/13                      
Units:           ug/L                                                                         

Type:            LCS                            Diln Fac:        1.000                          
Lab ID:          QC720224                       Analyzed:        12/12/13 10:29                 

Analyte                   Spiked              Result         %REC  Limits 
Hexavalent Chromium                     10.00                9.535     95     90-110  

Type:            MS                             Diln Fac:        1.010                          
Lab ID:          QC720227                       Analyzed:        12/12/13 22:34                 

Analyte              MSS Result          Spiked           Result       %REC  Limits 
Hexavalent Chromium                <0.08023          10.10             8.986    89     85-115  

Type:            MSD                            Diln Fac:        1.010                          
Lab ID:          QC720228                       Analyzed:        12/12/13 22:46                 

Analyte                   Spiked              Result         %REC  Limits  RPD Lim
Hexavalent Chromium                     10.10                9.292     92     85-115  3   44  

RPD= Relative Percent Difference
Page 1 of 1                                                                                                                       4.0
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