
Groundwater Radionuclide Analysis
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pCi/L pCi/L mg/L mg/L
PA-MW1 <  0.2 1.1 <  0.001 0.0416
PA-MW2 <  0.2 <  1 <  0.001 0.0274
PA-MW3 <  0.2 <  1 <  0.001 0.0681
PA-GW4 0.9 6.1 0.025 0.0496
PA-GW5 <  0.2 <  1 <  0.001 0.0584
PA-GW6 <  0.2 <  1 <  0.001 0.0012
PA-GW6B Dup <  0.2 <  1 <  0.001 0.0003
PA-GW7 0.4 <  1 <  0.001 0.0726
PA-GW8 0.9 1.5 <  0.001 0.0244
PA-GW9 <  0.2 <  1 <  0.001 0.0228
PA-GW10 <  0.2 5.8 <  0.001 0.0059
PA-GW11 <  0.2 6.2 <  0.001 0.0471
PA-GW12 <  0.2 <  1 <  0.001 0.0274
PA-GW13 <  0.2 <  1 <  0.001 0.0949
PA-GW14 <  0.2 <  1 <  0.001 0.0056
PA-GW15 0.7 <  1 0.004 0.0305
PA-GW16 0.2 <  1 <  0.001 0.0209
PA-GW16B Dup 0.5 <  1 <  0.001 0.0268
PA-GW17 2 <  1 0.001 0.0233
PA-GW18 0.5 <  1 <  0.001 0.81
PA-GW19 <  0.2 <  1 <  0.001 0.242
PA-GW20 <  0.2 <  1 <  0.001 0.282
PA-GW21 <  0.2 <  1 <  0.001 0.21
PA-GW22 <  0.2 <  1 <  0.001 0.0165
PA-GW23 0.6 <  1 <  0.001 0.184
PA-GW24 3.8 <  1 0.008 0.112
PA-GW25 <  0.2 <  1 <  0.001 0.0686
PA-GW26 <  0.2 <  1 <  0.001 0.0187
PA-GW26B Dup <  0.2 <  1 <  0.001 0.0213
PA-GW27 <  0.2 <  1 <  0.001 0.0022

Minimum <  0.2 <  1 <  0.001 0.0003
Average(a) 0.44 1.17 0.002 0.095
Maximum 3.8 6.2 0.025 0.81
MCL(b,f) 5 5 0.03
Number Analyzed(c) 27 27 27 27
Number Detected(c) 9 5 4 27
Number >MCL(c) 0 3 15
Freq. of Detection(d) 33% 19% 15% 100%
Freq. Exceed MCL(e) 0% 11% 56%
(a) Average of all results, excluding duplicates; results reported below detection limits averaged as 1/2 value of detection limi
(b) Maximum Contaminant Level, EPA Drinking Water Standard (2003); Arsenic MCL based on new standard to become effective January 2006
(c) Excluding duplicates
(d) Percentage of sample results above detection limits;  = Number Detected / Number Analyzed * 100
(e) Percentage of sample results above MCL limits;  = Number >MCL / Number Analyzed * 100
(f) Primary MCL for Radium is 5 pCi/L for combined Ra-226/228
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Appendix C - Data Summary Tables


