
Water Samples - Groundwater and Seeps - Chemical Analysis
TABLE 3

Phase 2 Remedial Investigation
Klau and Buena Vista Mines

Loc ID
pH

Methyl 
Mercury

Trace 
Mercury Mercury Aluminum Antimony Arsenic Barium Beryllium Boron Cadmium Chromium Cobalt Copper Lead Manganese Nickel Selenium Silver ThalliumSample 

Date
Sample 

TypeMatrix Vanadium

pH units ng/L ng/L µg/L µg/L µg/L µg/L µg/L µg/L µg/L µg/L µg/L µg/L µg/L µg/L µg/L µg/L µg/L µg/L µg/L µg/L
BasisArea

Seeps/General Surface Water Runoff
L21-2w 04/02/08 2.63 -- -- 0.42 76400 221 10 U 200 5.5 -- 129 10 U 317 25 U 10 U 16600 3020 35 U 10 U 190NSW 139TotalBV General Area

M20-2 04/02/08 6.14 -- -- 0.2 U 38.6 60 U 11.9 16.4 0.15 2280 1 10 U 19.8 25 U 10 U 2370 373 35 U 10 U 25 UNSW 0.92Total

M20-2 04/02/08 -- -- -- 0.2 U 67.4 60 U 15.8 16.7 0.18 2260 1.2 10 U 19.9 25 U 10 U 2340 375 35 U 10 U 25 UFDSW 0.53Total

N23-2s 04/03/08 7.81 -- -- 0.2 U 1510 13.3 J 10 U 20.1 J 5 U 278 3.2 J 10 U 9.8 J 1.8 J 10 U 1650 86.5 35 U 10 U 25 UNSW 50 UJTotal

N23-3 04/02/08 2.92 -- -- 0.24 27800 273 10 U 200 5 U -- 267 275 247 25 U 10 U 59100 2340 35 U 10 U 167NSW 174Total

O21-2w 04/02/08 2.19 -- -- 0.33 65600 243 10 U 200 4.5 1860 194 284 103 27.4 10 U 56500 1030 35 U 10 U 25 UNSW 140Total

O24-2w 04/02/08 5.38 -- -- 0.2 U 200 U 60 U 10 U 29.7 5 U 252 1.9 10 U 50 U 1.6 10 U 36.9 136 35 U 10 U 25 UNSW 2.6Total

BMR-1 04/02/08 5.97 -- -- 0.28 1910 10.1 10 U 43.4 5 U 299 7.3 10 U 26.4 25 U 10 U 3410 180 35 U 10 U 12.3NSW 5.3TotalBV Caretaker Area

RFS 04/28/08 7.26 -- -- 3.4 434 60 U 10 U 200 UJ 5 U 2250 5 U 10 U 4.8 J 25 UJ 10 U 747 236 35 U 10 U 25 UNSW 50 UJTotalBV Rotary Furnace Seep Area

RFS 04/28/08 -- 0.114 44.9 0.2 U 200 U 60 U 10 U 200 UJ 5 U 2210 5 U 10 U 2.9 J 25 U 10 U 645 209 35 U 10 U 25 UNSW 0.54Filtered

L21-3 04/03/08 6.88 -- -- 0.13 J 5350 60 U 10 U 4.2 J 0.78 J 219 7.1 10 U 396 21.7 J 10 U 27800 3540 35 U 3.4 J 16 JNSW 50 UTotalKlau General Area

L21-4 04/03/08 2.3 -- -- 793 162000 60 U 608 96.8 J 11.6 188 16.9 635 906 421 211 46200 6620 23.2 J 1.6 J 25 UNSW 58.1Total

L21-4 04/03/08 -- -- -- 996 170000 60 U 629 238 11.8 218 18.8 684 916 458 242 48100 6710 24.6 J 10 U 25 UFDSW 97.7Total

L21-5 04/03/08 7.21 -- -- 0.2 U 126 J 60 U 10 U 16 J 5 U 342 3 J 10 U 113 2.8 J 10 U 10400 635 35 U 1.4 J 31.3NSW 50 UJTotal

N07-2w 04/02/08 7.09 -- -- 0.2 U 87.9 60 U 10 U 139 5 U 2220 5 U 10 U 50 U 1.4 10 U 19.7 24.3 35 U 10 U 25 UNSW 0.53Total

P21-2 04/02/08 2.97 -- -- 51.1 50800 355 10 U 200 1.5 -- 296 10 U 352 41.7 10 U 36700 4290 35 U 10 U 25 UNSW 311Total

Q11-2w 04/02/08 7.1 -- -- 0.2 U 200 U 60 U 10 U 4.7 5 U 279 5 U 10 U 0.78 25 U 10 U 15 U 154 35 U 10 U 25 UNSW 50 UTotal

R19-2 04/03/08 7.12 -- -- 0.38 234 60 U 10 U 200 5 U 952 5 U 10 U 1.5 4.7 10 U 104 19 35 U 10 U 25 UNSW 0.93Total

BMR-2 04/03/08 7.28 -- -- 0.2 U 77.4 J 60 U 10 U 61.1 J 5 U 105 5 U 10 U 50 U 25 U 10 U 27.6 4 J 35 U 10 U 25 UNSW 50 UJTotalBLM Reservoir Area Runoff

BMR-3 04/03/08 7.67 -- -- 0.47 170 J 60 U 10 U 14.4 J 5 U 246 5 U 10 U 11.9 J 8 J 10 U 520 86.2 35 U 10 U 25 UNSW 50 UJTotal

BMR-3 04/03/08 -- -- -- 3.1 306 60 U 10 U 17.7 J 5 U 246 5 U 10 U 12.4 J 8.7 J 10 U 532 86.3 35 U 10 U 25 UFDSW 50 UJTotal

BMR-4 04/03/08 6.74 -- -- 7 896 60 U 10 U 47 J 5 U 645 5 U 10 U 2.4 J 4.1 J 10 U 349 21.3 J 35 U 10 U 25 UNSW 50 UJTotal

Sumps/Wells
RCW-1w 04/30/08 6.85 -- -- 0.2 U 200 U 60 U 10 U 8.4 J 5 U 1500 5 U 10 U 50 U 25 U 10 U 15 U 11.5 J 35 U 10 U 11.9 JNGW 50 UTotalBV Regraded Clay Cap Well

RCW-1w 04/30/08 -- 0.053 20.6 0.2 U 200 U 60 U 10 U 8.4 J 5 U 1500 5 U 10 U 50 U 25 U 10 U 15 U 13.1 J 35 U 10 U 12.1 JNGW 50 UFiltered

BAW 04/30/08 3.62 -- -- 95.9 14100 21.7 J 10 U 24.9 J 0.12 486 24.6 163 60.6 16.7 J 10 U 3670 454 17.3 J 10 U 61.8NGW 82TotalBV Adit Sump

BAW 04/30/08 -- 1.07 36.2 0.2 U 3620 60 U 10 U 5 J 0.13 461 5.4 10 U 58.8 6.9 J 10 U 3610 440 35 U 10 U 52.5NGW 1 JFiltered

MAW 04/30/08 2.7 -- -- 0.85 72000 10.3 J 10 U 200 U 5.1 955 18.9 95.9 411 131 10 U 21300 1990 35 U 1.9 J 114NGW 35.4 JTotalBV Mine Shop Sump

MAW 04/30/08 -- 0.013 417 0.35 76900 11.2 J 10 U 200 U 5.6 1100 20.1 107 434 143 10 U 33600 2080 35 U 1.6 J 116NGW 40 JFiltered

MSP 04/30/08 6.01 -- -- 1.6 264 60 U 10 U 8 J 5 U 583 1.7 J 10 U 234 6.8 J 10 U 18100 1260 35 U 2 J 34.8NGW 50 UTotalBV Mine Shop Blue Pipe Well

MSP 04/30/08 -- 0.079 128 0.22 134 J 60 U 10 U 8.3 J 5 U 589 1.8 J 10 U 238 25 U 10 U 18400 1280 35 U 2.1 J 35.9NGW 50 UFiltered

MSP 04/30/08 -- -- -- 1.7 242 60 U 10 U 8.2 J 5 U 600 1.8 J 10 U 234 6.5 J 10 U 18200 1250 35 U 1.9 J 33.2FDGW 50 UTotal

MSP 04/30/08 -- 0.106 119 0.21 108 J 60 U 10 U 8 J 5 U 585 1.7 J 10 U 235 25 U 10 U 18200 1260 35 U 2 J 33.3FDGW 50 UFiltered

RAW 04/30/08 8.15 -- -- 0.29 74 J 9.5 J 10 U 631 5 U 63000 5 U 0.62 J 50 U 3 J 14.9 42.1 3.3 J 35 U 10 U 25 UNGW 50 UTotalKlau - Richard's Adit Area Well

RAW 04/30/08 -- 0.019 6.79 0.2 U 200 U 60 U 10 U 536 5 U 60400 5 U 10 U 50 U 25 U 10 U 30.4 40 U 35 U 10 U 25 UNGW 50 UFiltered

KRP 04/30/08 -- -- -- 6.9 131000 60 U 582 15.9 J 7.1 825 36.1 234 1550 80.6 138 33900 12500 24 J 9.3 J 25 UNGW 13.2 JTotalKlau Repository Underdrain

KRP 04/30/08 -- 0.019 734 0.79 131000 60 U 586 200 U 7 819 34.8 231 1560 70 154 12200 12600 29.3 J 10 25 UNGW 11.7 JFiltered

Other
CSW 04/29/08 -- -- -- 0.2 U 200 U 60 U 10 U 200 UJ 5 U 36.9 5 U 0.38 50 U 31.8 10 U 15 UJ 40 U 35 U 10 U 25 UNSW 50 UJTotalBuena Vista Water Supply

CSW 04/29/08 -- 0.03 U 1.07 0.2 U 200 U 60 U 10 U 52.3 J 5 U 34.5 5 U 10 U 50 U 11.5 J 10 U 15 U 40 U 35 U 10 U 25 UNSW 50 UFiltered
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